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000ROOM IDENTIFICATION

ABBREVIATIONS
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CL 
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# 
ABV. 
A.F.F. 
ACOUS. 
A.D. 
ADJ. 
A/C 
ALUM. 
APPROX.
ARCH. 
ASB. 
ASPH. 
BLKG. 
BD. 
BM. 
BOT 
C.B.
CBC 
C.I.P.C. 
CLG. 
CEM. 
C.T. 
CLR 
CNTR 
COL 
CONC 
CMU 
CONN 
C.JT 
C.O. 
CORR 
CRC
CU.YD. 
E 
EA 
DEMO 
ELEC 
DET 
DIAG 
DIA 
DIM 
EQ 
DN 
DR 
EXH
EXT 
DWG 
DW
F.O.F. 
F.O.S. 
F.O.W.
F.C. 
F.F. 
F.F.E. 
FGL. 
FIN. 
FPRP. 
FLASH. 
FLR. 
FLUR. 
FTG. 
FND. 
FT. 
GA. 
GALV. 
G.C. 
GL. 
G.B. 
GD. 
GND. 
GWB. 
HBD. 
HDWD. 
HVAC. 
HT. 
H.B. 
H.W. 

AND
ANGLE
AT
CENTERLINE
CHANNEL
EXISTING
POUND OR NUMBER
ABOVE
ABOVE FINISH FLOOR
ACOUSTICAL
AREA DRAIN
ADJACENT, ADJUSTABLE
AIR CONDITIONING
ALUMINUM
APPROXIMATE
ARCHITECT(URAL)
ASBESTOS
ASPHALT
BLOCKING
BOARD
BEAM
BOTTOM OR BOTTOM OF
CATCH BASIN
CALIFORNIA BUILDING CODE
CAST-IN-PLACE-CONCRETE
CEILING
CEMENT
CERAMIC TILE
CLEAR
COUNTER
COLUMN
CONCRETE
CONCRETE MASONRY UNIT
CONNECTION
CONTROL JOINT
CLEAN OUT
CORRUGATED
CALIFORNIA RESIDENTIAL CODE
CUBIC YARD
EAST
EACH
DEMOLISH, DEMOLITION
ELECTRIC(AL)
DETAIL
DIAGONAL
DIAMETER
DIMENSION
EQUAL
DOWN
DOOR
EXHAUST
EXTERIOR
DRAWINGS
DISHWASHER
FACE OF FINISH
FACE OF STUDS
FACE OF WALL
FINISH CEILING
FINISH FLOOR
FINISH FLOOR EXISTING
FIBERGLASS
FINISH(ED)
FIREPROOF
FLASHING
FLOOR
FLUORESCENT
FOOTING
FOUNDATION
FEET
GAUGE, GAGE
GALVANIZED
GENERAL CONTRACTOR
GLASS, GLAZING
GRAB BAR
GRADE, GRADING
GROUND
GYPSUM WALLBOARD
HARDBOARD
HARDWOOD
HEATING, VENTILATING, AIR CONDITIONING
HEIGHT
HOSE BIB
HOT WATER

IN.
INCL.
INSUL.
INT.
JAN.
JT.
JCT.
KIT.
LAM.
LAV.
LABC
MANFR.
MECH.
MEMB.
MDF
MDO
MTL.
MIN.
MIR.
MISC.
MTD.
MULL.
N.C.R.
(N)
N
N.I.C.
N.T.S.
O.C.
OPNG.
O.D.
OWTS
PTD.
PNL.
P.BD.
PVMT.
PERF.
PLAS.
P.LAM.
PL.
PLYWD.
PT.
PVC
PSF
PSI
P.T.
P.L.
RAD.
REINF.
REQ'D
RESIL.
RET'G
RET.
SHTG.
SHT.
SIM.
SPEC.
SQ.
S.ST.
STL.
S.D.
STRL.
STD.
TEL.
TERR
TBD.
T&G
T.O.
T.O.SL.
T.O.STL.
T.C.
T.O.W.
TYP.
UNFIN.
U.N.O.
V.B.
VIF
V.T.
W.H.
W.C.
WP.
W.R.
W.W.F.
W.M.WD.
W/
W/O
WT.

INCHES
INCLUDE(D)
INSULATION
INTERIOR
JANITOR
JOINT
JUNCTION
KITCHEN
LAMINATE
LAVATORY
LOS ANGELES BUILDING CODE
MANUFACTURER
MECHANICAL
MEMBRANE
MEDIUM DENSITY FIBER BOARD
MEDIUM DENSITY OVERLAY BOARD
METAL
MINIMUM
MIRROR
MISCELLANEOUS
MOUNT(ED, ING)
MULLION
NOISE REDUCTION COEFFICIENT
NEW
NORTH
NOT IN CONTRACT
NOT TO SCALE
ON CENTER
OPENING
OUTSIDE DIAMETER
ONSITE WASTEWATER TREATMENT SYSTEM
PAINT(ED)
PANEL
PARTICLE BOARD
PAVEMENT
PERFORATED
PLASTER
PLASTIC LAMINATE
PLATE
PLYWOOD
POINT
POLYVINYL CHLORIDE
POUNDS PER SQUARE FOOT
POUNDS PER SQUARE INCH
PRESSURE TREATED
PROPERTY LINE
RADIUS
REINFORCED
REQUIRED
RESILIENT
RETAINING
RETURN
SHEATHING
SHEET
SIMILAR
SPECIFICATION
SQUARE
STAINLESS STEEL
STEEL
STORM DRAIN
STRUCTURAL
STANDARD
TELEPHONE
TERRAZZO
TO BE DETERMINED
TONGUE AND GROOVE
TOP OF
TOP OF SLAB
TOP OF STEEL
TOP OF CURB
TOP OF WALL
TYPICAL
UNFINISHED
UNLESS NOTED OTHERWISE
VAPOR BARRIER
VERIFY IN FIELD
VINYL TILE
WATER HEATER
WATER CLOSET
WATERPROOFING
WATER RESISTANT
WELDED WIRE FABRIC
WELDED WIRE MESH
WITH
WITHOUT
WEIGHT

DETAIL KEY

DATUM (ELEVATION)

WINDOW IDENTIFICATION

DOOR IDENTIFICATION

SECTION

INTERIOR ELEVATION

EXTERIOR ELEVATION
DRAWING NUMBER

SHEET NUMBER

ORIENTATION IDENTIFICATION

DRAWING NUMBER

DRAWING NUMBER
SHEET NUMBER

DRAWING NUMBER

SHEET NUMBER

SHEET NUMBER

XX

X-XXX
XX

XX

XX
A-301

101

XX

WALL ASSEMBLY IDENTIFICATION XX

F.F.E.

A-201

A-201

FA 1

000

FLOOR/ROOF ASSEMBLY IDENTIFICATION

ROOM IDENTIFICATION

SYMBOLSVICINITY MAP

PLUMBING FIXTURE COUNTS
PER CPC TABLE 422.1

GENERAL NOTES

1. DO NOT SCALE DRAWINGS. NOTED DIMENSIONS TAKE PRECEDENCE OVER SCALE.

2. ALL CONTRACTORS SUBMITTING PROPOSALS FOR THIS WORK SHALL FIRST EXAMINE
THE SITE AND BECOME FAMILIAR WITH ALL CONDITIONS THEREIN. ALL PROPOSALS
SHALL TAKE INTO CONSIDERATION ALL SUCH CONDITIONS AS MAY AFFECT THE WORK
UNDER THIS CONTRACT.

3. ALL GRADES, LINES & BENCH MARKS FOR THE NEW CONSTRUCTION SHALL BE
ESTABLISHED AND MAINTAINED BY THE CONTRACTOR, WHO SHALL BE RESPONSIBLE
FOR THE SAME.

4. THE CONTRACTOR SHALL PROTECT ALL STREETS AND SIDEWALKS AND MAINTAIN
THEM DURING THE COURSE OF WORK AND MAKE ALL NECESSARY REPAIRS AT HIS
OWN EXPENSE.

5. THE ARCHITECT DOES NOT ASSUME RESPONSIBILITY FOR JOB SITE SAFETY FOR ANY
PERSONS INCLUDING WORKMEN, VISITORS OR ANY ENTITY WHICH MAY ENTER ONTO
THE SITE. CONTRACTOR SHALL BE RESPONSIBLE FOR LOCATING AND AVOIDING ALL
HAZARDS, INCLUDING BUT NOT LIMITED TO BURIED UTILITIES OR PIPELINES WHICH
MAY EXIST ON THE SITE.

6. THE DESIGNS, DETAILS AND MODES OF CONSTRUCTION CONTAINED IN THESE
DOCUMENTS ARE CONFIDENTIAL. THE RECIPIENTS OF THESE DRAWINGS HEREBY
ACKNOWLEDGE AND AGREE THAT THEY ARE THE SOLE PROPERTY OF THE ARCHITECT.
RECIPIENTS SHALL NEITHER USE, REVEAL NOR REPRODUCE ANY OF THE DESIGNS,
DETAILS OR MODES OF CONSTRUCTION CONTAINED IN THESE DRAWINGS, OUTSIDE OF
THE CONTRACTUAL AGREEMENT, WITHOUT THE WRITTEN PERMISSION OF THE
ARCHITECT.

7. WHERE NECESSARY OR AS REQUESTED, THE CONTRACTOR SHALL PROVIDE SAMPLES,
DATA AND PRODUCT LITERATURE TO ASSIST THE OWNER OR ARCHITECT IN MAKING
SELECTIONS. SHOP DRAWINGS TO BE PROVIDED AS INDICATED IN SPECIFICATIONS.
SAMPLES AND/OR PRODUCT INFORMATION TO BE PROVIDED INCLUDE, BUT ARE NOT
LIMITED TO HVAC EQUIPMENT, CABINET HARDWARE, LIGHT FIXTURES, ACCESSORIES,
TILE, STONE, AND SHEET METAL. FOR THE PURPOSE OF ESTIMATING ITEMS NOT FULLY
DETAILED, THE CONTRACTOR SHALL PROVIDE AN ALLOWANCE AMOUNT AND SO
CONDITION SUCH ESTIMATES.

8. CONTRACTOR'S CHOICE AS TO THE MEANS OF CONSTRUCTION, THE SEQUENCE OF
CONSTRUCTION, AND SAFETY PRECAUTIONS INCIDENT THERETO, ARE NOT PART OF
THE ARCHITECT'S RESPONSIBILITY.

9. NEW CONSTRUCTION DIMENSIONS ARE BASED ON ON-SITE MEASUREMENTS OF
EXISTING CONDITIONS. THE CONTRACTOR SHALL VERIFY DRAWING DIMENSIONS
AGAINST ACTUAL SITE CONDITIONS AND BOUNDARIES AND SHALL NOTIFY THE
ARCHITECT OF ANY AREAS WHICH WOULD DIFFER FROM THE INTENT OF THE
DRAWINGS, OR THAT SHOW DISCREPANCY BETWEEN SECTIONS OF THE DRAWINGS
AND/OR ACTUAL SITE CONDITIONS PRIOR TO CONSTRUCTION. IN THE EVENT OF THE
CONTRACTOR'S FAILURE TO GIVE SUCH NOTICE, HE WILL BE HELD RESPONSIBLE FOR
THE RESULTS OF COST RECTIFYING THE SAME.

10. ALL FLOOR PLAN DIMENSIONS GIVEN AT THE NEW CONSTRUCTION ARE TO THE FACE
OF FINISH UNLESS OTHERWISE NOTED.

11. DETAILS ARE INTENDED TO SHOW METHOD AND MANNER OF ACCOMPLISHING THE
WORK. MINOR MODIFICATIONS MAY BE REQUIRED TO SUIT JOB REQUIREMENTS OR
CONDITIONS AND SHALL BE INCLUDED AS PART OF WORK. WORK NOT EXPLICIT IN THE
DRAWINGS BUT CLEARLY IMPLIED AS NECESSARY TO COMPLETE THE PROJECT SHALL
BE INCLUDED AS FULLY DRAWN.

OCCUPANCY CLASSIFICATION

NON SEPARATED OCCUPANCIES, MIXED USE

MOST RESTRICTIVE HEIGHT AND AREA ALLOWANCE:  OCCUPANCY GROUP A-3

INDIVIDUALLY CLASSIFIED OCCUPANCY GROUPS:

1. GROUP A-3 (ASSEMBLY): GALLERY, MULTIPURPOSE ROOM

2. GROUP B (BUSINESS): OFFICE, FOYER

3. GROUP S-1 (STORAGE): STORAGE, MECHANICAL, ELECTRICAL ROOMS

*SMALL ASSEMBLY SPACES

1. GROUP B (BUSINESS): CAFE

**ACCESSORY STORAGE SPACES:

1. GROUP A-3 (ASSEMBLY): MULTIPURPOSE ROOM STORAGE

2. GROUP B (BUSINESS): CAFE STORAGE

CBC

508.3.1

508.3.2

303.4

304.1

311.1

303.1.2

311.1.1

CONSTRUCTION CLASSIFICATION

CONSTRUCTION TYPE:  NORTH BUILDING: TYPE III-B (NON-COMBUSTIBLE EXTERIOR)
    SOUTH BUILDING: TYPE V-B

BOTH NORTH AND SOUTH BUILDINGS ARE EQUIPPED WITH AN AUTOMATIC SPRINKLER SYSTEM WITH
EMERGENCY VOICE ACTIVATION.

ALLOWABLE HEIGHT FOR OCCUPANCY CLASSIFICATION A-3:  
    TYPE III-B, S:  3 STORIES / 75' FROM GRADE PLANE
    TYPE V-B, S:  2 STORIES / 60' FROM GRADE PLANE

MAXIMUM ALLOWABLE BUILDING AREA FACTOR FOR OCCUPANCY CLASSIFICATION A-3: 
    TYPE III-B, S1:  38,000 SQ.FT.
    TYPE V-B, S1:  24,000 SQ.FT.

LOWEST GRADE PLANE:  179.00'

HIGHEST POINT OF BUILDING:  211.00'

MAXIMUM BUILDING HEIGHT:  32.00'

CBC

602.3
602.5

903.2.4

504.4

506.2

FIRE-RESISTANCE RATING REQUIREMENTS FOR BUILDING ELEMENTS

     TYPE III-B  TYPE V-B
STRUCTURAL FRAME:    0 HOURS  0 HOURS
BEARING INTERIOR WALL:  0 HOURS  0 HOURS
BEARING EXTERIOR WALL:   2 HOURS  0 HOURS
NONBEARING EXTERIOR WALL:   PER TABLE 602  PER TABLE 602
NON BEARING INTERIOR WALLS:  0 HOURS  0 HOURS
FLOOR CONSTRUCTION:   0 HOURS  0 HOURS
ROOF CONSTRUCTION:    0 HOURS  0 HOURS

CBC

601

602

FIRE-RESISTANCE RATING REQUIREMENTS FOR EXTERIOR WALLS BASED ON FIRE SEPARATION DISTANCE

X < 5 :  2 HOURS (S-1)
  1 HOUR (OTHER OCCUPANCIES)
5 ≤ X < 10 :  1 HOURS
10 ≤ X < 20 :  1 HOURS (TYPE III-B)
  0 HOURS (TYPE V-B)
X ³ 20 :  0 HOURS*

*WHERE TABLE 705.8 PERMITS NONBEARING EXTERIOR WALLS WITH UNLIMITED AREA OF UNPROTECTED
OPENINGS, THE REQUIRED FIRE RESISTANCE RATING FOR THE EXTERIOR WALLS IS 0 HOURS.

CBC

602

MAXIMUM AREA OF UNPROTECTED, SPRINKLERED OPENINGS IN EXTERIOR WALLS

X ≤ 3:  NOT PERMITTED
3 < X ≤ 5: 15%
5 < X ≤ 10: 25%
10 < X ≤ 15: 45%
15 < X ≤ 20: 75%
X ³ 20:  NO LIMIT

CBC

705.8

EXIT REQUIREMENTS

MAXIMUM ALLOWABLE TRAVEL DISTANCE WITH SPRINKLER SYSTEM:
    
   1. A-3   ASSEMBLY OCCUPANCIES  250 FEET
   
   2. B   BUSINESS OCCUPANCIES  300 FEET
    
   3. S-1   STORAGE OCCUPANCIES  250 FEET

MAXIMUM COMMON PATH OF EGRESS TRAVEL, FIRST STORY ABOVE GRADE PLANE:
    
   1. A-3   ASSEMBLY OCCUPANCIES  75 FEET
   
   2. B   BUSINESS OCCUPANCIES  100 FEET
    
   3. S-1   STORAGE OCCUPANCIES  100 FEET

DEAD END CORRIDORS:
    
   1. A-3,A-2  ASSEMBLY OCCUPANCIES  20 FEET
   
   2. B   BUSINESS OCCUPANCIES  50 FEET
      
   5. S-1   STORAGE OCCUPANCIES  50 FEET

MINIMUM NUMBER OF EXITS: 2 EXITS REQUIRED FROM EACH BUILDING

EXITS PROVIDED:  2 EXITS PROVIDED FROM EACH BUILDING

FIRE PROTECTION SYSTEM

AUTOMATIC SPRINKLER SYSTEM: SYSTEM DESIGN PER NFPA 13

FIRE ALARM:    SYSTEM DESIGN PER NFPA 72

CBC

903.3.1 .1

907.1.2

REQUIRED PLUMBING FIXTURE CALCULATIONS

OCCUPANCY

NORTH BUILDING

A-3 (GALLERY, FOYER)

A-3 (MULTIPURPOSE)

B (DOCENT)

S-1 (JANITOR)

A-3 (STORAGE)**

S-1 (STORAGE)

SOUTH BUILDING

A-3 (GALLERY, FOYER)

A-3 (OPEN COURT)

B (CAFE)*

B (OFFICE)

B (MEETING RM)

B (OFFICE, HALL)

B (CAFE STORAGE)**

S-1 (JANITOR)

S-1 (STORAGE)

S-1 (STORAGE)

AREA
(SQ.FT.)

6,998

956

56

80

108

295

6,661

304

306

715

252

285

174

42

104

167

TABLE 1004.5
AREA PER
OCCUPANT

30 NET

7 NET

150 GROSS

300 GROSS

300 GROSS

300 GROSS

30 NET

15 NET

15 NET

150 GROSS

15 NET

150 GROSS

300 GROSS

300 GROSS

300 GROSS

300 GROSS

OCCUPANT LOAD

375 OCCUPANTS

234

137

1

1

1

1

293 OCCUPANTS

223

21

21

5

17

2

1

1

1

1

CAPACITY FACTOR
(INCH/OCCUPANT)

0.15

0.15

0.15

0.15

0.15

0.15

0.15

0.15

0.15

0.15

0.15

0.15

0.15

0.15

0.15

0.15

EGRESS WIDTH
MINIMUM

35.1"

20.55" < 32" MIN.

0.15" < 32" MIN.

0.15" < 32" MIN.

0.15" < 32" MIN.

0.15" < 32" MIN.

44.4"

3.15" < 32" MIN.

3.15" < 32" MIN.

0.75" < 32" MIN.

2.55" < 32" MIN.

0.3" <32" MIN.

0.15" < 32" MIN.

0.15" < 32" MIN.

0.15" < 32" MIN.

0.15" < 32" MIN.

PLUMBING OCCUPANCY CLASSIFICATION

PER CPC TABLE A OCCUPANT LOAD FACTOR

 1. A.2 (EXHIBIT, MTG ROOM, CAFE, MULTIPURPOSE ROOM)   30 SQFT / PERSON

 2. B (OFFICE, FOYER)       200 SQFT / PERSON

 3. S  (STORAGE, KITCHEN, UTILITY)     5,000 SQFT / PERSON

 OCCUPANCY
GROUP

NORTH BUILDING

A.2 (EXHIBIT)

B (DOCENT)

E (MULTI-RM )

A.2 (FOYER)

S (JAN, STG, ELEC)

SOUTH BUILDING

A.2 (EXHIBIT)

A.2 (CAFE)

A.2 (MTG ROOM)

A.2 (FOYER)

B (OFFICE)

S (CAFE STORAGE)

S (JAN, STG. ELEC)

NET AREA

6,235

52

948

611

410

5,600

305

252

815

850

155

234

CPC TABLE A
OCCUPANT LOAD

FACTOR

30 SQFT / OCC

200 SQFT / OCC

50 SQFT / OCC

30 SQFT / OCC

5,000 SQFT / OCC

30 SQFT / OCC

30 SQFT / OCC

30 SQFT / OCC

30 SQFT / OCC

200 SQFT / OCC

5,000 SQFT / OCC

5,000 SQFT / OCC

TOTAL
OCCUPANTS

250 TOTAL

208

1

19

21

1

242 TOTAL

187

11

9

28

5

1

1

OCCUPANT LOAD

MEN / WOMEN

125 M / 125 W

104 / 104

0.5 / 0.5

9.5 / 9.5

10.5 / 10.5

0.5 / 0.5

121 M / 121 W

93.5 / 93.5

5.5 / 5.5

4.5 / 4.5

14.0 / 14.0

2.5 / 2.5

0.5 / 0.5

0.5 / 0.5

BUILDING OCCUPANCY CALCULATION

PER CBC TABLE 1004.5

OCCUPANCY
GROUP

NORTH BUILDING

A-3 (GALLERY)

B (DOCENT)

A-3 (MULTIPURPOSE)

A-3 (FOYER)

S-1 (STORAGE)

SOUTH BUILDING

A-3 (GALLERY)

A-2 (CAFE)

A-3 (FOYER)

B (OFFICE)

A-3 (MEETING RM)

S-1 (CAFE STORAGE)

S-1 (STORAGE)

WATER CLOSETS
MEN / WOMEN

2 / 4 (1.36 / 3.89)

1 PER 100 / 4 TO 200

1.04 / 3.05

1 PER 50 / 1 PER 15

0.01 / 0.03

1 PER 50 / 1 TO 30

0.19 / 0.38

1 PER 100 / 1 TO 25

0.11 / 0.42

1 PER 100 / 1 PER 100

0.01 / 0.01

2 / 5 (1.31 / 4.02)

1 PER 100 / 3 TO 100

0.94 / 2.87

1 PER 50 / 1 PER 25

0.11 / 0.22

1 PER 50 / 1 TO 25

0.14 / 0.56

1 PER 50 / 1 PER 15

0.05 / 0.17

1 PER 100 / 1 PER 25

0.05 / 0.18

1 PER 100 / 1 PER 100

0.01 / 0.01

1 PER 100 / 1 PER 100

0.01 / 0.01

URINALS

2 (1.26)

1 PER 100

1.04

1 PER 100

0.01

1 PER 100

0.10

1 PER 100

 0.11

2 (1.19)

1 PER 100

0.94

1 PER 200

0.03

1 PER 100

0.14

1 PER 100

0.03

1 PER 100

0.05

LAVATORIES
MEN / WOMEN

1 / 2 (0.82 / 1.30)

1 PER 200 / 1 PER 100

0.52 / 1.04

1 PER 75 / 1 PER 50

0.01 / 0.01

1 PER 40 / 1 PER 40

0.24 / 0.24

1 PER 200 / 1 PER 100

0.05 / 0.10

1 PER 200 / 1 PER 200

0.003 / 0.003

1 / 2 (0.636 / 1.226)

1 PER 200 / 1 PER 100

0.47 / 0.94

1 PER 150 / 1 PER 150

0.04 / 0.04

1 PER 200 / 1 PER 100

0.07 / 0.14

1 PER 75 / 1 PER 50

0.03 / 0.05

1 PER 200 / 1 PER 100

0.02 / 0.05

1 PER 200 / 1 PER 200

0.003 / 0.003

1 PER 200 / 1 PER 200

0.003 / 0.003

DRINKING
FOUNTAINS

2 (1.004)

1 PER 250

0.83

1 PER 150

0.01

1 PER 250

0.08

1 PER 250

0.08

1 PER 250

0.004

1 (0.98)

1 PER 250

0.75

1 PER 250

0.04

1 PER 250

0.112

1 PER 150

0.03

1 PER 250

0.04

1 PER 250

0.004

1 PER 250

0.004

OTHER

1 SERVICE SINK

1 SERVICE SINK

PLUMBING FIXTURE COUNTS

NORTH BUILDING

EXISTING

REQUIRED

PROVIDED

SOUTH BUILDING

EXISTING

REQUIRED

PROVIDED

WATER CLOSETS
MEN / WOMEN

2 / 4

2 / 4

2 / 4

3 / 6

2 / 5

NO CHANGE

URINALS

2

2

2

 3

2

NO CHANGE

LAVATORIES
MEN / WOMEN

4 / 4

1 /2

2 / 2

3 / 3

1 / 2

NO CHANGE

DRINKING
FOUNTAINS

2 (1 ADA)

2 (1 ADA)

2 (1 ADA)

2 (1 ADA)

1 ADA

NO CHANGE

SERVICE
SINK

1

1

1

1

1

NO CHANGE

SINGLE USER
RESTROOMS

1 ADA

1 ADA

PROJECT INFORMATION

GENERAL DESCRIPTION

A. PROJECT NAME: HILBERT MUSEUM OF CALIFORNIA ART RENOVATIONS

B. PROJECT LOCATION: ORANGE, CALIFORNIA

C. PROJECT ADDRESS: 167 N. ATCHISON STREET & 190 N. CYPRESS STREET
    ORANGE, CA 92866

D. OWNER:  CHAPMAN UNIVERSITY
    ONE UNIVERSITY DRIVE
    ORANGE, CA 92866

E. PROJECT MANAGER: ALLISON STOUSE
    625 W. PALM AVENUE
    ORANGE, CA 92866

F. PROJECT DESCRIPTION:
    
    NEW CONSTRUCTION OF AN OPEN AIR COURTYARD, AND RENOVATION OF TWO
    EXISTING ONE STORY WAREHOUSE BUILDINGS.

G. LEGAL DESCRIPTION: 
    
    NORTH LOT APN 039-171-09
      LOTS 1, 2 AND 3 IN BLOCK "B" OF THE HALLADAY TRACT AS SHOWN ON A
      MAP THEREOF RECORDED IN BOOK 18, PAGE 65, OF MISCELLANEOUS
      MAPS OF LOS ANGELES COUNTY, CALIFORNIA

    SOUTH LOT APN 039-171-11
      LOTS 4, 5 AND 6 IN BLOCK "B" OF THE HALLADAY TRACT AS SHOWN ON A
      MAP THEREOF RECORDED IN BOOK 18, PAGE 65, OF MISCELLANEOUS
      MAPS OF LOS ANGELES COUNTY, CALIFORNIA

H. APPLICABLE CODES: 
    
    2020 ORANGE MUNICIPAL CODE (INCLUDING THE FOLLOWING)
     TITLE 17 CITY OF ORANGE ZONING CODE
    2019 CALIFORNIA BUILDING CODE
    2019 CALIFORNIA ELECTRICAL CODE
    2019 CALIFORNIA MECHANICAL CODE
    2019 CALIFORNIA PLUMBING CODE
    2019 CALIFORNIA ENERGY CODE
    2019 CALIFORNIA FIRE CODE
    2019 CALIFORNIA GREEN BUILDING STANDARDS CODE
    2010 ADA STANDARDS FOR ACCESSIBLE DESIGN

I. PLANNING AND ZONING INFORMATION:

    GENERAL PLAN DESIGNATION PFI (PUBLIC FACILITIES AND INSTITUTIONS)

    FLOOR AREA RATIO  2.0 MAX FAR INSTITUTIONS

    ZONING DESIGNATION  P-I (SP) PUBLIC INSTITUTION SPECIFIC PLAN

    SPECIFIC PLANS  CHAPMAN UNIVERSITY SPECIFIC PLAN
         AMENDMENT NO. 6, JAN 2012
        SANTA FE DEPOT SPECIFIC PLAN, SEP 2012

J. MAX BUILDING HEIGHT & SETBACKS PER CHAPMAN UNIVERSITY SPECIFIC PLAN AMENDMENT NO. 6:

    ATCHISON STREET  15 FEET /  32 FEET HEIGHT AT SETBACK

    MAPLE AVENUE   10 FEET / 32 FEET HEIGHT AT SETBACK

    CYPRESS STREET  10 FEET / 32 FEET HEIGHT AT SETBACK

    ADJACENT LOT   0 FEET / 32 FEET HEIGHT AT SETBACK

K. PARKING:

    EXISTING   21 TOTAL = 17 + 1 VAN ADA + 1 ADA

    PROPOSED   9 TOTAL = 7 + 1 VAN ADA + 1 ADA  

L. BICYCLE PARKING EXISTING TO REMAIN  9 TOTAL CAPACITY

M. BUILDING DESCRIPTION:

    SITE AREA:   NORTH LOT  18,741 SF / 0.43 ACRE 
        SOUTH LOT  18,748 SF / 0.43 ACRE

    CONSTRUCTION TYPE:  NORTH BUILDING: TYPE III-B 
        SOUTH BUILDING: TYPE V-B

    GROSS AREA:   NORTH BUILDING: 10,000 GSF < 38,000 ALLOWED
        SOUTH BUILDING: 10,275 GSF < 24,000 ALLOWED

    FAR:    NORTH BUILDING: 0.53 = 10,000 / 18,741
        SOUTH BUILDING: 0.55 = 10,275 / 18,748

    BUILDING HEIGHT:  NORTH BUILDING: 17 FEET 6 INCHES
        SOUTH BUILDING: 19 FEET 6 INCHES
        COURTYARD WALLS: 32 FEET 0 INCHES 

    LOWEST GRADE PLANE:  179.00'

    HIGHEST POINT OF BUILDING:  211.00'

    MAXIMUM BUILDING HEIGHT:  32.00'

    FIRE PROTECTION:  NORTH BUILDING: EXISTING AUTOMATIC WET PIPE
           SYSTEM TO BE RECONFIGURED
           TO PROVIDE PROPER COVERAGE
        SOUTH BUILDING:  EXISTING AUTOMATIC WET PIPE
           SYSTEM TO BE RECONFIGURED
           TO PROVIDE PROPER COVERAGE

    FIRE ALARM SYSTEM:  EXISTING EMERGENCY VOICE / ALARM COMMUNICATION
        SYSTEM IN SOUTH BUILDING TO BE EXTENDED TO
        PROVIDE COVERAGE OF THE ENTIRE SITE INCLUDING
        COURTYARD AND NORTH BUILDING
 
    MAJOR USE CATEGORIES: A-3 ASSEMBLY (GALLERY)

N. BUILDING OCCUPANCY 
   
    NORTH BUILDING:  375 OCCUPANTS

    SOUTH BUILDING:  292 OCCUPANTS

OCCUPANCY, FIRE, LIFE-SAFETY PLUMBING REQUIREMENTS

CBC

1017.2

1006.3.3(2)

1006.3.3(2).b

1006.3.3(2).b

1020.4

1020.4.2

1020.4.2

1006.3.2

1006.3.2

THE CITY OF ORANGE MUNICIPAL CODE SECTION 15.52 REQUIRES THAT AL BUILDING WITHIN
THE CITY MEET SPECIFIC SECURITY STANDARDS (ORDINANCE #6-18). THE FOLLOWING ITEMS
SHALL BE REQUIRED ON ANY NEW OR REMODELED COMMERCIAL BUILDING / TENANT SPACE.

1. STRIKE PLATE - 16 GAUGE
 SCREWS - 3" IN WOOD FRAMED JAMBS
 ALUMINUM JAMB REINFORCED

2. NON-REMOVABLE HINGE PINS (NRP) ON OUT SWINGING DOORS

3. OPERABLE WINDOWS/SLIDING DOORS SHALL HAVE PASSED C.M.B.S.O. FORCED ENTRY
TEST

4. EXTERIOR DOORS - 16 GAUGE HOLLOW METAL OR SOLID CORE WOOD

5. EXTERIOR DOOR HARDWARE SHALL COME FROM CURRENT CITY OF ORANGE
APPROVED PRODUCTS LIST

6. ONE MOTION LEVER HARDWARE, DEADBOLT FUNCTION REQUIRED ON ALL EXTERIOR
DOOR (UNLESS PANIC REQUIRED)

7. SOLID STEEL CYLINDER GUARD/APPROVED ESCUTCHEON REQUIRED

8. EXTERIOR PAIR OF DOOR REQUIRE AUTOMATIC 5/8" METAL FLUSH BOLTS AT HEAD
&THRESHOLD

9. DOUBLE DOOR WITH PANIC HARDWARE REQUIRE FULL LENGTH ASTRAGAL APPROVED
BY THE POLICE DEPARTMENT

10. OFFICE SUITE DOORS IN MULTI-OCCUPANCY / TENANT BUILDING TO BE SECURED AS
EXTERIOR DOORS (I.E.-DEADBOLT)

11. SKYLIGHT SHALL BE PROTECTED BY RATED BURGLARY/IMPACT GLAZING, OR
APPROVED BURGLAR BARS

12. HVAC OR AIR DUCT/VENT REQUIRE BURGLAR BARS/SCREEN ON ANY OPENING
EXCEEDING 96 SQUARE INCHES (IRON BAR AT LEAST 1/2 IN. ROUND OR 1IN. FLAT STEEL
MATERIAL SPACE NO MORE THAN 5 INCHES APART AND SECURELY FASTENED)

13. BUILDING ADDRESS NUMBERS SHALL BE ILLUMINATED, CONTRAST AND BETWEEN 8
AND 12 INCHES IN HEIGHT

14. LIGHTING AT EXTERIOR DOORWAYS SHALL BE MAINTAINED MINIMUM 1 F.C. AT GROUND
WITH VANDAL PROOF LENSES

15. LIGHTING ON PARKING AND ACCESS AREAS SHALL BE MAINTAINED MINIMUM 1 F.C. AT
GROUND WITH VANDAL PROOF LENSES

ORANGE POLICE CRIME PREVENTION NOTES

A

C

BD
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STRUCTURAL ENGINEER
NOUS ENGINEERS
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MEP & FPE
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295 sq ft

306 sq ft

DOOR CAPACITY
0.15 INCH / OCCUPANT
@ 2'-10" = 227 TOTAL

DOOR CAPACITY
0.15 INCH / OCCUPANT
@ 5'-8" = 454 TOTAL

DOOR CAPACITY
0.15 INCH / OCCUPANT
@ 5'-8" = 453 TOTAL

DOOR CAPACITY
0.15 INCH / OCCUPANT
@ 2'-10" = 227 TOTAL

DOOR CAPACITY
0.15 INCH / OCCUPANT
@ 2'-10" = 227 TOTAL

DOOR CAPACITY
0.15 INCH / OCCUPANT
@ 5'-8" = 454 TOTAL

DOOR CAPACITY
0.15 INCH / OCCUPANT
@ 2'-10" = 227 TOTAL

DOOR CAPACITY
0.15 INCH / OCCUPANT
@ 2'-10" = 227 TOTAL

DOOR CAPACITY
0.15 INCH / OCCUPANT
@ 2'-10" = 227 TOTAL

ASSEMBLY A-3
6,998 30 234

STORAGE S-1
295 300 1

ASSEMBLY A-3
956 7 137

ASSEMBLY A-3
108 300 1

BUSINESS
714 150 5

ASSEMBLY A-3
6,661 30 223

STORAGE S-1
167 300 1

STORAGE S-1
104 300 1

BUSINESS B
306 15 21

BUSINESS
252 15 17

BUSINESS B
285 150 2

STORAGE S-1
42 300 1

STORAGE S-1
80 300 1 BUSINESS B

172 300 1BUSINESS B
56 150 1

15 21
ASSEMBLY A-3

304

COMMON PATH
OF EGRESS

TOTAL PATH
OF EGRESS

-

-

47'-0"

71'-4"

32'-7"

102'-6"

81'-4"

62'-1"

111'-11"

141'-9"

- 91'-3"

69'-2" 154'-0"

MAXIMUM TRAVEL DISTANCE

GROUP A-3, S-1

GROUP B

250'

300'

MAXIMUM COMMON PATH OF  TRAVEL

GROUP A-3

GROUP B, S-1

75'

100'

ASSEMBLY A-3

BUSINESS B

STORAGE S-1

TOTAL NORTH BUILDING

372

1

2

375

ASSEMBLY A-3

BUSINESS B

STORAGE S-1

TOTAL SOUTH BUILDING

244

46

3

293

OCCUPANCY GROUP

SQ.FT.
OCCUPANT LOAD FACTOR

OCCUPANTS

EXIT EGRESS PATH

EXIT SIGN

FIRE EXTINGUISHER

ASSEMBLY CONCENTRATED
(7 NET)

ASSEMBLY GALLERY
(30 NET)

ASSEMBLY UNCONCENTRATED
(15 NET)

UNCONCENTRATED BUSINESS USE
(150 GROSS)

STORAGE / MECHANICAL
(300 GROSS)

N

SCALE: 1/8"   =    1'-0"A1 FIRST FLOOR - EGRESS / OCCUPANCY

LEGEND PATH OF EGRESS: OCCUPANCY LOADS:
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1000 WILSHIRE BOULEVARD, SUITE 250
P (213) 412-1400
JOHNNY KANG, JKANG@JENSENHUGHES.COM

COST ESTIMATING
C.P. O'HALLORAN ASSOCIATES
30423 CANWOOD STREET, SUITE 133
AGOURA HILLS, CA 91301
P (805) 494-3703
CIARAN O'HALLORAN, CPOHALLORAN@CPOHALLORAN.COM

ACOUSTICS
NEWSON BROWN
3617 HAYDEN AVENUE, SUTIE 100
CULVER CITY, CA 90232
P (310) 829-6343
IAN BOORER, IAN@NEWSONACOUSTICS.COM

167 N ATCHISON STREET
ORANGE, CA 92866

HILBERT MUSEUM OF
CALIFORNIA ART
RENOVATIONS

COMMISSIONING
GLUMAC
18200 VON KARMAN AVE, SUITE 100
IRVINE, CA 92612
P (949) 833-8190
AARON SCHNEIDER, ASCHNEIDER@GLUMAC.COM
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CARD READER
(ELEC)

TOWEL DISPENSER
(BATHROOM, BA08)

CLOTHES HOOK
(BATHROOM, BA06)

PANEL (MECH)PANEL (ELEC)

MIRROR
(BATHROOM, BA13)

POWER ASSIST
PUSH PLATE

COMBINED TOILET TISSUE
DISPENSER, SANITARY NAPKIN
DISPENSER, AND SEAT COVER
(BATHROOM, BA12)

PANELS BATHROOM DOORS
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FIRE EXTINGUISHER
CABINET (LIFE SAFETY)

FIRE PULL STATION
(ELEC)

FIRE HORN / STROBE (ELEC)

HOSE BIBB (PLUMB)

DATA (ELEC)

RECEPTACLE (ELEC)

LIGHT SWITCH (ELEC)

EXIT SIGN
(ELEC)

ROOM IDENTIFICATION
 (SIGNAGE)

INFORMATIONAL
(SIGNAGE)

FIRE

EXIT

SIGNAGE FIRE MEP
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ACCESSIBILITY NOTES:

DOORS

1. MANUALLY OPERATED FLUSH BOLTS OR SURFACE BOLTS ARE NOT PERMITTED. (1010.1.9.5) WHERE EGRESS DOORS
ARE USED IN PAIRS, APPROVED AUTOMATIC FLUSH BOLTS SHALL BE PERMITTED TO BE USED, PROVIDED THAT THE
DOOR LEAF HAVING THE AUTOMATIC FLUSH BOLTS DOES NOT HAVE A DOORKNOB OR SURFACE-MOUNTED HARDWARE
(1010.1.9.4.3)

2. OPERABLE PARTS SHALL BE OPERABLE WITH ONE HAND AND SHALL NOT REQUIRE TIGHT GRASPING, PINCHING, OR
TWISTING OF THE WRIST. THE FORCE REQUIRED TO ACTIVE OPERABLE PARTS SHALL BE 5 POUNDS MAXIMUM (11B-
309.4)

3. OPERABLE PARTS ON DOORS AND GATES SHALL BE 34 INCHES MINIMUM AND 44 INCHES MAXIMUM ABOVE THE
FINISHED FLOOR OR GROUND (11B-404.2.7)

4. DOOR OPENINGS SHALL PROVIDE A CLEAR WIDTH OF 32 INCHES MINIMUM. CLEAR OPENINGS OF DOORWAYS WITH
SWINGING DOORS SHALL BE MEASURED BETWEEN THE FACE OF THE DOOR AND THE STOP, WITH THE DOOR OPEN 90
DEGREES (11B-404.2.3)

5. MINIMUM MANEUVERING CLEARANCES AT DOORS AND GATES SHALL COMPLY WITH SECTION 11B-404.2.4.1.
MANEUVERING CLEARANCES SHALL EXTEND THE FULL WIDTH OF THE DOORWAY AND THE REQUIRED LATCH SIDE OR
HINGE SIDE CLEARANCE. (11B-404.2.4)

6. THE FLOOR OR GROUND AREA WITHIN THE REQUIRED CLEARANCES SHALL NOT HAVE ANY CHANGES IN LEVEL, SLOPES
EXCEEDING 1:48 OR DETECTABLE WARNINGS.  (11B-404.2.4.4)

7. FLOOR AND GROUND SURFACES SHALL BE STABLE, FIRM, AND SLIP RESISTANT (11B-302.1)

8. CHANGES IN LEVEL OF 1/4 INCH HIGH MAXIMUM SHALL BE PERMITTED TO BE VERTICAL AND WITHOUT EDGE
TREATMENT (11B-303.2)

9. CHANGES IN LEVEL OF 1/4 INCH HIGH MINIMUM AND 1/2 INCH HIGH MAXIMUM SHALL BE BEVELED WITH A SLOPE NOT
STEEPER THAN 1:2 (11B-303.3)

10. THRESHOLDS, IF PROVIDED AT DOORWAYS, SHALL BE 1/2 HIGH MAXIMUM (11B-404.2.5)

11. SWINGING DOOR AND GATE SURFACES WITHIN 10 INCHES OF THE FINISH FLOOR OR GROUND MEASURED VERTICALLY
SHALL HAVE A SMOOTH SURFACE ON THE PUSH SIDE EXTENDING THE FULL WIDTH OF THE DOOR OR GATE. PARTS
CREATING HORIZONTAL OR VERTICAL JOINTS IN THESE SURFACES SHALL BE WITHIN 1/16 INCH OF THE SAME PLANE AS
THE OTHER AND BE FREE OF SHARP OR ABRASIVE EDGES. CAVITIES CREATED BY ADDED KICK PLATES SHALL BE
CAPPED (11B-404.2.10)

12. THE FORCE FOR PUSHING OR PULLING OPEN A DOOR OR GATE SHALL BE AS FOLLOWS:
 1. INTERIOR HINGES DOORS AND GATES: 5 POUND MAXIMUM
 2. SLIDING OR FOLDING DOORS: 5 POUNDS MAXIMUM
 3. REQUIRED FIRE DOORS: THE MINIMUM OPENING FORCE ALLOWABLE BY THE APPROPRIATE ADMINISTRATIVE

AUTHORITY, NOT TO EXCEED 15 POUNDS
 4. EXTERIOR HINGES DOORS: 5 POUNDS MAXIMUM
 THESE FORCES DO NOT APPLY TO THE FORCE REQUIRED TO RETRACT LATCH BOLTS OR DISENGAGE OTHER DEVICES

THAT HOLD THE DOOR OR GATE IN A CLOSED POSITION (11B-404.2.9)

13. DOOR CLOSERS AND GATE CLOSERS SHALL BE ADJUSTED SO THAT FROM AN OPEN POSITION OF 90 DEGREES, THE
TIME REQUIRED TO MOVE THE DOOR TO A POSITION OF 12 DEGREES FROM THE LATCH IS 5 SECOND MINIMUM (11B-
404.2.8.1)

14. DOORS, GATES, AND SIDE LIGHTS ADJACENT TO DOOR OR GATES, CONTAINING ONE OR MORE GLAZING PANELS THAT
PERMIT VIEWING THROUGH THE PANELS HALL HAVE THE BOTTOM OF AT LEAST ONE GLAZED PANEL LOCATED 43
INCHES MAXIMUM ABOVE THE FINISH FLOOR (11B-404.2.11)

15. POWERED DOORS SHALL BE CONTROLLED ON BOTH THE INTERIOR AND EXTERIOR SIDES OF THE DOORS BY SENSING
DEVICES, PUSH PLATES, VERTICAL ACTUATION BARS OR OTHER SIMILAR OPERATING DEVICES COMPLYING WITH
SECTION 11B-309. (11B-404.2.9.C)

 1. AT EACH LOCATION WHERE PUSH PLATES ARE PROVIDED THERE SHALL BE TWO PUSH PLATES; THE CENTERLINE OF
ONE PUSH PLATE SHALL BE 7 INCHES MINIMUM AND 8 INCHES MAXIMUM ABOVE THE FLOOR OR GROUND SURFACE AND
THE CENTERLINE OF THE SECOND PUSH PLATE SHALL BE 30 INCHES MINIMUM AND 44 INCHES MAXIMUM ABOVE THE
FLOOR OR GROUND SURFACE. EACH PUSH PLATE SHALL BE A MINIMUM OF 4 INCHES DIAMETER OR A MINIMUM OF 4
INCHES BY 4 INCHES SQUARE AND SHALL DISPLAY THE INTERNATIONAL SYMBOL OF ACCESSIBILITY COMPLYING WITH
SECTION 11B-703.7

 2. AT EACH LOCATION WHERE VERTICAL ACTUATION BARS ARE PROVIDED THE OPERABLE PORTION SHALL BE LOCATED
SO THE BOTTOM IS 5 INCHES MAXIMUM ABOVE THE FLOOR OR GROUND SURFACE AND THE TOP IS 35 INCHES MINIMUM
ABOVE THE FLOOR OR GROUND SURFACE. THE OPERABLE PORTION OF EACH VERTICAL ACTUATION BAR SHALL BE A
MINIMUM OF 2 INCHES WIDE AND SHALL DISPLAY THE INTERNATIONAL SYMBOL OF ACCESSIBILITY COMPLYING WITH
SECTION 11B-703.7

 3. WHERE PUSH PLATES, VERTICAL ACTUATION BARS OR OTHER SIMILAR OPERATING DEVICES ARE PROVIDED, THEY
SHALL BE PLACED IN A CONSPICUOUS LOCATION. A LEVEL AND CLEAR FLOOR OR GROUND SURFACE FOR FORWARD OR
PARALLEL APPROACH COMPLYING WITH SECTION 11B-305 SHALL BE PROVIDED, CENTERED ON THE OPERATING DEVICE.
DOORS SHALL NOT SWING INTO THE REQUIRED CLEAR FLOOR OR GROUND SPACE.

SITE DEVELOPMENT & ACC. ROUTE OF TRAVEL

1. AT LEAST ONE ACCESSIBLE ROUTE SHALL BE PROVIDED WITHIN THE SITE FROM ACCESSIBLE PARKING SPACES AND
ACCESSIBLE PASSENGER DROP-OFF AND LOADING ZONES; PUBLIC STREETS AND SIDEWALKS; AND PUBLIC
TRANSPORTATION STOPS TO THE ACCESSIBLE BUILDING OR FACILITIES ENTRANCE THEY SERVE. WHERE MORE THAN
ONE ROUTE IS PROVIDED, ALL ROUTES MUST BE ACCESSIBLE (11B-206.2.1)

2. AT LEAST ONE ACCESSIBLE ROUTE SHALL CONNECT ACCESSIBLE BUILDINGS, ACCESSIBLE FACILITIES, ACCESSIBLE
ELEMENTS, AND ACCESSIBLE SPACES THAT ARE ON THE SAME SITE (11B-206.2.2)

HAZARDS AND PROTRUDING OBJECTS

1. OBJECTS WITH LEADING EDGES MORE THAN 27 INCHES AND NOT MORE THAN 80 INCHES ABOVE THE FINISH FLOOR OR
GROUND SHALL PROTRUDE 4 INCHES MAXIMUM HORIZONTALLY INTO THE CIRCULATION PATH (11B-307.2)

2. VERTICAL CLEARANCE SHALL BE 80 INCHES HIGH MINIMUM. GUARDRAILS OR OTHER BARRIER SHALL BE PROCEED
WHERE THE VERTICAL CLEARANCE IS LESS THAN 80 INCHES HIGH. THE LEADING EDGE OF SUCH GUARDRAIL OR
BARRIER SHALL BE LOCATED 27 INCHES MAXIMUM ABOVE FINISH FLOOR OR GROUND.

FIXED OR BUILT-IN SEATING, TABLES & COUNTERS

1. WHERE DINING SURFACES ARE PROVIDED FOR THE CONSUMPTION OF FOOD OR DRINK, AT LEAST 5 PERCENT OF THE
SEATING SURFACES AND STANDING SPACES AT THE DINING SURFACES SHALL COMPLY WITH SECTION 11B-902. IN
ADDITION, WHERE WORK SURFACES ARE PROVIDED FOR USE BY OTHER THAN EMPLOYEES, AT LEAST 5 PERCENT
SHALL COMPLY WITH SECTION 11B-902 (11B-226.1)

2. DINING SURFACES REQUIRED TO COMPLY WITH SECTION 11B-902 SHALL BE DISPERSED THROUGHOUT THE SPACE OR
FACILITY CONTAINING DINING SURFACES FOR EACH TYPE OF SEATING IN FUNCTIONAL AREA. WORK SURFACES
REQUIRED TO COMPLY WITH SECTION 11B-902 SHALL BE DISPERSED THROUGHOUT THE SPACE OR FACILITY
CONTAINING WORK SURFACES (11B-226.2)

3. A CLEAR FLOOR SPACE COMPLYING WITH SECTION 11B-305 POSITIONED FOR A FORWARD APPROACH SHALL BE
PROVIDED AND DINING SURFACES AND WORK SURFACES. KNEE AND TOE CLEARANCE COMPLYING WITH SECTION 11B-
306 SHALL BE ALSO PROVIDED (11B-902.2)

4. THE TOPS OF DINING SURFACES AND WORK SURFACES SHALL BE 28 INCHES MINIMUM AND 34 INCHES MAXIMUM ABOVE
THE FINISH FLOOR OR GROUND (11B-902.3)

5. SALES COUNTER AND SERVICE COUNTERS SHALL COMPLY WITH SECTION 11B-904.4.1 OR 11B-904.4.2. THE ACCESSIBLE
PORTION OF THE COUNTER TOP SHALL EXTEND THE SAME DEPTH AS THE SALES OR SERVICE COUNTER TOP. (11B-
904.4)

6. A PORTION OF THE COUNTER SURFACE THAT IS 36 INCHES LONG MINIMUM AND 34 INCHES HIGH MAXIMUM ABOVE THE
FINISH FLOOR SHALL BE PROVIDED AT SERVICE COUNTERS. A CLEAR FLOOR OR GROUND SPACE COMPLYING WITH
SECTION 11B-305 SHALL BE POSITIONED FOR A PARALLEL APPROACH ADJACENT TO THE 36 INCH MINIMUM LENGTH OF
COUNTER.

7. SELF-SERVICE SHELVES AND DISPENSING DEVICES FOR TABLES ARE, DISHWARE, CONDIMENTS, FOOD AND
BEVERAGES SHALL COMPLY WITH SECTION 11B-308 (11B-904.5.1)

FLOORS AND LEVELS

TOILET FACILITIES GEOMETRIC SYMBOLS

TOILET AND BATHING FACILITIES

GRAB BARS

ALTERATIONS TO EXIST. BUILDINGS & FACILITIES

1. THE RUNNING SLOPE OF WALKING SURFACES SHALL NOT BE STEEPER THAN 1:20. THE CROSS SLOPE OF WALKING
SURFACES SHALL NOT BE STEEPER THAN 1:48 (11B-403.3)

2. CHANGES IN LEVEL GREATER THAN 1/2 INCH HIGH SHALL BE RAMPED, AND SHALL COMPLY WITH SECTION N11B-405 OR
11B-406 (11B-303.4)

3. ABRUPT CHANGES IN LEVEL EXCEEDING 4 INCHES IN A VERTICAL DIMENSION BETWEEN WALKS, SIDEWALKS OR OTHER
PEDESTRIAN WAYS AND ADJACENT SURFACES OR FEATURES SHALL BE IDENTIFIED BY WARNING CURBS AT LEAST 6
INCHES IN HIGH ABOVE THE WALK OR SIDEWALK SURFACE. (11B-303.5)

4. CARPET OR CARPET TILE SHALL BE SECURELY ATTACHED AND SHALL HAVE A FIRM CUSHION, PAD, OR BACKING OR NO
CUSHION OR PAD. CARPET OR CARPET TILE SHALL HAVE A LEVEL LOOP, TEXTURED LOOP, LEVEL CUT PILE, LEVEL
CUT/UNCUT PILE TEXTURE. PILE HEIGHT SHALL BE 1/2 INCH MAXIMUM. EXPOSED EDGES OF CARPET SHALL BE
FASTENED TO FLOOR SURFACES AND SHALL HAVE TRIP ON THE ENTIRE LENGTH OF THE EXPOSED EDGE. CARPET
EDGE TRIM SHALL COMPLY WITH SECTION 11B-303. (11B-302.2)

5. OPENING IN FLOOR OR GROUND SURFACE SHALL NOT ALLOW PASSAGE OF A SPHERE MORE THAN 1/2 INCH DIAMETER
EXCEPT AS ALLOWED IN SECTIONS 11B-407.4.3, 11B-409.4.3, 11B-410.4, 11B-810.5.3 AND 11B-810.10. ELONGATED
OPENINGS SHALL BE PLACED SO THAT THE LONG DIMENSION IS PERPENDICULAR TO THE DOMINANT DIRECTION OF
TRAVEL. (11B-302.3)

1. GEOMETRIC SYMBOLS AT ENTRANCES TO TOILET AND BATHING ROOM SHALL BE MOUNTED AT 58 INCHES MINIMUM AND
60 INCHES MAXIMUM ABOVE THE FINISH FLOOR OR GROUND SURFACE MEASURED FROM THE CENTERLINE OF THE
SYMBOL. WHERE A DOOR IS PROVIDED THE SYMBOL SHALL BE MOUNTED WITHIN 1 INCH OF THE VERTICAL CENTERLINE
OF THE DOOR (11B-703.7.2.6)

2. A TRIANGLE SYMBOL SHALL BE LOCATED AND ENTRANCES TO MEN'S TOILET AND BATHING FACILITIES. THE TRIANGLE
SYMBOL SHALL BE AN EQUILATERAL TRIANGLE 1/4 INCH THICK WITH EDGES 12 INCHES LONG AND A VERTEX POINTING
UPWARD. THE COLOR OF THE TRIANGLE SYMBOL SHALL CONTRAST WITH THE COLOR OF THE DOOR OR SURFACE ON
WHICH THE TRIANGLE SYMBOL IS MOUNTED, EITHER LIGHT ON A DARK BACKGROUND OR DARK ON A LIGHT
BACKGROUND (11B-703.7.2.6.1)

3. A CIRCLE  SYMBOL  SHALL BE LOCATED AT ENTRANCES TO WOMEN'S TOILET AND BATHING FACILITIES. THE CIRCLE
SYMBOL SHALL BE 1/4 INCH THICK NAD 12 INCHES IN DIAMETER. THE COLOR OF THE CIRCLE SYMBOL SHALL CONTRAST
WITH THE COLOR OF THE DOOR OR SURFACE ON WHICH THE CIRCLE SYMBOL IS MOUNTED, EITHER LIGHT ON A DARK
BACKGROUNDS OR DARK ON A LIGHT BACKGROUND. (11B-703.7.2.6.2)

4. A COMBINED CIRCLE AND TRIANGLE SYMBOL SHALL BE LOCATED AT ENTRANCES TO UNISEX TOILET AND BATHING
FACILITIES. THE COMBINED CIRCLE AND TRIANGLE SYMBOL SHALL CONSIST OF A CIRCLE SYMBOL 1/4 INCH THICK AND
12 INCHES IN DIAMETER WITH A 1/4 INCH THICK EQUILATERAL TRIANGLE SYMBOL SUPERIMPOSED ON AN
GEOMETRICALLY INSCRIBED WITHIN THE 12 INCH DIAMETER OF THE CIRCLE SYMBOL. THE VERTICES OF THE TRIANGLE
SYMBOL SHALL BE LOCATED 1/4 INCH MAXIMUM FROM THE EDGE OF THE CIRCLE SYMBOL WITH A VERTEX POINTING
UPWARD. THE COLOR OF THE TRIANGLE SYMBOL SHALL CONTRAST WITH THE COLOR OF THE CIRCLE SYMBOL, EITHER
LIGHT ON A DARK BACKGROUND OR DARK ON A LIGHT BACKGROUND. THE COLOR OF THE CIRCLE SYMBOL SHALL
CONTRAST WITH THE COLOR OF THE DOOR OR SURFACE ON WHICH THE COMBINED CIRCLE AND TRIANGLE SYMBOL IS
MOUNTED, EITHER LIGHT ON A DARK BACKGROUND OR DARK ON A LIGHT BACKGROUND. (11B-703.7.2.6.3)

1. GRAB BARS FOR WATER CLOSETS SHALL COMPLY WITH SECTION 11B-609. GRAB BARS SHALL BE PROVIDED ON THE
SIDE WALL CLOSEST TO THE WATER CLOSET AND ON THE REAR WALL. (11B-604.5)

2. THE SIDE WALL GRAB BAR SHALL BE 42 INCHES LONG MINIMUM, LOCATED 12 INCHES MAXIMUM FROM THE REAR WALL
AND EXTENDING 54 INCHES MINIMUM FROM THE REAR WALL WITH THE FRONT END POSITIONED 24 INCHES MINIMUM IN
FRONT OF THE WATER CLOSET (11B-604.5.1)

3. THE REAR WALL GRAB BAR SHALL BE 36 INCHES LONG MINIMUM AND EXTEND FROM THE CENTERLINE OF THE WATER
CLOSET 12 INCHES MINIMUM ON ONE SIDE AND 24 INCHES MINIMUM ON THE OTHER SIDE (11B-604.5.2)

4. GRAB BARS WITH CIRCULAR CROSS SECTIONS SHALL HAVE AN OUTSIDE DIAMETER OF 1  1/4 INCHES MINIMUM AND 2
INCHES MAXIMUM (11B-609.2.1)

5. THE SPACE BETWEEN THE WALL AND THE GRAB BAR SHALL BE 1 1/2 INCHES. THE SPACE BETWEEN THE GRAB BAR AND
PROJECTING OBJECTS BELOW AND AT THE ENDS SHALL BE 1 1/2 INCHES MINIMUM. THE SPACE BETWEEN THE GRAB
BAR AND PROJECTING OBJECT ABOVE SHALL BE 12 INCHES MINIMUM. (11B-609.3)

6. GRAB BARS SHALL BE INSTALLED IN A HORIZONTAL POSITION, 33 INCHES MINIMUM NAD 36 INCHES MAXIMUM ABOVE
THE FINISH FLOOR MEASURED TO THE TOP OF THE GRIPPING SURFACE (11B-609.4)

7. GRAB BARS AND ANY WALL OR OTHER SURFACES ADJACENT TO GRAB BARS SHALL BE FREE OF SHARP OR ABRASIVE
ELEMENTS AND SHALL HAVE ROUNDED EDGES (11B-609.5)

8. GRAB BARS SHALL NOT ROTATE WITHIN THEIR FITTINGS (11B-609.6)

9. GRAB BARS SHALL BE INSTALLED IN ANY MANNER THAT PROVIDES A GRIPPING SURFACE AT THE SPECIFIED LOCATIONS
AND THAT DOES NOT OBSTRUCT THE REQUIRED CLEAR FLOOR SPACE (11B-609.7)

10. ALLOWABLE STRESSES SHALL NOT BE EXCEED FOR MATERIALS USED WHEN A VERTICAL OR HORIZONTAL FORCE OF
250 POUNDS IS APPLIED AT ANY POINT ON THE GRAB BAR, FASTENER, MOUNTING DEVICE, OR SUPPORTING
STRUCTURE (11B-609.8)

1. A TURNING SPACE COMPLYING WITH SECTION 11B-304 SHALL BE PROVIDED WITHIN THE ROOM (11B-603.2.1)

2. REQUIRED CLEAR FLOOR SPACES, CLEARANCE AT FIXTURES, AND TURNING SPACE SHALL BE PERMITTED TO OVERLAP
(11B-603.2.2)

3. DOORS SHALL NOT SWING IN TO THE CLEAR FLOOR SPACE OR CLEARANCE REQUIRED FOR ANY FIXTURE. DOORS TO
ACCESSIBLE WATER CLOSED COMPARTMENT SHALL BE PERMITTED TO ENCROACH INTO THE TURNING SPACE WITHOUT
LIMITATION. OTHER THAN DOORS TO ACCESSIBLE WATER CLOSED COMPARTMENTS, A DOOR, IN ANY POSITION, SHALL
BE PERMITTED TO ENCROACH INTO THE TURNING SPACE BY 12 INCHES (11B-603.2.3)

4. WHERE THE TOILET ROOM OR BATHING ROOM IS FOR INDIVIDUAL USE AND A CLEAR FLOOR SPACE COMPLYING WITH
SECTION 11B-305.3 IS PROVIDED WITHIN THE ROOM BEYOND THE ARC OF THE DOOR SWING, DOORS SHALL BE
PERMITTED TO SWING INTO THE CLEAR FLOOR SPACE OR CLEARANCE REQUIRED FOR ANY FIXTURE (11B-603.2.3.22)

5. MIRROR LOCATED ABOVE LAVATORIES OR COUNTERTOPS SHALL BE INSTALLED WITH THE BOTTOM EDGE OF THE
REFLECTING SURFACE 40 INCHES MAXIMUM ABOVE THE FINISH FLOOR OR GROUND. (11B-603.3)

6. COAT HOOKS SHALL BE LOCATED WITHIN ONE OF THE REACH RANGES SPECIFIED IN SECTION 11B-308. (11B-603.4)

7. WHERE TOWEL OR SANITARY NAPKIN DISPENSERS, WASTE RECEPTACLES, OR OTHER ACCESSORIES AR PROVIDED IN
TOILET FACILITIES, AT LEAST ONE OF EACH TYPE SHALL BE LOCATED ON AN ACCESSIBLE ROUTE. ALL OPERABLE
PARTS, INCLUDING COIN SLOTS, SHALL BE 40 INCHES MAXIMUM ABOVE THE FINISH FLOOR (11B-603.5)

8. THE WATER CLOSET SHALL BE POSITIONED WITH A WALL OR PARTITION TO THE REAR AND TO ONE SIDE. THE CENTER
LINE OF THE WATER CLOSET SHALL BE 17 INCHES MINIMUM TO 18 INCHES MAXIMUM FROM THE SIDE WALL OR
PARTITION. WATER CLOSED SHALL BE ARRANGE FOR A LEFT HAND OR A RIGHT HAND APPROACH (11B-604.2)

9. CLEARANCE AROUND A WATER CLOSET SHALL BE 60 INCHES MINIMUM MEASURED PERPENDICULAR FROM THE SIDE
WALL AND 56 INCHES MINIMUM MEASURED PERPENDICULAR FROM THE REAR WALL. A MINIMUM 60 INCHES WIDE AND 48
INCHES DEEP MANEUVERING SPACE SHALL BE PROVIDED IN FRONT OF THE WATER CLOSET (11B-604.3.1)

10. THE REQUIRED CLEARANCE AROUND THE WATER CLOSET SHALL BE PERMITTED TO OVERLAP THE WATER CLOSET,
ASSOCIATED GRAB BARS, DISPENSERS, SANITARY NAPKIN DISPOSAL UNITS, COAT HOOKS, SHELVES, ACCESSIBLE
ROUTES, CLEAR FLOOR SPACE AND CLEARANCES REQUIRED AT OTHER FIXTURES, AND THE TURNING SPACE. NO
OTHER FIXTURES OR OBSTRUCTIONS SHALL BE LOCATED WITHIN THE REQUIRED WATER CLOSET CLEARANCE (11B-
604.3.2)

11. THE SEAT HEIGHT OF A WATER CLOSET ABOVE THE FINISH FLOOR SHALL BE 17 INCHES MINIMUM AND 19 INCHES
MAXIMUM MEASURED TO THE TOP OF THE SEAT. SEATS SHALL NOT BE SPRUNG TO RETURN TO A LIFTED POSITION.
SEATS SHALL BE 2 INCHES HIGH MAXIMUM. (11B-604.4)

12. FLUSH CONTROLS SHALL BE HAND OPERATED OR AUTOMATIC. HAND OPERATED FLUSH CONTROLS SHALL COMPLY
WITH SECTION 11B-309 EXCEPT THEY SHALL BE LOCATED 44 INCHES MAXIMUM ABOVE THE FLOOR. FLUSH CONTROLS
SHALL BE LOCATED N THE OPEN SIDE OF THE WATER CLOSET. (11B-604.6)

13. TOILET PAPER DISPENSERS SHALL COMPLY WITH SECTION 11B-309.4 AND SHALL BE 7 INCHES MINIMUM AND 9 INCHES
MAXIMUM IN FRONT OF THE WATER CLOSET MEASURED TO THE CENTERLINE OF THE DISPENSER. THE OUTLET OF THE
DISPENSER SHALL BE BELOW THE GRAB  BAR, 19 INCHES MINIMUM ABOVE THE FINISH FLOOR AND SHALL NOT BE
LOCATED BEHIND GRAB BARS. DISPENSERS SHALL NOT BE OF A TYPE THAT CONTROLS DELIVERY OR THAT DOES NOT
ALLOW CONTINUOUS PAPER FLOW (11B-604.7.1)

14. SANITARY NAPKIN DISPOSAL UNITS, IF PROVIDED, SHALL COMPLY WITH SECTION 11B-309.4 AND SHALL BE WALL
MOUNTED NAD LOCATED ON THE SIDEWALL BETWEEN THE REAR WALL OF THE TOILET AND THE TOILET PAPER
DISPENSER, ADJACENT TO THE TOILET PAPER DISPENSER. THE DISPOSAL UNIT SHALL BE LOCATED BELOW THE GRAB
BAR WIT THE OPENING OF THE DISPOSAL UNIT 19 INCHES MINIMUM ABOVE THE FINISH FLOOR. (11B-604.7.2)

15. WHEELCHAIR ACCESSIBLE COMPARTMENTS SHALL BE 60 INCHES WIDE MINIMUM MEASURED PERPENDICULAR TO THE
SIDE WALL, AND 56 INCHES DEEP MINIMUM FOR WALL HUNG WATER CLOSETS MEASURED PERPENDICULAR TO THE
REAR WALL. (11B-604.8.1)

16. IN A WHEELCHAIR ACCESSIBLE COMPARTMENT WITH A DOOR LOCATED IN THE FRONT WALL OR PARTITION (FACING THE
WATER CLOSET), EITHER IN-SWINGING OR OUT-SWINGING, A MINIMUM 60 INCHES WIDE AND 48 INCHES DEEP
MANEUVERING SPACE SHALL BE PROVIDED IN FRONT OF THE WATER CLOSET (11B-604.8.1.1.3)

17. TOILET COMPARTMENT DOORS, INCLUDING DOOR HARDWARE, SHALL COMPLY WITH SECTION 11B-404 EXCEPT THAT IF
THE APPROACH IS FROM THE PUSH SIDE OF THE COMPARTMENT DOOR, CLEARANCE BETWEEN THE DOOR SIDE OF THE
COMPARTMENT AND ANY OBSTRUCTION SHALL BE 48 INCHES MINIMUM MEASURED PERPENDICULAR TO THE
COMPARTMENT DOOR IN ITS CLOSED POSITION. DOORS SHALL BE LOCATED IN THE FRONT PARTITION OR IN THE SIDE
WALL OR PARTITION FURTHER FROM THE WATER CLOSET. WHERE LOCATED IN THE FRONT PARTITION, THE DOOR
OPENING SHALL BE 4 INCHES MAXIMUM FROM THE SIDE WALL OR PARTITION FARTHEST FROM THE WATER CLOSET.
(11B-604.8.1.2)

18. AT LEAST ONE SIDE PARTITION SHALL PROVIDE A TOE CLEARANCE OF 9INCHES MINIMUM ABOVE THE FINISH FLOOR AND
6 INCHES DEEP MINIMUM BEYOND THE COMPARTMENT SIDE FACE OF THE PARTITION, EXCLUSIVE OF PARTITION
SUPPORT MEMBERS. PARTITION COMPONENT AT TOE CLEARANCES SHALL BE SMOOTH WITH SHARP EDGES OR
ABRASIVE SURFACES. (11B-604.7.1.4)

19. URINALS SHALL BE PROVIDED WITH A CLEAR FLOOR OR GROUND SPACE COMPLYING WITH SECTION 11B-305
POSITIONED FOR FORWARD APPROACH (11B-605.3)

20. URINALS SHALL BE THE STALL-TYPE OR WALL-HUNG TYPE WITH THE RIM 17 INCHES MAXIMUM ABOVE THE FINISH
FLOOR OR GROUND. URINALS SHALL BE 13 1/2 INCHES DEEP MINIMUM MEASURED FROM THE OUTER FACE OF THE
URINAL RIM TO THE BACK OF THE FIXTURE. (11B-605.2)

21. LAVATORIES AND SINK SHALL BE INSTALLED WITH THE FRONT OF THE HIGHER OF THE RIM OR COUNTER SURFACE 4
INCHES MAXIMUM ABOVE THE FINISH FLOOR OR GROUND. (11B-606.3)

22. WATER SUPPLY AND DRAIN PIPES UNDER LAVATORIES AND SINKS SHALL BE INSULATED OR OTHERWISE CONFIGURED
TO PROTECT AGAINST CONTACT. THERE SHALL BE NO SHARP OR ABRASIVE SURFACES UNDER LAVATORIES OR SINKS.
(11B-606.5)

23. LAVATORIES, WHEN LOCATED ADJACENT TO A SIDE WALL OR PARTITION, SHALL BE A MINIMUM OF 18 INCHES TO THE
CENTERLINE OF THE FIXTURES (11B-606.6)

24. WHERE A FORWARD APPROACH IS REQUIRED AT A SINK, KNEE AND TOE CLEARANCE SHALL BE PROVIDED IN
COMPLIANCE WITH SECTION 11B-306. (11B-606.7)

25. A CLEAR FLOOR SPACE COMPLYING WITH SECTION 11B-305, POSITIONED FOR A FORWARD APPROACH, AND A KNEE AND
TOE CLEARANCE COMPLYING WITH SECTION 11B-306 SHALL BE PROVIDED AT LAVATORIES (11B-606.2)

26. ALL DRINKING FOUNTAINS SHALL EITHER BE LOCATED COMPLETELY WITHIN ALCOVES, POSITIONED COMPLETELY
BETWEEN WING WALLS, OR OTHERWISE POSITIONED SO AS NOT TO ENCROACH INTO PEDESTRIAN WAYS. THE
PROTECTED AREA WITHIN WHICH A DRINKING FOUNTAIN IS LOCATED SHALL BE 32 INCHES WIDE MINIMUM AND 18
INCHES DEEP MINIMUM, AND SHALL COMPLY WITH SECTION 11B-305.7. WHEN USED, WING WALLS OR BARRIERS SHALL
PROJECT HORIZONTALLY AT LEAST AS FAR AS THE DRINKING FOUNTAIN AND TO WITHIN 6 INCHES VERTICALLY FROM
THE FLOOR OR GROUND SURFACE (11B-602.9)

1. EACH ADDITION TO AN EXISTING BUILDING OR FACILITIES SHALL COMPLY WITH THE REQUIREMENTS FOR NEW
CONSTRUCTION AND SHALL COMPLY WITH SECTION 11B-202.4 (11B-202.2)

2. WHERE EXISTING ELEMENTS OR SPACES ARE ALTERED, EACH ALTERED ELEMENT OR SPACE SHALL COMPLY WIT THE
APPLICABLE REQUIREMENTS OF DIVISION 2, INCLUDING SECTION 11B-202.4 (11B-202.3)

3. WHEN ALTERATIONS OR ADDITIONAL ARE MADE TO EXISTING BUILDINGS OR FACILITIES, AN ACCESSIBLE PATH OF
TRAVEL TO THE SPECIFIC AREA OF ALTERATION OR ADDITION SHALL BE PROVIDED. THE PRIMARY ACCESSIBLE PATH OF
TRAVEL SHALL INCLUDE:

A. A PRIMARY ENTRANCE TO THE BUILDING OR FACILITY,
B. TOILET AND BATHING FACILITIES SERVING THE AREA,
C. DRINKING FOUNTAINS SERVING THE AREA,
D. PUBLIC TELEPHONES SERVING THE AREA, AND
E. SIGNS

CURB RAMP AND PARKING SPACES

1. WHERE WALKS OR SIDEWALKS ARE PROVIDED, A CURB RAMP, BLENDED TRANSITION, OR A COMBINATION OF CURB
RAMPS AND BLENDED TRANSITIONS COMPLYING WITH SECTION 11B-406 SHALL CONNECT THE WALKS OR SIDEWALKS AT
EACH PEDESTRIAN STREET CROSSING. THE CURB RAMP (EXCLUDING ANY FLARED SIDES) OR BLENDED TRANSITION
SHALL BE CONTAINED WHOLLY WITHIN THE WIDTH OF THE PEDESTRIAN STREET CROSSING SERVED. (11B-206.2.19)

2. PARKING SPACES COMPLYING WITH SECTION 11B-502 THAT SERVE A PARTICULAR BUILDING OR FACILITIES SHALL BE
LOCATED ON THE SHORTEST ACCESSIBLE ROUTE FROM PARKING TO AN ENTRANCE COMPLYING WITH SECTION 11B-
206.4 (11B-208.3.1)

3. WHERE PARKING SPACES ARE MARKED WITH LINES, WIDTH MEASUREMENTS OF PARKING SPACES AND ACCESS AISLES
SHALL BE MADE FROM THE CENTERLINE OR THE MARKINGS (11B-502.1)

4. CAR AND VAN PARKING SPACES SHALL BE 216 INCHES LONG MINIMUM. CAR PARKING SPACES SHALL BE 108 INCHES
WIDE MINIMUM AND VAN PARKING SPACES SHALL BE 144 INCHES WIDE MINIMUM, SHALL BE MARKED TO DEFINE THE
WIDTH, AND SHALL HAVE AN ADJACENT ACCESS AISLE COMPLYING WITH SECTION 11B-502.3. VAN PARKING SPACE
SHALL BE PERMITTED TO BE 108 INCHES WIDE MINIMUM WHERE THE ACCESS AISLE IS 96 INCHES WIDE MINIMUM (11B-
502.2)

5. ACCESS AISLES SERVING PARKING SPACE SHALL COMPLY WITH SECTION 11B-502.3. ACCESS AISLE SHALL ADJOIN AN
ACCESSIBLE ROUTE. TWO PARKING SPACES SHALL BE PERMITTED TO SHARE A COMMON ACCESS AISLE (11B-502.3)

6. ACCESS AISLES SERVING CAR AND VAN PARKING SPACES SHALL BE 60 INCHES WIDE MINIMUM. (11B-502.3.1)

7. ACCESS AISLES SHALL EXTEND THE FULL REQUIRED LENGTH OF THE PARKING SPACES THE Y SERVER (11B-502.3.2)

8. ACCESS AISLES SHALL BE MARKED WITH A BLUE PAINTED BORDERLINE AROUND THEIR PERIMETER. THE AREA WITHIN
THE BLUE BORDERLINES SHALL BE MARKED WITH HATCH LINES A MAXIMUM OF 36 INCHES ON CENTER IN A COLOR
CONTRASTING WITH THAT OF THE AISLE SURFACE, PREFERABLE BLUE OR WHITE. THE WORDS "NO PARKING" SHALL BE
PAINTED ON THE SURFACE WITHIN EACH ACCESS AISLE IN WHITE LETTERS A MINIMUM OF 12 INCHES IN HIGH AND
LOCATED TO BE VISIBLE FROM THE ADJACENT VEHICULAR WAY. ACCESS AISLE MARKINGS MAY EXTEND BEYOND THE
MINIMUM REQUIRED LENGTH (11B-502.3.3)

9. ACCESS AISLES SHALL NOT OVERLAP THE VEHICULAR WAY. ACCESS AISLES SHALL BE PERMITTED TO BE PLACED ON
EITHER SIDE OF THE PARKING SPACE EXCEPT FOR VAN PARKING SPACES WHICH SHALL HAVE ACCESS AISLES LOCATED
ON THE PASSENGER SIDE OF THE PARKING SPACES (11B-502.3.4)

10. PARKING SPACES AND ACCESS AISLES SERVING THEM SHALL COMPLY WITH SECTION 11B-302. ACCESS AISLES SHALL
BE AT THE SAME LEVEL AS THE PARKING SPACES THEY SERVE. CHANGES IN LEVEL, SLOPES EXCEEDING 1:48, AND
DETECTABLE WARNINGS SHALL NOT BE PERMITTED. (11B-502.4)

11. PARKING SPACE IDENTIFICATION SIGNS SHALL INCLUDE THE INTERNATIONAL SYMBOL OF ACCESSIBILITY COMPLYING
WITH SECTION 11B-703.7.2.1 IN WHITE ON A BLUE BACKGROUND. SIGNS IDENTIFYING VAN PARKING SPACES SHALL
CONTAIN ADDITIONAL LANGUAGE OR AN ADDITIONAL SIGN WITH THE DESIGNATION "VAN ACCESSIBLE." SIGNS SHALL BE
60 INCHES MINIMUM ABOVE THE FINISH FLOOR OR GROUND SURFACE MEASURED TO THE BOTTOM OF THE SIGN. (11B-
502.6)

12. PARKING IDENTIFICATION SIGNS SHALL BE REFLECTORIZED WITH A MINIMUM AREA OF 70 SQUARE INCHES (11B-502.6.1)

13. ADDITIONAL LANGUAGE OR AN ADDITIONAL SING BELOW THE INTERNATIONAL SYMBOL OF ACCESSIBILITY SHALL STATE
"MINIMUM FINE $250" (11B-502.6.2)

14. A PARKING SPACE IDENTIFICATION SIGN SHALL BE VISIBLE FROM EACH PARKING SPACE. SIGNS SHALL BE
PERMANENTLY POSTED EITHER IMMEDIATELY ADJACENT TO THE PARKING SPACE OR WITHIN THE PROJECTED PARKING
SPACE WIDTH AT THE HEAD END OF THE PARKING SPACE. SIGNS MAY ALSO BE PERMANENTLY POSTED ON A WALL AT
THE INTERIOR REND OF THE PARKING SPACE (11B-502.6.3)

15. THE PARKING SPACE SHALL BE MARKED WITH AN INTERNATIONAL SYMBOL OF ACCESSIBILITY COMPLYING WITH
SECTION 11B-703.7.2.1 IN A WHITE ON A BLUE BACKGROUND A MINIMUM O 236 INCHES WIDE BY 36 INCHES HIGH. THE
CENTERLINE OF THE INTERNATIONAL SYMBOL OF ACCESSIBILITY SHALL BE A MAXIMUM OF 6 INCHES FROM THE
CENTERLINE OF THE PARKING SPACE, ITS SIDE PARALLEL TO THE LENGTH OF THE PARKING SPACE AND ITS LOWER
CORNER AT, OR LOWER SIDE ALIGNED WITH, THE END OF THE PARKING SPACE LENGTH (11B-502.6.4.1)

16. A CURB OR WHEEL STOP SHALL BE PROVIDED IF REQUIRED TO PREVENT ENCROACHMENT OF VEHICLES OVER THE
REQUIRED CLEAR WIDTH OF ADJACENT ACCESSIBLE ROUTES (11B-502.7.2)

17. AN ADDITIONAL SIGN SHALL BE POSTED EITHER 1) IN A CONSPICUOUS PLACE AT EACH ENTRANCE TO AN OFF-STREET
PARKING FACILITY OR 2) IMMEDIATELY ADJACENT TO ON-SITE ACCESSIBLE PARKING AND VISIBLE FROM EACH PARKING
SPACE (11B-502.8)

18. THE ADDITIONAL SIGN SHALL NOT BE LESS THAN 17 INCHES WIDE BY 22 INCHES HIGH (11B-502.8.1)

19. THE ADDITIONAL SIGN SHALL CLEARLY STATE IN LETTERS WITH A MINIMUM HEIGHT OF 1 INCH THE FOLLOW:
"UNAUTHORIZED VEHICLES PARKED IN DESIGNATED ACCESSIBLE SPACES NOT DISPLAYING DISTINGUISHING PLACARDS
OR SPECIAL LICENSE PLATES ISSUES FOR PERSONS WITH DISABILITIES WIL BE TOWED AWAY AT THE OWNER'S
EXPENSE. TOWED VEHICLES MAY BE RECLAIMED AT: _ OR BY TELEPHONING _." BLANK SPACES SHALL BE FILLED IN
WITH APPROPRIATE INFORMATION AS A PERMANENT PART OF THE SIGN (11B-502.8.2)CONTROLS & OPERATING MECHANISMS

SPACE ALLOWANCE & REACH RANGES

SIGNS & IDENTIFICATION

1. CONTROLS AND OPERATING MECHANISMS SHALL COMPLY WITH SECTION 11B-309.4 (11B-809.10.5.3)

2. OPERABLE PARTS SHALL BE OPERABLE WITH ONE HAND AND SHALL NOT REQUIRE TIGHT GRASPING, PINCHING, OR
TWISTING OF THE WRIST. THE FORCE REQUIRED TO ACTIVATE OPERABLE PARTS SHALL BE 5 POUNDS MAXIMUM (11B-
309.4)

3. CONTROLS FOR FAUCETS SHALL COMPLY WITH SECTION 11B-309. HAND-OPERATED METERING FAUCETS SHALL REMAIN
OPEN FOR 10 SECONDS MINIMUM (11B-606.4)

1. THE CLEAR FLOOR OR GROUND SPACE SHALL BE 30 INCHES MINIMUM BY 48 INCHES MINIMUM (11B-305.3)

2. THE CLEAR WIDTH OF WALKING SURFACES SHALL BE 36 INCHES MINIMUM (11B-403.5.1)

3. UNLESS OTHERWISE SPECIFIED, CLEAR FLOOR OR GROUND SPACE SHALL BE POSITIONED FOR EITHER FORWARD OR
PARALLEL APPROACH TO AN ELEMENT (11B-305.5)

4. WHERE A FORWARD REACH IS UNOBSTRUCTED, THE HIGH FORWARD REACH SHALL BE 48 INCHES MAXIMUM AND THE
LOW FORWARD REACH SHALL BE 15 INCHES MINIMUM ABOVE THE FINISH FLOOR OR GROUND (11B-308.2.1)

5. WHERE A HIGH FORWARD REACH IS OVER AN OBSTRUCTION, THE CLEAR FLOOR SPACE SHALL EXTEND BENEATH THE
ELEMENT FOR A DISTANCE NOT LESS THAN THE REQUIRED REACH DEPTH OVER THE OBSTRUCTION. THE HIGH
FORWARD REACH SHALL BE 48 INCHES MAXIMUM WHERE THE REACH DEPTH IS 20 INCHES MAXIMUM. WHERE THE
REACH DEPTH EXCEEDS 20 INCHES, THE HIGH FORWARD REACH SHALL BE 44 INCHES MAXIMUM AND THE REACH
DEPTH SHALL BE 25 INCHES MAXIMUM (11B.308.2.2)

6. WHERE A CLEAR FLOOR OR GROUND SPACE ALLOWS A PARALLEL APPROACH TO AND ELEMENT AND THE SIDE REACH IS
UNOBSTRUCTED, THE HIGH SIDE REACH SHALL BE 48 INCHES MAXIMUM AND THE LOW SIDE REACH SHALL BE 15
INCHES MINIMUM ABOVE THE FINISH FLOOR OR GROUND (11B-308.3.1)  AN OBSTRUCTION SHALL BE PERMITTED
BETWEEN THE CLEAR FLOOR OR GROUND SPACE AND THE ELEMENT WHERE THE DEPTH OF THE OBSTRUCTION IS 10
INCHES MAXIMUM (11B-308.3.1.1)

7. WHERE A CLEAR FLOOR OR GROUND SPACE ALLOWS A PARALLEL APPROACH TO AN ELEMENT AND THE HIGH SIDE
REACH IS OVER AN OBSTRUCTION, THE HIGH OF THE OBSTRUCTION SHALL BE 34 INCHES MAXIMUM AND THE DEPTH OF
THE OBSTRUCTION SHALL BE 24 INCHES MAXIMUM. THE HIGH SIDE REACH SHALL BE 48 INCHES MAXIMUM FOR A REACH
DEPTH OF 10 INCHES MAXIMUM. WHERE THE REACH DEPTH EXCEEDS 10 INCHES, THE HIGH SIDE REACH SHALL BE 46
INCHES MAXIMUM FOR A REACH DEPTH OF 24 INCHES MAXIMUM.

1. THE INTERNATIONAL SYMBOL OF ACCESSIBILITY SHALL CONSIST OF A WHITE FIGURE ON A BLUE BACKGROUND. THE
COLOR BLUE SHALL APPROXIMATE FS 15090 IN FEDERAL STANDARD 595C. A BORDER MAY BE PROVIDED INSIDE OR
OUTSIDE OF THE MINIMUM REQUIRED INTERNATIONAL SYMBOL OF ACCESSIBILITY DIMENSION (FIG 11B-703.7.2.1)

2.  IN EXISTING BUILDINGS AND FACILITIES WHERE NOT ALL ENTRANCES COMPLY WITH SECTION 11B-404, ENTRANCES
COMPLYING WITH SECTION 11B-404 SHALL BE IDENTIFIED BY THE INTERNATIONAL SYMBOL OF ACCESSIBILITY COMPLYING
WITH 11B-703.7.2.1. DIRECTIONAL SIGNS COMPLYING WITH SECTION 11B-703.5 THAT INDICATE THE LOCATION OF THE
NEAREST ENTRANCE COMPLYING WITH SECTION 11B-404 SHALL BE PROVIDED AT ENTRANCES THAT DO NOT COMPLY
WITH SECTION 11B-404. DIRECTIONAL SIGNS COMPLYING WITH SECTION 11B-703.5, INCLUDING THE INTERNATIONAL
SYMBOL OF ACCESSIBILITY COMPLYING WITH SECTION 11B-703.7.2.1, INDICATING THE ACCESSIBLE ROUTE TO THE
NEAREST ACCESSIBLE ENTRANCES SHALL BE PROVIDED AT JUNCTIONS WHEN THE ACCESSIBLE ROUTE DIVERGES FROM
THE REGULAR CIRCULATION PATH. (11B-216.6)

3.   EXISTING BUILDINGS THAT HAVE BEEN REMODELED TO PROVIDE SPECIFIC TOILET ROOMS OR BATHING ROOMS FOR
PUBLIC USE SHALL HAVE THE LOCATION OF AND THE DIRECTIONS TO THESE ROOM POSTED IN OR NEAR THE BUILDING
LOBBY OR ENTRANCE ON A SIGN COMPLYING WITH SECTION 11B-703.5, INCLUDING THE INTERNATIONAL SYMBOL OF
ACCESSIBILITY COMPLYING WITH SECTION 11B-703.7.2.1. (11B-216.8)

4. SIGNS SHALL COMPLY WITH SECTION 11B703. WHERE BOTH VISUAL AND TACTILE CHARACTER ARE REQUIRED, EITHER
ONE SIGN WITH BOTH VISUAL AND TACTILE CHARACTERS, OR TWO SEPARATE SIGN, ONE WITH VISUAL, AND ONE WITH
TACTILE CHARACTERS, SHALL BE PROVIDED (11B-703.1)

5. RAISED CHARACTER SHALL COMPLY WITH SECTION 11B-703.2 AND SHALL BE DUPLICATED IN BRAILLE COMPLYING WITH
SECTION 11B-703.3. RAISED CHARACTERS SHALL BE INSTALLED IN ACCORDANCE WITH SECTION 11B-703.4 (11B-703.2)

A. RAISED CHARACTERS SHALL BE 1/32 INCH MINIMUM ABOVE THEIR BACKGROUND (11B-703.2.1)
B. CHARACTERS SHALL BE UPPERCASE (11B-703.2.2)
C. CHARACTERS SHALL BE SANS SERIF. CHARACTERS SHALL NOT BE ITALIC, OBLIQUE, SCRIPT, HIGHLY DECORATIVE, OR

OF OTHER UNUSUAL FORMS. (11B-703.2.3)
D. CHARACTERS SHALL BE SELECTED FROM FONTS WHERE THE WIDTH OF THE UPPERCASE LETTER "O" IS 60 PERCENT

MINIMUM AND 110 PERCENT MAXIMUM THE HEIGHT OF THE UPPERCASE LETTER "I" (11B-703.2.4)
E. CHARACTER HEIGHT MEASURED VERTICALLY FROM THE BASELINE OF THE CHARACTER SHALL BE 5/8 INCH MINIMUM

AND 2 INCHES MAXIMUM BASED ON THE HEIGHT OF THE UPPERCASE LETTER "I" (11B-703.2.5)
F. STROKE THICKNESS OF THE UPPERCASE LETTER "I" SHALL BE 15 PERCENT MAXIMUM OF THE HEIGHT OF THE

CHARACTER (11B-703.2.6)
G. CHARACTER SPACING SHALL BE MEASURED BETWEEN THE TWO CLOSEST POINTS OF ADJACENT RAISED CHARACTER

WITHIN A MESSAGE, EXCLUDING WORD SPACES. WHERE CHARACTERS HAVE RECTANGULAR CROSS SECTIONS,
SPACING BETWEEN INDIVIDUAL RAISED CHARACTERS SHALL BE 1/8 INCH MINIMUM AND 4 TIMES THE RAISED
CHARACTER STROKE WIDTH MAXIMUM. WHERE CHARACTERS HAVE OTHER CROSS SECTIONS, SPACING BETWEEN
INDIVIDUAL RAISED CHARACTERS SHALL BE 1/16 INCH MINIMUM AND 4 TIMES THE RAISED CHARACTER STROKE
WIDTH MAXIMUM AT THE BASE OF THE CROSS SECTIONS, AND 1/8 INCH MINIMUM NAD 4 TIMES THE RAISED
CHARACTER STROKE WIDTH MAXIMUM AT THE TOP OF THE CROSS SECTIONS. CHARACTERS SHALL BE SEPARATED
FROM RAISED BORDERS AND DECORATIVE ELEMENTS 3/8 INCH MINIMUM. (11B-703.2.7)

H. SPACING BETWEEN THE BASELINES OF SEPARATE LINES OF RAISED CHARACTERS WITHIN A MESSAGE SHALL BE 135
PERCENT MINIMUM NAD 170 PERCENT MAXIMUM OF THE RAISED CHARACTER HEIGHT.(11B-703.2.8)

I. TEXT SHALL BE IN A HORIZONTAL FORMAT (11B-703.2.9)

6. BRAILLE SHALL BE CONTRACTED (GRADE 2) AND SHALL COMPLY WITH SECTION 11B-703.3 AND 11B-7023.4

A. BRAILLE DOTS SHALL HAVE A DOMED OR ROUNDED SHAPE AND SHALL COMPLY WITH TABLE 11B-703.3.1. THE
INDICATION OF AN UPPERCASE LETTER OR LETTERS SHALL ONLY BE USED BEFORE THE FIRST WORD OF
SENTENCES, PROPER NOUNS AND NAMES, INDIVIDUAL LETTERS OF THE ALPHABET, INITIAL, AND ACRONYMS. (11B-
703.3.1)

B. BRAILLE SHALL BE POSITIONED BELOW THE CORRESPONDING TEXT IN A HORIZONTAL FORMAT, FLUSH LEFT OR
CENTERED, IF TEXT IS MULTILINE, BRAILLE SHALL BE PLACED BELOW THE ENTIRE TEXT. BRAILLE SHALL BE
SEPARATED 3/8 INCH MINIMUM AND 1/2 INCH MAXIMUM FROM ANY OTHER TACTILE CHARACTERS AND 3/8 INCH
MINIMUM FROM RAISED BORDERS AND DECORATIVE ELEMENTS. (11B-703.3.2)

7. CHARACTERS AND THEIR BACKGROUND SHALL HAVE A NON-GLARE FINISH. CHARACTERS SHALL CONTRAST WITH THEIR
BACKGROUNDS WITH EITHER LIGHT CHARACTERS ON A DARK BACKGROUND OR DARK CHARACTERS ON A LIGHT
BACKGROUND (11B-703.5.1)

8. TACTILE CHARACTERS ON SIGNS SHALL BE LOCATED 48 INCHES MINIMUM ABOVE THE FINISH FLOOR OR GROUND
SURFACE, MEASURE FROM THE BASELINE OF THE LOWEST BRAILLE CELLS AND 60 INCHES MAXIMUM ABOVE THE FINISH
FLOOR OR GROUND SURFACE, MEASURED FROM THE BASELINE OF THE HIGHEST LINE OF RAISED CHARACTERS (11B-
703.4.1)

9. WHERE A TACTILE SIGN IS PROVIDED AT A DOOR, THE SIGN SHALL BE LOCATED ALONGSIDE THE DOOR AT THE LATCH
SIDE. WHERE A TACTILE SIGN IS PROVIDED AT DOUBLE DOORS WITH ONE ACTIVE LEAF, THE SIGN SHALL BE LOCATED ON
THE INACTIVE LEAF. WHERE A TACTILE SIGN IS PROVIDED AT DOUBLE DOORS WITH TWO ACTIVE LEAFS, THE SIGN SHALL
BE LOCATED TO THE RIGHT OF THE RIGHT HAND DOOR. WHERE THERE IS NO WALL SPACE AT THE LATCH SIDE OF A
SINGLE DOOR OR AT THE RIGHT SIGN OF DOUBLE DOORS, SIGNS SHALL BE LOCATED ON THE NEAREST ADJACENT WALL.
SIGNS CONTAINING TACTILE CHARACTERS SHALL BE LOCATED SO THAT CLEAR FLOOR SPACE OF 18 INCHES MINIMUM BY
18 INCHES MINIMUM, CENTERED ON THE TACTILE CHARACTERS, IS PROVIDED BEYOND THE ARC OF ANY DOOR SWING
BETWEEN THE CLOSED POSITION AND 45 DEGREE OPEN POSITION. WHERE PROVIDED, SIGN IDENTIFYING PERMANENT
ROOMS AND SPACES SHALL BE LOCATED AND THE ENTRANCE TO, AND OUTSIDE OF THE ROOM OR SPACE. WHERE
PROVIDED, SIGNS IDENTIFYING EXIST SHALL BE LOCATED AT THE EXIT DOOR WHEN APPROACHED IN THE DIRECTION OF
EGRESS TRAVEL. (11B-703.4.2)

MOUNTING HEIGHT LEGEND



ACCESSIBILITY PLAN

G-005

MARK DATE DESCRIPTION

ISSUE

STAMPS

PROJECT DESCRIPTION

SHEET TITLE

SHEET NUMBER

Project No: 2011 HMCA Renovations

Copyright: JOHNSTON MARKLEE

Issue Date: 08/13/2021

   01.08.2021         100% SD

   04.02.2021         100% DD

   06.18.2021         50% CD

   08.13.2021         90% CD

54321

E

D

C

B

6

A

F

IF THE ABOVE DIMENSION DOES NOT MEASURE ONE
INCH (1") EXACTLY, THIS DRAWING WILL HAVE BEEN
ENLARGED OR REDUCED, AFFECTING ALL LABELED
SCALES.

1" ACTUAL

1545 Pontius Avenue
Los Angeles,  California  90025
P  310 442 4886
F  310 442 4896
www.johnstonmarklee.com

JOHNSTONMARKLEE

CIVIL ENGINEER
KPFF
700 SOUTH FLOWER STREET, SUITE 2100
LOS ANGELES, CA 90017
P (213) 418-0201
ISHWAR DHUNGANA, ISHWAR.DHUNGANA@KPFF.COM

STRUCTURAL ENGINEER
NOUS ENGINEERS
600 WILSHIRE BOULEVARD, SUITE 760
LOS ANGELES, CA 90017
P (213) 627-6687
LIZ MAHLOW, LIZ.MAHLOW@NOUSENGINEERING.COM

MEP & FPE
ME ENGINEERS
600 WILSHIRE BOULEVARD, SUITE 1200
LOS ANGELES, CA 90017
P (310) 842-8700
SEAN HIRA, SEAN.HIRA@ME-ENGINEERS.COM

BUILDING ENVELOPE
WSP
444 FLOWER STREET #800
LOS ANGELES, CA 90071
P (213) 362-9470
JOSEPH SCHETTINO, JOSEPH.SCHETTINO@WSP.COM

LANDSCAPE ARCHITECT
SWA GROUP
811 W. 7TH STREET, 8TH FLOOR
LOS ANGELES, CA 90017
P (213) 236-9090
GEORGE KUTNAR, GKUTNAR@SWAGROUP.COM

LIGHTING
HORTON LEES BROGDEN
8580 WASHINGTON BOULEVARD
CULVER CITY, CA 90232
P (310) 837-0929  F (310) 837-0902
GUY SMITH, GSMITH@HLBLIGHTING.COM

SPECIFICATIONS
AWC WEST
24990 GREENSBRIER DRIVE
STEVENSON RANCH, CA 91381
P (661) 287-4211
ANDREW WILSON, ANDREW@AWCWEST.COM

CODE & ACCESSIBILITY
JENSEN HUGHES
1000 WILSHIRE BOULEVARD, SUITE 250
P (213) 412-1400
JOHNNY KANG, JKANG@JENSENHUGHES.COM

COST ESTIMATING
C.P. O'HALLORAN ASSOCIATES
30423 CANWOOD STREET, SUITE 133
AGOURA HILLS, CA 91301
P (805) 494-3703
CIARAN O'HALLORAN, CPOHALLORAN@CPOHALLORAN.COM

ACOUSTICS
NEWSON BROWN
3617 HAYDEN AVENUE, SUTIE 100
CULVER CITY, CA 90232
P (310) 829-6343
IAN BOORER, IAN@NEWSONACOUSTICS.COM

167 N ATCHISON STREET
ORANGE, CA 92866

HILBERT MUSEUM OF
CALIFORNIA ART
RENOVATIONS

COMMISSIONING
GLUMAC
18200 VON KARMAN AVE, SUITE 100
IRVINE, CA 92612
P (949) 833-8190
AARON SCHNEIDER, ASCHNEIDER@GLUMAC.COM

2'
-1

"

5'-0" MIN

5'
-0

"

5'-0" 5'-0"

5'-0"

5'-0"

2'
-0

"

2'
-0

"

MEN'S RESTROOM

ACCESSIBLE
DRINKING FOUNTAIN

(E) MEN'S
RESTROOM

(E) WOMEN'S
RESTROOM

ACCESSIBLE
PARKING

(E) VAN
ACCESSIBLE
PARKING

ACCESSIBLE
PARKING
SIGNAGE

EMERGENCY
BLUE PHONE

WOMEN'S  RESTROOM

UNISEX RESTROOM

ACCESSIBLE PATH OF TRAVEL

ACCESSIBLE ENTRANCE / EXIT

ACCESSIBLE EXIT

NON-COMPLIANT CROSS SLOPE
(GROOVED CONCRETE WARNING)

ACCESSIBLE PARKING STALL

NOT IN SCOPE

SCALE: 1"   = 10'A1 ACCESSIBILITY PLAN

LEGEND



BUILDING AREA
TABULATION

G-006

MARK DATE DESCRIPTION

ISSUE

STAMPS

PROJECT DESCRIPTION

SHEET TITLE

SHEET NUMBER

Project No: 2011 HMCA Renovations

Copyright: JOHNSTON MARKLEE

Issue Date: 08/13/2021

   01.08.2021         100% SD

   04.02.2021         100% DD

   06.18.2021         50% CD

   08.13.2021         90% CD

54321

E

D

C

B

6

A

F

IF THE ABOVE DIMENSION DOES NOT MEASURE ONE
INCH (1") EXACTLY, THIS DRAWING WILL HAVE BEEN
ENLARGED OR REDUCED, AFFECTING ALL LABELED
SCALES.

1" ACTUAL

1545 Pontius Avenue
Los Angeles,  California  90025
P  310 442 4886
F  310 442 4896
www.johnstonmarklee.com

JOHNSTONMARKLEE

CIVIL ENGINEER
KPFF
700 SOUTH FLOWER STREET, SUITE 2100
LOS ANGELES, CA 90017
P (213) 418-0201
ISHWAR DHUNGANA, ISHWAR.DHUNGANA@KPFF.COM

STRUCTURAL ENGINEER
NOUS ENGINEERS
600 WILSHIRE BOULEVARD, SUITE 760
LOS ANGELES, CA 90017
P (213) 627-6687
LIZ MAHLOW, LIZ.MAHLOW@NOUSENGINEERING.COM

MEP & FPE
ME ENGINEERS
600 WILSHIRE BOULEVARD, SUITE 1200
LOS ANGELES, CA 90017
P (310) 842-8700
SEAN HIRA, SEAN.HIRA@ME-ENGINEERS.COM

BUILDING ENVELOPE
WSP
444 FLOWER STREET #800
LOS ANGELES, CA 90071
P (213) 362-9470
JOSEPH SCHETTINO, JOSEPH.SCHETTINO@WSP.COM

LANDSCAPE ARCHITECT
SWA GROUP
811 W. 7TH STREET, 8TH FLOOR
LOS ANGELES, CA 90017
P (213) 236-9090
GEORGE KUTNAR, GKUTNAR@SWAGROUP.COM

LIGHTING
HORTON LEES BROGDEN
8580 WASHINGTON BOULEVARD
CULVER CITY, CA 90232
P (310) 837-0929  F (310) 837-0902
GUY SMITH, GSMITH@HLBLIGHTING.COM

SPECIFICATIONS
AWC WEST
24990 GREENSBRIER DRIVE
STEVENSON RANCH, CA 91381
P (661) 287-4211
ANDREW WILSON, ANDREW@AWCWEST.COM

CODE & ACCESSIBILITY
JENSEN HUGHES
1000 WILSHIRE BOULEVARD, SUITE 250
P (213) 412-1400
JOHNNY KANG, JKANG@JENSENHUGHES.COM

COST ESTIMATING
C.P. O'HALLORAN ASSOCIATES
30423 CANWOOD STREET, SUITE 133
AGOURA HILLS, CA 91301
P (805) 494-3703
CIARAN O'HALLORAN, CPOHALLORAN@CPOHALLORAN.COM

ACOUSTICS
NEWSON BROWN
3617 HAYDEN AVENUE, SUTIE 100
CULVER CITY, CA 90232
P (310) 829-6343
IAN BOORER, IAN@NEWSONACOUSTICS.COM

167 N ATCHISON STREET
ORANGE, CA 92866

HILBERT MUSEUM OF
CALIFORNIA ART
RENOVATIONS

COMMISSIONING
GLUMAC
18200 VON KARMAN AVE, SUITE 100
IRVINE, CA 92612
P (949) 833-8190
AARON SCHNEIDER, ASCHNEIDER@GLUMAC.COM

10,000 sq ft

2,541 sq ft

NORTH BUILDING
10,000 SF

(E) SOUTH BLDG
7,581 SF

(N) OPEN  WALLS
41 GSF

(N) OPEN WALLS
41 GSF

(N) OPEN WALLS
56 GSF

(N) OPEN WALLS
183 GSF

(N) OPEN WALLS
423 GSF

(N) OPEN WALLS
70 GSF

(N) SUPPORT
25 GSF

(N) SUPPORT
25 GSF

(N) SUPPORT
25 GSF

(N) ENTRY
95 GSF

(N) ENTRY
95 GSF

(N) SUPPORT
25 GSF

(E) OPEN WALLS
36 GSF

SOUTH BLDG
2,541 SF

SCALE: 1/8"   =    1'-0"A1 FIRST FLOOR - GROSS AREA

BUILDING

NORTH (TYPE III-B)

SOUTH (TYPE V-B)

TOTAL

RENOVATION (GSF)

10,000

2,541

12,541 GSF RENOVATION

EXISTING TO REMAIN (GSF)

-

7,581

7,581 GSF EXISTING

NEW OPEN AIR WALLS

814 SF OPEN AIR WALLS

NEW NON-ACCESSIBLE SUPPORTS

125 SF SUPPORTS

BUILDING AREA TABULATION

NEW COVERED ENTRIES

190 SF ENTRIES

TOTAL BUILDING AREA:  21,251 GSF < 24,000 GSF  ALLOWABLE TYPE V-B, S1 CONSTRUCTION FOR A-3 OCCUPANCY PER 506.2

CBC 705.3 EXCEPTION 1:  TWO OR MORE BUILDINGS ON THE SAME LOT SHALL BE CONSIDERED AS PORTIONS OF ONE BUILDING IF
         THE AGGREGATE AREA OF SUCH BUILDINGS IS WITHIN THE LIMITS SPECIFIED IN CHAPTER 5 FOR A SINGLE BUILDING.



NOT FO
R

CONSTRUCTION

P
:\2

02
0\

20
00

39
3 

H
ilb

er
t M

us
eu

m
 E

xp
an

si
on

 –
 C

ha
pm

an
 U

ni
v\

5 
C

A
D

\S
he

et
s\

20
00

39
3-

C
-0

.0
1G

N
.d

w
g,

 S
ep

 1
5,

  2
02

1 
- 

3:
27

pm

CIVIL ENGINEER

KPFF

700 SOUTH FLOWER STREET, SUITE 2100

LOS ANGELES, CA 90017

P (213) 418-0201

ISHWAR DHUNGANA, ISHWAR.DHUNGANA@KPFF.COM

STRUCTURAL ENGINEER

NOUS ENGINEERS

600 WILSHIRE BOULEVARD, SUITE 760

LOS ANGELES, CA 90017

P (213) 627-6687

LIZ MAHLOW, LIZ.MAHLOW@NOUSENGINEERING.COM

MEP & FPE

ME ENGINEERS

600 WILSHIRE BOULEVARD, SUITE 1200

LOS ANGELES, CA 90017

P (310) 842-8700

SEAN HIRA, SEAN.HIRA@ME-ENGINEERS.COM

BUILDING ENVELOPE

WSP

444 FLOWER STREET #800

LOS ANGELES, CA 90071

P (213) 362-9470

JOSEPH SCHETTINO, JOSEPH.SCHETTINO@WSP.COM

LANDSCAPE ARCHITECT

SWA GROUP

811 W. 7TH STREET, 8TH FLOOR

LOS ANGELES, CA 90017

P (213) 236-9090

GEORGE KUTNAR, GKUTNAR@SWAGROUP.COM

LIGHTING

HORTON LEES BROGDEN

8580 WASHINGTON BOULEVARD

CULVER CITY, CA 90232

P (310) 837-0929  F (310) 837-0902

GUY SMITH, GSMITH@HLBLIGHTING.COM

SPECIFICATIONS

AWC WEST

24990 GREENSBRIER DRIVE

STEVENSON RANCH, CA 91381

P (661) 287-4211

ANDREW WILSON, ANDREW@AWCWEST.COM

CODE & ACCESSIBILITY

JENSEN HUGHES

1000 WILSHIRE BOULEVARD, SUITE 250

P (213) 412-1400

JOHNNY KANG, JKANG@JENSENHUGHES.COM

COST ESTIMATING

C.P. O'HALLORAN ASSOCIATES

30423 CANWOOD STREET, SUITE 133

AGOURA HILLS, CA 91301

P (805) 494-3703

CIARAN O'HALLORAN, CPOHALLORAN@CPOHALLORAN.COM

ACOUSTICS

NEWSON BROWN

3617 HAYDEN AVENUE, SUTIE 100

CULVER CITY, CA 90232

P (310) 829-6343

IAN BOORER, IAN@NEWSONACOUSTICS.COM

TITLE SHEET

C-001
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CIVIL ENGINEER

KPFF

700 SOUTH FLOWER STREET, SUITE 2100

LOS ANGELES, CA 90017

P (213) 418-0201

ISHWAR DHUNGANA, ISHWAR.DHUNGANA@KPFF.COM

STRUCTURAL ENGINEER

NOUS ENGINEERS

600 WILSHIRE BOULEVARD, SUITE 760

LOS ANGELES, CA 90017

P (213) 627-6687

LIZ MAHLOW, LIZ.MAHLOW@NOUSENGINEERING.COM

MEP & FPE

ME ENGINEERS

600 WILSHIRE BOULEVARD, SUITE 1200

LOS ANGELES, CA 90017

P (310) 842-8700

SEAN HIRA, SEAN.HIRA@ME-ENGINEERS.COM

BUILDING ENVELOPE

WSP

444 FLOWER STREET #800

LOS ANGELES, CA 90071

P (213) 362-9470

JOSEPH SCHETTINO, JOSEPH.SCHETTINO@WSP.COM

LANDSCAPE ARCHITECT

SWA GROUP

811 W. 7TH STREET, 8TH FLOOR

LOS ANGELES, CA 90017

P (213) 236-9090

GEORGE KUTNAR, GKUTNAR@SWAGROUP.COM

LIGHTING

HORTON LEES BROGDEN

8580 WASHINGTON BOULEVARD

CULVER CITY, CA 90232

P (310) 837-0929  F (310) 837-0902

GUY SMITH, GSMITH@HLBLIGHTING.COM

SPECIFICATIONS

AWC WEST

24990 GREENSBRIER DRIVE

STEVENSON RANCH, CA 91381

P (661) 287-4211

ANDREW WILSON, ANDREW@AWCWEST.COM

CODE & ACCESSIBILITY

JENSEN HUGHES

1000 WILSHIRE BOULEVARD, SUITE 250

P (213) 412-1400

JOHNNY KANG, JKANG@JENSENHUGHES.COM

COST ESTIMATING

C.P. O'HALLORAN ASSOCIATES

30423 CANWOOD STREET, SUITE 133

AGOURA HILLS, CA 91301

P (805) 494-3703

CIARAN O'HALLORAN, CPOHALLORAN@CPOHALLORAN.COM

ACOUSTICS

NEWSON BROWN

3617 HAYDEN AVENUE, SUTIE 100

CULVER CITY, CA 90232

P (310) 829-6343

IAN BOORER, IAN@NEWSONACOUSTICS.COM

TOPOGRAPHIC

SURVEY

C-100



P
:\2

02
0\

20
00

39
3 

H
ilb

er
t M

us
eu

m
 E

xp
an

si
on

 –
 C

ha
pm

an
 U

ni
v\

5 
C

A
D

\S
he

et
s\

20
00

39
3-

C
-1

.0
1V

M
.d

w
g,

 S
ep

 1
5,

  2
02

1 
- 

3:
28

pm

CIVIL ENGINEER

KPFF

700 SOUTH FLOWER STREET, SUITE 2100

LOS ANGELES, CA 90017

P (213) 418-0201

ISHWAR DHUNGANA, ISHWAR.DHUNGANA@KPFF.COM

STRUCTURAL ENGINEER

NOUS ENGINEERS

600 WILSHIRE BOULEVARD, SUITE 760

LOS ANGELES, CA 90017

P (213) 627-6687

LIZ MAHLOW, LIZ.MAHLOW@NOUSENGINEERING.COM

MEP & FPE

ME ENGINEERS

600 WILSHIRE BOULEVARD, SUITE 1200

LOS ANGELES, CA 90017

P (310) 842-8700

SEAN HIRA, SEAN.HIRA@ME-ENGINEERS.COM

BUILDING ENVELOPE

WSP

444 FLOWER STREET #800

LOS ANGELES, CA 90071

P (213) 362-9470

JOSEPH SCHETTINO, JOSEPH.SCHETTINO@WSP.COM

LANDSCAPE ARCHITECT

SWA GROUP

811 W. 7TH STREET, 8TH FLOOR

LOS ANGELES, CA 90017

P (213) 236-9090

GEORGE KUTNAR, GKUTNAR@SWAGROUP.COM

LIGHTING

HORTON LEES BROGDEN

8580 WASHINGTON BOULEVARD

CULVER CITY, CA 90232

P (310) 837-0929  F (310) 837-0902

GUY SMITH, GSMITH@HLBLIGHTING.COM

SPECIFICATIONS

AWC WEST

24990 GREENSBRIER DRIVE

STEVENSON RANCH, CA 91381

P (661) 287-4211

ANDREW WILSON, ANDREW@AWCWEST.COM

CODE & ACCESSIBILITY

JENSEN HUGHES

1000 WILSHIRE BOULEVARD, SUITE 250

P (213) 412-1400

JOHNNY KANG, JKANG@JENSENHUGHES.COM

COST ESTIMATING

C.P. O'HALLORAN ASSOCIATES

30423 CANWOOD STREET, SUITE 133

AGOURA HILLS, CA 91301

P (805) 494-3703

CIARAN O'HALLORAN, CPOHALLORAN@CPOHALLORAN.COM

ACOUSTICS

NEWSON BROWN

3617 HAYDEN AVENUE, SUTIE 100

CULVER CITY, CA 90232

P (310) 829-6343

IAN BOORER, IAN@NEWSONACOUSTICS.COM

TOPOGRAPHIC

SURVEY

C-101
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CIVIL ENGINEER

KPFF

700 SOUTH FLOWER STREET, SUITE 2100

LOS ANGELES, CA 90017

P (213) 418-0201

ISHWAR DHUNGANA, ISHWAR.DHUNGANA@KPFF.COM

STRUCTURAL ENGINEER

NOUS ENGINEERS

600 WILSHIRE BOULEVARD, SUITE 760

LOS ANGELES, CA 90017

P (213) 627-6687

LIZ MAHLOW, LIZ.MAHLOW@NOUSENGINEERING.COM

MEP & FPE

ME ENGINEERS

600 WILSHIRE BOULEVARD, SUITE 1200

LOS ANGELES, CA 90017

P (310) 842-8700

SEAN HIRA, SEAN.HIRA@ME-ENGINEERS.COM

BUILDING ENVELOPE

WSP

444 FLOWER STREET #800

LOS ANGELES, CA 90071

P (213) 362-9470

JOSEPH SCHETTINO, JOSEPH.SCHETTINO@WSP.COM

LANDSCAPE ARCHITECT

SWA GROUP

811 W. 7TH STREET, 8TH FLOOR

LOS ANGELES, CA 90017

P (213) 236-9090

GEORGE KUTNAR, GKUTNAR@SWAGROUP.COM

LIGHTING

HORTON LEES BROGDEN

8580 WASHINGTON BOULEVARD

CULVER CITY, CA 90232

P (310) 837-0929  F (310) 837-0902

GUY SMITH, GSMITH@HLBLIGHTING.COM

SPECIFICATIONS

AWC WEST

24990 GREENSBRIER DRIVE

STEVENSON RANCH, CA 91381

P (661) 287-4211

ANDREW WILSON, ANDREW@AWCWEST.COM

CODE & ACCESSIBILITY

JENSEN HUGHES

1000 WILSHIRE BOULEVARD, SUITE 250

P (213) 412-1400

JOHNNY KANG, JKANG@JENSENHUGHES.COM

COST ESTIMATING

C.P. O'HALLORAN ASSOCIATES

30423 CANWOOD STREET, SUITE 133

AGOURA HILLS, CA 91301

P (805) 494-3703

CIARAN O'HALLORAN, CPOHALLORAN@CPOHALLORAN.COM

ACOUSTICS

NEWSON BROWN

3617 HAYDEN AVENUE, SUTIE 100

CULVER CITY, CA 90232

P (310) 829-6343

IAN BOORER, IAN@NEWSONACOUSTICS.COM

EROSION CONTROL

PLAN

C-110
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CIVIL ENGINEER

KPFF

700 SOUTH FLOWER STREET, SUITE 2100

LOS ANGELES, CA 90017

P (213) 418-0201

ISHWAR DHUNGANA, ISHWAR.DHUNGANA@KPFF.COM

STRUCTURAL ENGINEER

NOUS ENGINEERS

600 WILSHIRE BOULEVARD, SUITE 760

LOS ANGELES, CA 90017

P (213) 627-6687

LIZ MAHLOW, LIZ.MAHLOW@NOUSENGINEERING.COM

MEP & FPE

ME ENGINEERS

600 WILSHIRE BOULEVARD, SUITE 1200

LOS ANGELES, CA 90017

P (310) 842-8700

SEAN HIRA, SEAN.HIRA@ME-ENGINEERS.COM

BUILDING ENVELOPE

WSP

444 FLOWER STREET #800

LOS ANGELES, CA 90071

P (213) 362-9470

JOSEPH SCHETTINO, JOSEPH.SCHETTINO@WSP.COM

LANDSCAPE ARCHITECT

SWA GROUP

811 W. 7TH STREET, 8TH FLOOR

LOS ANGELES, CA 90017

P (213) 236-9090

GEORGE KUTNAR, GKUTNAR@SWAGROUP.COM

LIGHTING

HORTON LEES BROGDEN

8580 WASHINGTON BOULEVARD

CULVER CITY, CA 90232

P (310) 837-0929  F (310) 837-0902

GUY SMITH, GSMITH@HLBLIGHTING.COM

SPECIFICATIONS

AWC WEST

24990 GREENSBRIER DRIVE

STEVENSON RANCH, CA 91381

P (661) 287-4211

ANDREW WILSON, ANDREW@AWCWEST.COM

CODE & ACCESSIBILITY

JENSEN HUGHES

1000 WILSHIRE BOULEVARD, SUITE 250

P (213) 412-1400

JOHNNY KANG, JKANG@JENSENHUGHES.COM

COST ESTIMATING

C.P. O'HALLORAN ASSOCIATES

30423 CANWOOD STREET, SUITE 133

AGOURA HILLS, CA 91301

P (805) 494-3703

CIARAN O'HALLORAN, CPOHALLORAN@CPOHALLORAN.COM

ACOUSTICS

NEWSON BROWN

3617 HAYDEN AVENUE, SUTIE 100

CULVER CITY, CA 90232

P (310) 829-6343

IAN BOORER, IAN@NEWSONACOUSTICS.COM

DEMOLITION PLAN

C-120
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CIVIL ENGINEER

KPFF

700 SOUTH FLOWER STREET, SUITE 2100

LOS ANGELES, CA 90017

P (213) 418-0201

ISHWAR DHUNGANA, ISHWAR.DHUNGANA@KPFF.COM

STRUCTURAL ENGINEER

NOUS ENGINEERS

600 WILSHIRE BOULEVARD, SUITE 760

LOS ANGELES, CA 90017

P (213) 627-6687

LIZ MAHLOW, LIZ.MAHLOW@NOUSENGINEERING.COM

MEP & FPE

ME ENGINEERS

600 WILSHIRE BOULEVARD, SUITE 1200

LOS ANGELES, CA 90017

P (310) 842-8700

SEAN HIRA, SEAN.HIRA@ME-ENGINEERS.COM

BUILDING ENVELOPE

WSP

444 FLOWER STREET #800

LOS ANGELES, CA 90071

P (213) 362-9470

JOSEPH SCHETTINO, JOSEPH.SCHETTINO@WSP.COM

LANDSCAPE ARCHITECT

SWA GROUP

811 W. 7TH STREET, 8TH FLOOR

LOS ANGELES, CA 90017

P (213) 236-9090

GEORGE KUTNAR, GKUTNAR@SWAGROUP.COM

LIGHTING

HORTON LEES BROGDEN

8580 WASHINGTON BOULEVARD

CULVER CITY, CA 90232

P (310) 837-0929  F (310) 837-0902

GUY SMITH, GSMITH@HLBLIGHTING.COM

SPECIFICATIONS

AWC WEST

24990 GREENSBRIER DRIVE

STEVENSON RANCH, CA 91381

P (661) 287-4211

ANDREW WILSON, ANDREW@AWCWEST.COM

CODE & ACCESSIBILITY

JENSEN HUGHES

1000 WILSHIRE BOULEVARD, SUITE 250

P (213) 412-1400

JOHNNY KANG, JKANG@JENSENHUGHES.COM

COST ESTIMATING

C.P. O'HALLORAN ASSOCIATES

30423 CANWOOD STREET, SUITE 133

AGOURA HILLS, CA 91301

P (805) 494-3703

CIARAN O'HALLORAN, CPOHALLORAN@CPOHALLORAN.COM

ACOUSTICS

NEWSON BROWN

3617 HAYDEN AVENUE, SUTIE 100

CULVER CITY, CA 90232

P (310) 829-6343

IAN BOORER, IAN@NEWSONACOUSTICS.COM

GRADING PLAN

C-130
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CIVIL ENGINEER

KPFF

700 SOUTH FLOWER STREET, SUITE 2100

LOS ANGELES, CA 90017

P (213) 418-0201

ISHWAR DHUNGANA, ISHWAR.DHUNGANA@KPFF.COM

STRUCTURAL ENGINEER

NOUS ENGINEERS

600 WILSHIRE BOULEVARD, SUITE 760

LOS ANGELES, CA 90017

P (213) 627-6687

LIZ MAHLOW, LIZ.MAHLOW@NOUSENGINEERING.COM

MEP & FPE

ME ENGINEERS

600 WILSHIRE BOULEVARD, SUITE 1200

LOS ANGELES, CA 90017

P (310) 842-8700

SEAN HIRA, SEAN.HIRA@ME-ENGINEERS.COM

BUILDING ENVELOPE

WSP

444 FLOWER STREET #800

LOS ANGELES, CA 90071

P (213) 362-9470

JOSEPH SCHETTINO, JOSEPH.SCHETTINO@WSP.COM

LANDSCAPE ARCHITECT

SWA GROUP

811 W. 7TH STREET, 8TH FLOOR

LOS ANGELES, CA 90017

P (213) 236-9090

GEORGE KUTNAR, GKUTNAR@SWAGROUP.COM

LIGHTING

HORTON LEES BROGDEN

8580 WASHINGTON BOULEVARD

CULVER CITY, CA 90232

P (310) 837-0929  F (310) 837-0902

GUY SMITH, GSMITH@HLBLIGHTING.COM

SPECIFICATIONS

AWC WEST

24990 GREENSBRIER DRIVE

STEVENSON RANCH, CA 91381

P (661) 287-4211

ANDREW WILSON, ANDREW@AWCWEST.COM

CODE & ACCESSIBILITY

JENSEN HUGHES

1000 WILSHIRE BOULEVARD, SUITE 250

P (213) 412-1400

JOHNNY KANG, JKANG@JENSENHUGHES.COM

COST ESTIMATING

C.P. O'HALLORAN ASSOCIATES

30423 CANWOOD STREET, SUITE 133

AGOURA HILLS, CA 91301

P (805) 494-3703

CIARAN O'HALLORAN, CPOHALLORAN@CPOHALLORAN.COM

ACOUSTICS

NEWSON BROWN

3617 HAYDEN AVENUE, SUTIE 100

CULVER CITY, CA 90232

P (310) 829-6343

IAN BOORER, IAN@NEWSONACOUSTICS.COM

HORIZONTAL

CONTROL AND

PAVING PLAN

C-140
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CIVIL ENGINEER

KPFF

700 SOUTH FLOWER STREET, SUITE 2100

LOS ANGELES, CA 90017

P (213) 418-0201

ISHWAR DHUNGANA, ISHWAR.DHUNGANA@KPFF.COM

STRUCTURAL ENGINEER

NOUS ENGINEERS

600 WILSHIRE BOULEVARD, SUITE 760

LOS ANGELES, CA 90017

P (213) 627-6687

LIZ MAHLOW, LIZ.MAHLOW@NOUSENGINEERING.COM

MEP & FPE

ME ENGINEERS

600 WILSHIRE BOULEVARD, SUITE 1200

LOS ANGELES, CA 90017

P (310) 842-8700

SEAN HIRA, SEAN.HIRA@ME-ENGINEERS.COM
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BIKE

(E) BOLLARDS TO
BE REMOVED

(E) BRICK PLANTER
TO BE REMOVED

(E) BRICK PLANTER
TO BE REMOVED

(E) BIKE RACK
TO BE REMOVED

(E) TREES, LIGHT,
LANDSCAPING TO
BE REMOVED

(E) CURB, LIGHT,
LANDSCAPING TO
BE REMOVED

(E) CURB, LIGHT,
LANDSCAPING TO
BE REMOVED

(E) TREE &
LANDSCAPING TO
BE REMOVED

(E) TREES &
LANDSCAPING TO
BE REMOVED

(E) TREES &
LANDSCAPING TO
BE REMOVED

(E) TREES, SIGNAGE, LIGHT,
AND LANDSCAPING TO

BE REMOVED

(E) PARKING & ASPHALT
TO BE REMOVED

(E) ASPHALT AND CONCRETE
TO BE REMOVED NORTH OF
THIS LINE

(E) FICUS VINE TO
BE REMOVED

(E) FICUS VINE TO
BE REMOVED

(E) SIGN & LIGHT
TO BE REMOVED

(E) CURB DETECTION
TO BE REMOVED

(E) LANDSCAPING TO
BE REMOVED THROUGHOUT
ENTIRE PARKWAY STRIP

(E) ASPHALT TO BE
REMOVED AND

REGRADED PER CIVIL

(E) CONCRETE WALK TO
BE REMOVED

(E) HARDSCAPE TO
BE REMOVED

(E) SIGN TO BE
REMOVED AND
REPLACED

1

1

2

3

3

4

4

5
5

5 6

7

7

8

9

10

(E) SIGNAGE TO BE
REMOVED

(E) SIGNAGE TO BE
REMOVED

(E) SIDEWALK TO BE REMOVED
NORTH OF THIS LINE

(E) SIGNAGE
TO BE REMOVED

(E) PARKING & ASPHALT
TO BE REMOVED
(E) PARKING & ASPHALT
TO BE REMOVED

(E) DOWNSPOUT & CONDUCTOR
HEAD TO BE REMOVED(E) DOWNSPOUT & CONDUCTOR

HEAD TO BE REMOVED

(E) EDGE OF
PAD TO BE
REMOVED
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(E) BRICK PLANTER
AND LANDSCAPE
TO BE REMOVED

(E) BRICK PLANTER
AND LANDSCAPE
TO BE REMOVED

10

(E) SIGNAGE TO BE
REMOVED

(E) SIGNAGE TO BE
REMOVED

(E) HVAC UNITS
TO BE REMOVED
PER MD-101

(E) HVAC UNITS
TO BE REMOVED
PER MD-101

APN 039-171-11
CHAPMAN UNIVERSITY
DEED: 252252 O.R.

APN 039-171-09
CHAPMAN UNIVERSITY
DEED: 351378 O.R.

R.O.S. BK. 310, PG. 14
R.O.S. 2019-1010

M.B. 18/65
BLOCK "B" HALLADAY TRACT

POSTED: 167 N. ATCHISON STREET
BRICK/CONCRETE/METAL BUILDING

1 STORY

POSTED: 190 N. CYPRESS STREET
CONCRETE BUILDING

1 STORY

(E) EXTERIOR WALL

(E) COLUMN

(E) INTERIOR WALL

(E) INTERIOR WALL SUPPORT

(N) INSULATED INFILL WALL

(N) EXTERIOR COURTYARD WALL

(N) INTERIOR WALL

(N) INTERIOR WALL SUPPORT

GRID LINE

OVERHEAD LINE

HIDDEN / BELOW LINE

ADA REFERENCE LINE

DOOR SWING LINE

PROPERTY LINE

NOT IN SCOPE

SCALE: 1"   = 10'A1 SITE PLAN DEMOLITION

LEGEND GENERAL SHEET NOTES:

1. DO NOT SCALE DRAWINGS. NOTED DIMENSIONS TAKE
PRECEDENCE OVER SCALE.

2. ALL GRADES, LINES & BENCH MARKS FOR THE NEW
CONSTRUCTION SHALL BE ESTABLISHED AND MAINTAINED BY
THE CONTRACTOR, WHO SHALL BE RESPONSIBLE FOR THE
SAME.

3. CONTRACTOR'S CHOICE AS TO THE MEANS OF
CONSTRUCTION, THE SEQUENCE OF CONSTRUCTION, AND
SAFETY PRECAUTIONS INCIDENT THERETO, ARE NOT PART
OF THE ARCHITECT'S RESPONSIBILITY.

4. NEW CONSTRUCTION DIMENSIONS ARE BASED ON
DOCUMENTS PROVIDED BY CLIENT. THE CONTRACTOR
SHALL VERIFY DRAWING DIMENSIONS AGAINST ACTUAL SITE
CONDITIONS AND BOUNDARIES AND SHALL NOTIFY THE
ARCHITECT OF ANY AREAS WHICH WOULD DIFFER FROM THE
INTENT OF THE DRAWINGS, OR THAT SHOW DISCREPANCY
BETWEEN SECTIONS OF THE DRAWINGS AND/OR ACTUAL
SITE CONDITIONS PRIOR TO CONSTRUCTION. IN THE EVENT
OF THE CONTRACTOR'S FAILURE TO GIVE SUCH NOTICE, HE
WILL BE HELD RESPONSIBLE FOR THE RESULTS OF COST
RECTIFYING THE SAME.

5. REFER TO C-120 FOR SITE DEMOLITION AND OFFSITE WORK

6. REFER TO ED-100 FOR ELECTRICAL SITE DEMOLITION PLAN

SHEET KEYNOTES
1. (E) MONITOR WELL TO REMAIN
2. (E) GAS METER TO REMAIN
3. (E) FIRE ALARM BELL TO REMAIN
4. (E) FDC TO REMAIN
5. (E) KNOX BOX TO BE REMOVED AND RETURNED

TO THE UNIVERSITY
6. (E) BOLLARD WITH CARD READER AND POWER

ASSIST TO BE REMOVED, CARD READER TO BE
RETURNED TO THE UNIVERSITY

7. (E) CARD READER TO BE REMOVED AND
RETURNED TO THE UNIVERSITY

8. (E) BLUE PHONE TO BE REMOVED AND
RETURNED TO UNIVERSITY

9. (E) FIRE ALARM STROBE TO BE REMOVED AND
RELOCATED ON (E) TILT UP WALL

10. (E) STORM DRAIN OVERFLOW TO BE REMOVED
AND RELOCATED ON (E) TILT UP WALL
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(E) EXTERIOR WALL TO REMAIN

(E) COLUMN TO REMAIN

(E) INTERIOR WALL TO REMAIN

(E) INTERIOR WALL SUPPORT TO REMAIN

(E) WALL / PARTITION TO BE REMOVED

(E) BUILDING ELEMENT TO REMAIN

(E) BUILDING ELEMENT TO BE REMOVED
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A4
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(E) BOTTLE FILLER AND
FRAMING TO BE REMOVED,

EQUIPMENT TO BE
RETURNED TO UNIVERSITY

(E) MIRROR TO BE
REMOVED

(E) RAISED DANCE
FLOOR TO BE REMOVED

(E) FRAMED WALL
TO BE REMOVED

(E) FURRING
TO BE REMOVED

(E) SHELVING
TO BE SALVAGED AND
RETURNED TO UNIVERSITY

(N) OPENING IN (E) WALL
HEIGHT OF 10'-0"

(N) SAWCUT OPENING
IN (E) CONC. WALL

SEE A4/A-201

(N) SAWCUT OPENING
IN (E) CONC. WALL

SEE A4/A-201

(E) VINYL BASE
TO BE REMOVED

TYPICAL THROUGHOUT

(E) AWNING AND
SOFFIT TO BE REMOVED

(E) AWNING TO BE REMOVED
TO BE FLUSH WITH FACE OF (E) WALL

(E) AWNING
TO BE REMOVED

(N) SAWCUT OPENING
IN (E) CONC. WALL
SEE A4/A-201

(E) AWNING
TO BE REMOVED

(E) OPENING TO
BE ENLARGED
SEE D1/A-201

(E) AWNING
TO BE REMOVED

(E) AWNING, HSS BEAMS
AND BRACKETS
TO BE REMOVED

(E) AWNING
TO BE REMOVED

(N) SAWCUT OPENING
IN (E) CONC. WALL
SEE A1/A-201

(E) WALL, DOOR, FRAME
AND SOFFIT TO BE
REMOVED, DOOR HARDWARE
TO BE RETURNED TO UNIVERSITY

(E) STORM DRAIN
PIPING TO REMAIN

(E) STOREFRONT & HSS
BEAM TO BE REMOVED, TYP.

(E) CONCRETE WALL
TO REMAIN

(E) STOREFRONT TO REMAIN
ALL (E) GASKETS AND SEALANTS
TO BE REPLACED

(E) STOREFRONT TO REMAIN
ALL (E) GASKETS AND SEALANTS
TO BE REPLACED

(E) STOREFRONT TO REMAIN
(E) GASKETS AND SEALANTS
TO BE REPLACED

(E) WINDOWS TO REMAIN
ALL (E) GASKETS AND SEALANTS
TO BE REPLACED

(E) DOOR TO REMAIN
(E) SEALANTS
TO BE REPLACED

(E) DOOR TO REMAIN

(E) CONCRETE WING WALL &
PERPENDICULAR HSS BEAM TO BE
REMOVED, SPANDREL PANEL TO
BE REPLACED TO MATCH (E)

(N) SAWCUT OPENING
IN (E) CONC. WALL

SEE A4/A-201

(E) STOREFRONT TO REMAIN
(E) DOOR THRESHOLD TO BE REMOVED
(E) GASKETS AND SEALANTS
TO BE REPLACED

(E) DOOR THRESHOLD
TO BE REMOVED

(E) DOOR, FRAME AND
STOREFRONT TO BE REMOVED
HARDWARE TO BE RETURNED
TO UNIVERSITY

(E) DOOR AND FRAME TO BE REMOVED
HARDWARE TO BE RETURNED

TO UNIVERSITY

(E) DESK TOP TO BE SALVAGED AND
RETURNED TO UNIVERSITY,
(E) PONY WALL TO BE REMOVED

(E) SPEAKERS, AV SCREEN,
WAPS, TO BE REMOVED AND
RETURNED TO UNIVERSITY

(E) HVAC UNIT TO BE
REMOVED PER MD-101

(E) SECTION OF
PAD TO BE
REMOVED

(E) SLAB TO BE REMOVED
AND REPLACED PER CIVIL

DANCE STUDIO

A: 2,850 sq ft

DANCE STUDIO

A: 1,874 sq ft

DANCE STUDIO

A: 895 sq ft

CLASSROOM

A: 458 sq ft

OFFICE

A: 143 sq ft

STORAGE

A: 74 sq ft

OFFICE / LAB

A: 234 sq ft

ICE MACHINE

A: 43 sq ft

OFFICE

A: 77 sq ft

OFFICE

A: 106 sq ft

OFFICE

A: 100 sq ft

OFFICE

A: 100 sq ft

JANITOR

A: 49 sq ft

WOMEN'S

A: 223 sq ft

MEN'S

A: 254 sq ft

STORAGE

A: 33 sq ft

ELECTRICAL

A: 113 sq ft

BOILER

A: 32 sq ft

RESTROOM

A: 121 sq ft

OFFICE

A: 117 sq ft

ENTRY

A: 152 sq ft

HALLWAY

A: 758 sq ft

OFFICE

A: 124 sq ft

OFFICE

A: 124 sq ft

JANITOR

A: 33 sq ft

AV / IT

A: 76 sq ft

STORAGE

A: 70 sq ft

STORAGE

A: 46 sq ft

ELEC.

A: 42 sq ft
WOMEN'S

A: 267 sq ft

MEN'S

A: 267 sq ft

DANCE STUDIO

A: 2,416 sq ft

HALLWAY

A: 220 sq ft

ENTRY

A: 383 sq ft
EXHIBITION

A: 5,217 sq ft

N

SCALE: 1/8"   =    1'-0"A1 FIRST FLOOR DEMOLITION

LEGEND GENERAL SHEET NOTES:

1. DO NOT SCALE DRAWINGS. NOTED DIMENSIONS TAKE
PRECEDENCE OVER SCALE.

2. ALL GRADES, LINES & BENCH MARKS FOR THE NEW
CONSTRUCTION SHALL BE ESTABLISHED AND MAINTAINED BY
THE CONTRACTOR, WHO SHALL BE RESPONSIBLE FOR THE
SAME.

3. CONTRACTOR'S CHOICE AS TO THE MEANS OF
CONSTRUCTION, THE SEQUENCE OF CONSTRUCTION, AND
SAFETY PRECAUTIONS INCIDENT THERETO, ARE NOT PART
OF THE ARCHITECT'S RESPONSIBILITY.

4. NEW CONSTRUCTION DIMENSIONS ARE BASED ON
DOCUMENTS PROVIDED BY CLIENT. THE CONTRACTOR
SHALL VERIFY DRAWING DIMENSIONS AGAINST ACTUAL SITE
CONDITIONS AND BOUNDARIES AND SHALL NOTIFY THE
ARCHITECT OF ANY AREAS WHICH WOULD DIFFER FROM THE
INTENT OF THE DRAWINGS, OR THAT SHOW DISCREPANCY
BETWEEN SECTIONS OF THE DRAWINGS AND/OR ACTUAL
SITE CONDITIONS PRIOR TO CONSTRUCTION. IN THE EVENT
OF THE CONTRACTOR'S FAILURE TO GIVE SUCH NOTICE, HE
WILL BE HELD RESPONSIBLE FOR THE RESULTS OF COST
RECTIFYING THE SAME.

5. REFER TO ED-101 FOR ELECTRICAL DEMOLITION PLAN

6. REFER TO MD-101 FOR MECHANICAL DEMOLITION PLAN

7. REFER TO PD-101 FOR PLUMBING DEMOLITION PLAN

SHEET KEYNOTES
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(E) EXTERIOR WALL TO REMAIN

(E) COLUMN TO REMAIN

(E) INTERIOR WALL TO REMAIN

(E) INTERIOR WALL SUPPORT TO REMAIN

(E) WALL / PARTITION TO BE REMOVED

(E) BUILDING ELEMENT TO REMAIN

(E) BUILDING ELEMENT TO BE REMOVED
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(E) SKYLIGHT TO BE
REMOVED

(E) ROOF HATCH
TO BE REMOVED

(E) SKYLIGHT TO BE
REMOVED

(E) SKYLIGHT TO BE
REMOVED

(E) SKYLIGHT TO BE
REMOVED

(E) SKYLIGHT TO BE
REMOVED

(E) SKYLIGHT TO BE
REMOVED

(E) SKYLIGHT TO BE
REMOVED

(E) SKYLIGHT TO BE
REMOVED

(E) SKYLIGHT TO
REMAIN

(E) MECHANICAL
PENETRATIONS TO REMAIN

(E) COPING CAP
TO BE REMOVED

(E) COPING CAP
TO BE REMOVED

(E) HSS TO BE
REMOVED

(E) TILT UP CONCRETE
WALL TO BE REMOVED

(E) COPING CAP
TO BE REMOVED

(E) PARAPET CAP
TO BE REMOVED

(E) COPING CAP
TO BE REMOVED

(E) DOWNSPOUT WITH
CONDUCTOR HEAD
TO BE REMOVED

(E) DOWNSPOUT WITH
CONDUCTOR HEAD
TO BE REMOVED

(E) COPING CAP
TO BE REMOVED

(E) COPING CAP
TO BE REMOVED

(E) MECHANICAL
PENETRATIONS TO REMAIN

11

11

(E) COPING CAP
TO BE REMOVED

(E) COPING CAP
TO BE REMOVED

(E) TPO MEMBRANE & CANT STRIP TO BE
REMOVED PER D1/A5-22

(E) ROOF
SLOPE

(E) ROOF
SLOPE

(E) ROOF
SLOPE

(E) ROOF
SLOPE

(E) ROOF
SLOPE

(E) ROOF
SLOPE

N

SCALE: 1/8"   =    1'-0"A1 ROOF DEMOLITION

LEGEND GENERAL SHEET NOTES:SHEET KEYNOTES

1. DO NOT SCALE DRAWINGS. NOTED DIMENSIONS TAKE
PRECEDENCE OVER SCALE.

2. ALL GRADES, LINES & BENCH MARKS FOR THE NEW
CONSTRUCTION SHALL BE ESTABLISHED AND MAINTAINED BY
THE CONTRACTOR, WHO SHALL BE RESPONSIBLE FOR THE
SAME.

3. CONTRACTOR'S CHOICE AS TO THE MEANS OF
CONSTRUCTION, THE SEQUENCE OF CONSTRUCTION, AND
SAFETY PRECAUTIONS INCIDENT THERETO, ARE NOT PART
OF THE ARCHITECT'S RESPONSIBILITY.

4. NEW CONSTRUCTION DIMENSIONS ARE BASED ON
DOCUMENTS PROVIDED BY CLIENT. THE CONTRACTOR
SHALL VERIFY DRAWING DIMENSIONS AGAINST ACTUAL SITE
CONDITIONS AND BOUNDARIES AND SHALL NOTIFY THE
ARCHITECT OF ANY AREAS WHICH WOULD DIFFER FROM THE
INTENT OF THE DRAWINGS, OR THAT SHOW DISCREPANCY
BETWEEN SECTIONS OF THE DRAWINGS AND/OR ACTUAL
SITE CONDITIONS PRIOR TO CONSTRUCTION. IN THE EVENT
OF THE CONTRACTOR'S FAILURE TO GIVE SUCH NOTICE, HE
WILL BE HELD RESPONSIBLE FOR THE RESULTS OF COST
RECTIFYING THE SAME.

5. REFER TO ED-102 FOR ELECTRICAL ROOF DEMOLITION PLAN

6. REFER TO MD-102 FOR MECHANICAL ROOF DEMOLITION PLAN

7. REFER TO PD-102 FOR PLUMBING ROOF DEMOLITION PLAN

1. (E) ROOF MEMBRANE AREAS WHERE PONDING
AREAS OCCURS TO BE REMOVED
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AWC WEST
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NORTH BLDG F.F.

LOWEST GRADE

NORTH BLDG PARAPET

(E) FICUS VINE COVER TO BE
REMOVED, PATCH AND REPAIR
SPALLS & CRACKS IN (E) CONCRETE.

SAWCUT (N) OPENING IN
(E) CONCRETE WALL
LOCATE PER PLAN

(E) COPING TO BE
REMOVED SEE AD-102
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SOUTH BLDG F.F.

SOUTH BLDG PARAPET

LOWEST GRADE
SAWCUT (N) OPENING IN
(E) CONCRETE WALL
LOCATE PER PLAN

SAWCUT (N) OPENING IN
(E) CONCRETE WALL
LOCATE PER PLAN

(E) COPING CAP TO BE
REMOVED PER AD-102

(E) CAMERA TO BE REMOVED
AND RETURNED TO UNIVERSITY
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179.00 (0'-0")

199.50 (20'-6")

180.50 (1'-6")

A B C 1 2 3 4 5

NORTH BLDG F.F.

T.O. NORTH PARAPET

LOWEST GRADE

T.O. SOUTH PARAPET

T.O. OPENING

SOUTH BLDG F.F.

(E) FICUS VINE COVER TO BE
REMOVED, PATCH AND REPAIR
SPALLS & CRACKS IN (E) CONCRETE

(E) CANOPY, SUPPORT TIES AND
BRACKETS TO BE REMOVED

(E) STOREFRONT TO REMAIN

(E) DOOR, TRANSOM, AND
SIDELIGHTS TO REMAIN

(E) CORRUGATED METAL
PANEL TO BE REMOVED, TYP.

(E) SIGNAGE TO BE
REMOVED AND
RETURNED TO
UNIVERSITY

(E) SIGNAGE TO BE REMOVED
AND RETURNED TO

UNIVERISTY

(E) CANOPY, HSS BEAMS, AND
BRACKETS TO BE REMOVED AT
INTERIOR AND EXTERIOR, TYP.

(E) BRICK VENEER &
BRICK CAP TO BE
REMOVED, TYP. CMU
WALL TO REMAIN.

(E) BRICK VENEERED CMU PLANTER
WALL TO BE REMOVED(E) DOOR TO BE REMOVED

(E) BRICK VENEER & BRICK CAP
TO BE REMOVED, TYP.

(E) CORRUGATED METAL PANEL TO BE
REMOVED, PLASTER INFILL BEHIND
TO REMAIN

(E) OVERFLOW SCUPPER,
CONDUCTOR HEAD AND
DOWNSPOUT TO BE REPLACED, TYP.

(E) LIGHT FIXTURE TO
BE REMOVED, TYP.

(E) STOREFRONT & HSS BEAMS
TO BE REMOVED, CONCRETE
WALL BEHIND TO REMAIN PER
AD-101

(E) BRICK VENEERED CMU PLANTER
WALL TO BE REMOVED(E) STOREFRONT TO REMAIN

(E) SECTION OF
CONCRETE WING
WALL TO BE REMOVED
SEE PLAN

(E) INFILL WALL TO REMAIN

(E) FIRE ALARM BELL
TO REMAIN

(E) SPRINKLER
STANDPIPE
TO REMAIN

REMOVE (E) DOWNSPOUT NOZZLE
ON PLANTER WALL AND REINSTALL

ON (E) CONCRETE WALL

REMOVE (E) DOWNSPOUT NOZZLE
AND REINSTALL ON (E) CMU WALL

AFTER BRICK VENEER IS REMOVED

(E) FIRE ALARM BELL
TO REMAIN

(E) FIRE ALARM
STROBE TO BE
REMOVED AND
RELOCATED ON
EXTERIOR WALL
AFTER REMOVAL
OF CORRUGATED
PANEL(E) CARD READER AND KNOX BOX

TO BE REMOVED AND RETURNED TO UNIVERSITY

(E) PEDESTAL TO BE REMOVED (E) POWER
ASSIST & CARD READER
TO BE REMOVED AND RETURNED TO
UNIVERSITY

(E) SIGNAGE AND ADDRESS NUMBERS
TO BE REMOVED AND RETURNED TO

UNIVERSITY

(E) SIGNAGE TO BE REMOVED AND
RETURNED TO UNIVERSITY

(E) SIGNAGE
TO BE REMOVED
AND RETURNED
TO UNIVERSITY

(E) CAMERA TO BE REMOVED AND
RETURNED TO UNIVERSITY

H I L B E R T
M U S E U M

CHAPMAN UNIVERSITY
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Partridge Dance Center
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U N I V E R S I T Y

190 NORTH CYPRESS
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T.O. NORTH PARAPET

LOWEST GRADE

NORTH BLDG F.F.

(E) FICUS VINE COVER TO BE
REMOVED, PATCH AND REPAIR

SPALLS & CRACKS IN (E) CONCRETE

(E) DOOR, TRANSOM, AND
SIDELIGHTS TO BE REMOVED

(E) LIGHT FIXTURE TO
BE REMOVED, TYP.

(E) CANOPY, SUPPORT TIES AND
BRACKETS TO BE REMOVED

(E) DOOR TO REMAIN

SAWCUT (N) OPENING IN
(E) CONCRETE WALL
LOCATE PER PLAN

SAWCUT (N) OPENING IN
(E) CONCRETE WALL
LOCATE PER PLAN

(E) COPING TO BE
REMOVED SEE AD-102

(E) CARD READER TO BE
REMOVED AND RETURNED
TO UNIVERSITY

(E) BLUE PHONE TO BE
RELOCATED PER A-200 (E) GAS METER TO REMAIN

(E) CAMERA TO BE REMOVED AND
RETURNED TO THE UNIVERSITY
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ABC12345

SOUTH BLDG F.F.

T.O. SOUTH PARAPET

LOWEST GRADE

NORTH BLDG PARAPET

NORTH BLDG F.F.

(E) ARCHED  INFILL WALL TO REMAIN,
(E) PLASTER TO BE  REPAIRED, TYP. (E) METAL CANOPY TO BE REMOVED, TYP.

(E) FICUS VINE COVER TO BE
REMOVED, PATCH AND REPAIR
SPALLS & CRACKS IN (E) CONCRETE

(E) CANOPY, SUPPORT TIES AND
BRACKETS TO BE REMOVED

(E) DOOR TO REMAIN

(E) BRICK VENEER & BRICK CAP
TO BE REMOVED, TYP.

(E) WINDOW TO REMAIN, GASKETS AND
SEALANTS TO BE REPLACED

(E) CORRUGATED METAL PANEL AND DENSGLASS WITH
SELF SEALING WATERPROOFING BEHIND TO BE REMOVED

(E) DOOR TO BE REMOVED
WIRELESS DOOR HARDWARE
TO BE RETURNED TO UNIVERSITY

(E) DOOR AND SIDELIGHT TO BE
REMOVED

(E) CORRUGATED METAL PANEL
TO BE REMOVED, TYP.

(E) WINDOW TO REMAIN, GASKETS AND
SEALANTS TO BE REPLACED

(E) AWNING TO BE REMOVED TO
BE FLUSH WITH FACE OF (E)

WALL,  (E) SOFFIT TO REMAIN

(E) COPING TO BE REMOVED
PER AD-102

(E) COPING TO BE REMOVED
PER AD-102

(E) SIGNAGE TO BE
REMOVED AND RETURNED
TO UNIVERSITY

(E) BRICK PLANTER TO
BE REMOVED

(E) BRICK PLANTER
AND BRICK PILASTER

TO BE REMOVED

(E) ELECTRICAL BOX
TO REMAIN

(E) SIGNAGE AND ADDRESS NUMBERS
TO BE REMOVED AND RETURNED TO

UNIVERSITY

(E) KNOX BOX TO BE
REMOVED AND RETURNED
TO UNIVERSITY
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Partridge Dance Center
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SOUTH BLDG F.F.

SOUTH BLDG PARAPET

LOWEST GRADE

(E) BRICK VENEER &
BRICK CAP TO BE

REMOVED, TYP. CMU
WALL TO REMAIN.

(E) AWNING TO BE REMOVED TO
BE FLUSH WITH  FACE OF WALL

(E) SOFFIT TO REMAIN

(E) BRICK VENEER TO
BE REMOVED
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SCALE: 1/8"   =    1'-0"D4 SOUTH BUILDING - SOUTH ELEVATION



SITE PLAN

A-100

MARK DATE DESCRIPTION

ISSUE

STAMPS

PROJECT DESCRIPTION

SHEET TITLE

SHEET NUMBER

Project No: 2011 HMCA Renovations

Copyright: JOHNSTON MARKLEE

Issue Date: 08/13/2021

   01.08.2021         100% SD

   04.02.2021         100% DD

   06.18.2021         50% CD

   08.13.2021         90% CD

54321

E

D

C

B

6

A

F

IF THE ABOVE DIMENSION DOES NOT MEASURE ONE
INCH (1") EXACTLY, THIS DRAWING WILL HAVE BEEN
ENLARGED OR REDUCED, AFFECTING ALL LABELED
SCALES.

1" ACTUAL

1545 Pontius Avenue
Los Angeles,  California  90025
P  310 442 4886
F  310 442 4896
www.johnstonmarklee.com

JOHNSTONMARKLEE

CIVIL ENGINEER
KPFF
700 SOUTH FLOWER STREET, SUITE 2100
LOS ANGELES, CA 90017
P (213) 418-0201
ISHWAR DHUNGANA, ISHWAR.DHUNGANA@KPFF.COM

STRUCTURAL ENGINEER
NOUS ENGINEERS
600 WILSHIRE BOULEVARD, SUITE 760
LOS ANGELES, CA 90017
P (213) 627-6687
LIZ MAHLOW, LIZ.MAHLOW@NOUSENGINEERING.COM

MEP & FPE
ME ENGINEERS
600 WILSHIRE BOULEVARD, SUITE 1200
LOS ANGELES, CA 90017
P (310) 842-8700
SEAN HIRA, SEAN.HIRA@ME-ENGINEERS.COM

BUILDING ENVELOPE
WSP
444 FLOWER STREET #800
LOS ANGELES, CA 90071
P (213) 362-9470
JOSEPH SCHETTINO, JOSEPH.SCHETTINO@WSP.COM

LANDSCAPE ARCHITECT
SWA GROUP
811 W. 7TH STREET, 8TH FLOOR
LOS ANGELES, CA 90017
P (213) 236-9090
GEORGE KUTNAR, GKUTNAR@SWAGROUP.COM

LIGHTING
HORTON LEES BROGDEN
8580 WASHINGTON BOULEVARD
CULVER CITY, CA 90232
P (310) 837-0929  F (310) 837-0902
GUY SMITH, GSMITH@HLBLIGHTING.COM

SPECIFICATIONS
AWC WEST
24990 GREENSBRIER DRIVE
STEVENSON RANCH, CA 91381
P (661) 287-4211
ANDREW WILSON, ANDREW@AWCWEST.COM

CODE & ACCESSIBILITY
JENSEN HUGHES
1000 WILSHIRE BOULEVARD, SUITE 250
P (213) 412-1400
JOHNNY KANG, JKANG@JENSENHUGHES.COM

COST ESTIMATING
C.P. O'HALLORAN ASSOCIATES
30423 CANWOOD STREET, SUITE 133
AGOURA HILLS, CA 91301
P (805) 494-3703
CIARAN O'HALLORAN, CPOHALLORAN@CPOHALLORAN.COM

ACOUSTICS
NEWSON BROWN
3617 HAYDEN AVENUE, SUTIE 100
CULVER CITY, CA 90232
P (310) 829-6343
IAN BOORER, IAN@NEWSONACOUSTICS.COM

167 N ATCHISON STREET
ORANGE, CA 92866

HILBERT MUSEUM OF
CALIFORNIA ART
RENOVATIONS

COMMISSIONING
GLUMAC
18200 VON KARMAN AVE, SUITE 100
IRVINE, CA 92612
P (949) 833-8190
AARON SCHNEIDER, ASCHNEIDER@GLUMAC.COM

PROPERTY LINE

SETBACK LINE

STREET CENTER LINE

OVERHEAD LINE

BELOW / HIDDEN LINE

DRAINAGE FLOW LINE

(N) EXTERIOR COURTYARD WALL

(N) HARDSCAPE PER CIVIL / LANDSCAPE

(N) CONCRETE PER CIVIL / LANDSCAPE

(N) PLANTING AREA PER CIVIL / LANDSCAPE

BIKE
(E)

1 2 3 4 5

A

B

C

D

1

2

3

4

5

6

A B C

15
'-0

"

10
'-0

"

10'-0"

18'-0"

9'
-3

 1
/2

"

40'-0" LOADING ZONE

16'-6"

5'-0" 9'-0"12'-3"

18
'-0

"

3'-
0"

3'-0"

3'
-0

"
1'

-0
"

1'
-0

"

9'
-4

"

13'-6"

WP2 APPLIED TO
(E) CONCRETE PER A5/A-513

1

1

2

3

3

4

4

5

56

6

7

7

7

7

7

8
10

9

11

12

12

12

12

12

13

13

13

13

13

13

14

14

14

13

13

15

16

18

18

18

19

21

21

20

6

2222

17

17

17 17

12

REFER TO
D1/A-513
FOR BASE
OF WALL DETAIL

FAMILY GROUP SCULPTURE
PROVIDED BY OWNER

WP2 APPLIED TO
(N) CONCRETE PER A5/A-513

13

13

N. CYPRESS STREET

S 
89

° 5
7'

 5
2"

 E
  1

24
.8

2'

WV
WV

WV

W
ES

T 
 M

AP
LE

  A
VE

N
U

E

N. ATCHISON STREET

SE
TB

AC
K

SE
TB

AC
K

SETBACK

VAN
ADA
(E)

ADA

1 (N)

5 (E)

6 (E)

7 (E)

PLANTER

PLANTER

4 (E)

2 (N)

3 (E)

FH

FH

FDCEV
FDC

FIV
PIV

SLV

WM WM

WV
WV EV

HB BFP ER

GVT TLR

SLV
GV

SCO
CO

WM
WM

BFP BFP BFP

GM

HB

HB

HBHB

12'-0" MIN

NO
PARKING

FX8 FX8

APN 039-171-11
CHAPMAN UNIVERSITY
DEED: 252252 O.R.

APN 039-171-09
CHAPMAN UNIVERSITY
DEED: 351378 O.R.

R.O.S. BK. 310, PG. 14
R.O.S. 2019-1010

M.B. 18/65
BLOCK "B" HALLADAY TRACT

POSTED: 167 N. ATCHISON STREET
BRICK/CONCRETE/METAL BUILDING

1 STORY

POSTED: 190 N. CYPRESS STREET
CONCRETE BUILDING

1 STORY

N

SCALE: 1"   = 10'A1 SITE PLAN

LEGEND GENERAL SHEET NOTES:

1. DO NOT SCALE DRAWINGS. NOTED DIMENSIONS TAKE
PRECEDENCE OVER SCALE.

2. ALL GRADES, LINES & BENCH MARKS FOR THE NEW
CONSTRUCTION SHALL BE ESTABLISHED AND MAINTAINED BY
THE CONTRACTOR, WHO SHALL BE RESPONSIBLE FOR THE
SAME.

3. CONTRACTOR'S CHOICE AS TO THE MEANS OF
CONSTRUCTION, THE SEQUENCE OF CONSTRUCTION, AND
SAFETY PRECAUTIONS INCIDENT THERETO, ARE NOT PART
OF THE ARCHITECT'S RESPONSIBILITY.

4. NEW CONSTRUCTION DIMENSIONS ARE BASED ON
DOCUMENTS PROVIDED BY CLIENT. THE CONTRACTOR
SHALL VERIFY DRAWING DIMENSIONS AGAINST ACTUAL SITE
CONDITIONS AND BOUNDARIES AND SHALL NOTIFY THE
ARCHITECT OF ANY AREAS WHICH WOULD DIFFER FROM THE
INTENT OF THE DRAWINGS, OR THAT SHOW DISCREPANCY
BETWEEN SECTIONS OF THE DRAWINGS AND/OR ACTUAL
SITE CONDITIONS PRIOR TO CONSTRUCTION. IN THE EVENT
OF THE CONTRACTOR'S FAILURE TO GIVE SUCH NOTICE, HE
WILL BE HELD RESPONSIBLE FOR THE RESULTS OF COST
RECTIFYING THE SAME.

5. REFER TO CIVIL DRAWINGS INCLUDING C-130 GRADING PLAN,
C-140 HORIZONTAL CONTROL AND PAVING PLAN, AND C-150
UTILITY PLAN FOR ADDITIONAL INFORMATION

6. REFER LANDSCAPE DRAWINGS INCLUDING L1.01, L2.01, L4.01,
AND L4.01 FOR ADDITIONAL INFORMATION

7. REFER TO E-200 FOR SITE LIGHTING

8. REFER TO G-004 FOR ACCESSIBILITY NOTES

SHEET KEYNOTES
1. (E) MONITOR WELL WITH (N) CAP PER CIVIL
2. (E) GAS METER
3. (E) FIRE ALARM BELL
4. (E) FDC
5. KNOX BOX
6. CARD READER & POWER ASSIST
7. TREE PER L-401
8. RELOCATED BLUE PHONE PER UNIVERSITY
9. (E) FIRE ALARM STROBE RELOCATED ON (E)

TILT UP WALL
10. (E) STORM DRAIN OVERFLOW RELOCATED ON

(E) TILT UP WALL
11. TRENCH DRAIN PER C-130
12. CATCH BASIN PER C-130
13. AREA DRAIN PER C-130
14. CLEANOUT PER C-130
15. DRYWELL PER C-130
16. IRRIGATION METER PER C-150
17. CURB & GUTTER PER C-130
18. WHEEL STOP PER CIVIL
19. BLUE PAINTED BORDER, 3-0" O.C. DIAGONAL

STRIPING WITH "NO PARKING" WHITE
LETTERING 12" HIGH PER SECTION 32 17 19

20. INTERNATIONAL SYMBOL OF ACCESSIBILITY IN
WHITE, CENTERED WITHIN PARKING SPACE

21. ACCESSIBLE PARKING SIGNAGE WITH ISA
SYMBOL, POST MOUNTED 60" MIN ABOVE
GRADE TO BOTTOM OF SIGN. LANGUAGE TO
INCLUDE  MINIMUM FINE $250 AND WHERE
INDICATED PROVIDE AN ADDITIONAL LANGUAGE
WITH THE DESIGNATION "VAN ACCESSIBLE".
REFER TO SECTION 32 17 19

22. FX8 PER E-200
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SCALE: 1/8"   =    1'-0"A1 FIRST FLOOR

LEGEND SHEET KEYNOTES
1. (E) STOREFRONT TO REMAIN, PROVIDE (N)

GASKETS AND SEALANT. (N) ADA COMPLIANT
THRESHOLD TO BE PROVIDED AT(E) DOORS

2. (E) DOOR TO REMAIN
3. (E) STORM DRAIN PIPING TO REMAIN
4. REMOVE AND REINSTALL (E) OVERFLOW

SCUPPER ONTO CONCRETE WALL
5. (N) DOWNSPOUT WITH CONDUCTOR HEAD PER

C5/A-510
6. (N) TRAFFIC COATING ON (E) SLAB PER A5/A-513
7. (N) INFILL WALL AT (E) OPENING PER
 A1/ A-500
8. ONE LAYER 5/8" TYPE X DRYWALL TO BE

APPLIED TO (E) PARTITION TO REMAIN, GAPS IN
THE (E) PARTITION TO BE ACOUSTICALLY
SEALED, GAPS LARGER THAN 1/2" TO BE
LAPPED WITH DRYWALL PRIOR TO BEING
SEALED

9. FOUNDATION PER S-101
10. (E) DOOR CLOSER TO BE ADJUSTED TO MEET

MAXIMUM 5LB PUSH / PULL FORCE
11. (N) COMPLIANT DOOR THRESHOLD TO BE

PROVIDED WITH A MAXIMUM HEIGHT OF 1/2"
WHEN BEVELED AT 1:2 MAX

12. (E) HVAC UNIT TO REMAIN PER M-101
13. (E) ELECTRICAL TO REMAIN PER E-101
14. (N) HVAC UNIT PER M-101
15. (E) CONCRETE PAD TO BE EXTENDED FOR (N)

HVAC UNIT, REFER TO M-101 & S-100
16. ASSISTIVE LISTENING SYSTEM AND REQUIRED

SIGNAGE TO BE PROVIDED
17. 3/4" PLYWOOD TO BE PROVIDED AS FINISH

WALLS SURFACE IN AV/IT ROOM N109A
18. SHOTCRETE INFILL WALL PER S-101 TO MATCH

WIDTH OF (E) CONCRETE WALL

GENERAL SHEET NOTES:

1. DO NOT SCALE DRAWINGS. NOTED DIMENSIONS TAKE
PRECEDENCE OVER SCALE.

2. ALL GRADES, LINES & BENCH MARKS FOR THE NEW
CONSTRUCTION SHALL BE ESTABLISHED AND MAINTAINED BY
THE CONTRACTOR, WHO SHALL BE RESPONSIBLE FOR THE
SAME.

3. CONTRACTOR'S CHOICE AS TO THE MEANS OF
CONSTRUCTION, THE SEQUENCE OF CONSTRUCTION, AND
SAFETY PRECAUTIONS INCIDENT THERETO, ARE NOT PART
OF THE ARCHITECT'S RESPONSIBILITY.

4. NEW CONSTRUCTION DIMENSIONS ARE BASED ON
DOCUMENTS PROVIDED BY CLIENT. THE CONTRACTOR
SHALL VERIFY DRAWING DIMENSIONS AGAINST ACTUAL SITE
CONDITIONS AND BOUNDARIES AND SHALL NOTIFY THE
ARCHITECT OF ANY AREAS WHICH WOULD DIFFER FROM THE
INTENT OF THE DRAWINGS, OR THAT SHOW DISCREPANCY
BETWEEN SECTIONS OF THE DRAWINGS AND/OR ACTUAL
SITE CONDITIONS PRIOR TO CONSTRUCTION. IN THE EVENT
OF THE CONTRACTOR'S FAILURE TO GIVE SUCH NOTICE, HE
WILL BE HELD RESPONSIBLE FOR THE RESULTS OF COST
RECTIFYING THE SAME.

5. REFER TO S-101 FOR FOUNDATION PLAN

6. REFER TO P-101 FOR PLUMBING PLAN

7. REFER TO M-101 FOR MECHANICAL PLAN

8. REFER TO E-101 FOR ELECTRICAL PLAN, E-201 FOR LIGHTING
PLAN, E-301 FOR FIRE ALARM, AND E-401 FOR LOW VOLTAGE

9. REFER TO G-004 FOR ACCESSIBILITY NOTES
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SCALE: 1/8"   =    1'-0"A1 ROOF PLAN

LEGEND SHEET KEYNOTES
1. AT FORMER SKYLIGHT / ROOF HATCH

LOCATIONS PROVIDE FIELD ROOF MEMBRANE
PATCH, SHEATHING AND FRAMING PER S-102,
AND MIN. R30 INSULATION BELOW

2. PROVIDE (N) SEALANT AT (E) COPING SPLICES
AND FASTENERS, TYP. PER C1/A-520

3. INSTALL LOCK WASHER AND TIGHTEN (E)
LOOSE PERIMETER EYEBOLT ANCHORS, SEAL
ANCHOR TO MEMBRANE WITH ROOFING
MANFR'S RECOMMENDED SEALANT, TYP. PER
C1/A-520

4. REPAIR UNSUPPORTED ROOF MEMBRANE AND
PONDING AREAS, TYP.

5. (E) 4X8 SKYLIGHT TO REMAIN, PROVIDE (N)
SEALANT PER MANFR

6. (E) MECHANICAL PENETRATIONS PER M-102
7. (N) ROOF HATCH PER A2/A-500
8. (N) MECHANICAL PENETRATIONS PER M-102,
 FLASHING PER A-522
9. (N) MECHANICAL UNITS PER M-102
 CURB FLASHING PER B1/A-522
10. (N) DOWNSPOUT WITH CONDUCTOR HEAD PER

C5/A-520
11. (N) ROOF SEISMIC EXPANSION JOINT PER A1/A-

521
12. (N) PLUMBING PENETRATION PER P-102
13. RECESS FOR PLEASURES ALONG THE BEACH

MOSAIC TO BE INSTALLED BY OTHERS

GENERAL SHEET NOTES:

1. DO NOT SCALE DRAWINGS. NOTED DIMENSIONS TAKE
PRECEDENCE OVER SCALE.

2. ALL GRADES, LINES & BENCH MARKS FOR THE NEW
CONSTRUCTION SHALL BE ESTABLISHED AND MAINTAINED BY
THE CONTRACTOR, WHO SHALL BE RESPONSIBLE FOR THE
SAME.

3. CONTRACTOR'S CHOICE AS TO THE MEANS OF
CONSTRUCTION, THE SEQUENCE OF CONSTRUCTION, AND
SAFETY PRECAUTIONS INCIDENT THERETO, ARE NOT PART
OF THE ARCHITECT'S RESPONSIBILITY.

4. NEW CONSTRUCTION DIMENSIONS ARE BASED ON
DOCUMENTS PROVIDED BY CLIENT. THE CONTRACTOR
SHALL VERIFY DRAWING DIMENSIONS AGAINST ACTUAL SITE
CONDITIONS AND BOUNDARIES AND SHALL NOTIFY THE
ARCHITECT OF ANY AREAS WHICH WOULD DIFFER FROM THE
INTENT OF THE DRAWINGS, OR THAT SHOW DISCREPANCY
BETWEEN SECTIONS OF THE DRAWINGS AND/OR ACTUAL
SITE CONDITIONS PRIOR TO CONSTRUCTION. IN THE EVENT
OF THE CONTRACTOR'S FAILURE TO GIVE SUCH NOTICE, HE
WILL BE HELD RESPONSIBLE FOR THE RESULTS OF COST
RECTIFYING THE SAME.

5. REFER TO S-102 & S-103 FOR ROOF AND UPPER ROOF
FRAMING PLANS

6. REFER TO P-102 FOR PLUMBING ROOF PLAN

7. REFER TO M-102 FOR MECHANICAL ROOF PLAN

8. REFER TO E-102 FOR ELECTRICAL ROOF PLAN AND E-402 FOR
LOW VOLTAGE ROOF PLAN
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SCALE: 1/8"   =    1'-0"A1 EXTERIOR SLAB

LEGEND SHEET KEYNOTES GENERAL SHEET NOTES:

1. DO NOT SCALE DRAWINGS. NOTED DIMENSIONS TAKE
PRECEDENCE OVER SCALE.

2. ALL GRADES, LINES & BENCH MARKS FOR THE NEW
CONSTRUCTION SHALL BE ESTABLISHED AND MAINTAINED BY
THE CONTRACTOR, WHO SHALL BE RESPONSIBLE FOR THE
SAME.

3. CONTRACTOR'S CHOICE AS TO THE MEANS OF
CONSTRUCTION, THE SEQUENCE OF CONSTRUCTION, AND
SAFETY PRECAUTIONS INCIDENT THERETO, ARE NOT PART
OF THE ARCHITECT'S RESPONSIBILITY.

4. NEW CONSTRUCTION DIMENSIONS ARE BASED ON
DOCUMENTS PROVIDED BY CLIENT. THE CONTRACTOR
SHALL VERIFY DRAWING DIMENSIONS AGAINST ACTUAL SITE
CONDITIONS AND BOUNDARIES AND SHALL NOTIFY THE
ARCHITECT OF ANY AREAS WHICH WOULD DIFFER FROM THE
INTENT OF THE DRAWINGS, OR THAT SHOW DISCREPANCY
BETWEEN SECTIONS OF THE DRAWINGS AND/OR ACTUAL
SITE CONDITIONS PRIOR TO CONSTRUCTION. IN THE EVENT
OF THE CONTRACTOR'S FAILURE TO GIVE SUCH NOTICE, HE
WILL BE HELD RESPONSIBLE FOR THE RESULTS OF COST
RECTIFYING THE SAME.

5. REFER TO S-101 FOR FOUNDATION PLAN

6. REFER TO P-101 FOR PLUMBING PLAN

7. REFER TO M-101 FOR MECHANICAL PLAN

8. REFER TO E-101 FOR ELECTRICAL PLAN, E-201 FOR LIGHTING
PLAN, E-301 FOR FIRE ALARM, AND E-401 FOR LOW VOLTAGE

9. REFER TO G-004 FOR ACCESSIBILITY NOTES
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 WB2 THERMOSET RUBBER BASE
 WB3 6X6 CONCRETE TILE COVE
 WB4 4X4 CERAMIC TILE COVE
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WALLS & CEILINGS:
 ACT1 ACOUSTICAL CEILING PANELS
 FRP1 FRP WALL PANELS
 STUCC1 INFILL STUCCO WALLS WITH WP1
 STUCC2 NEW STUCCO WALL
 TL1 6X6 EXTERIOR CONCRETE TILE
 TL2 6X6 INTERIOR CONCRETE TILE
 TL3 4X4 INTERIOR CERAMIC TILE
 MWK1 DOUGLAS FIR VENEER MDF MILLWORK

PAINT & COATINGS:
 PNT1a WHITE, SATIN
 PNT1b WHITE, SEMI GLOSS
 PNT2a COLOR, SATIN
 PNT2b COLOR, SEMI GLOSS
 WP1 ELASTOMERIC COATING
 WP2 URETHANE TRAFFIC COATING
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SCALE: 1/8"   =    1'-0"A1 FIRST FLOOR RCP

LEGEND SHEET KEYNOTES
1. MOTORIZED PROJECTION SCREEN WITH IN-

CEILING TRIM KIT, 110" DIAGONAL 16:9 ASPECT
RATIO, PROVIDED BY UNIVERSITY

2. CEILING MOUNT PROJECTOR PROVIDED BY
UNIVERSITY

FINISHESGENERAL SHEET NOTES:

1. DO NOT SCALE DRAWINGS. NOTED DIMENSIONS TAKE
PRECEDENCE OVER SCALE.

2. ALL GRADES, LINES & BENCH MARKS FOR THE NEW
CONSTRUCTION SHALL BE ESTABLISHED AND MAINTAINED BY
THE CONTRACTOR, WHO SHALL BE RESPONSIBLE FOR THE
SAME.

3. CONTRACTOR'S CHOICE AS TO THE MEANS OF
CONSTRUCTION, THE SEQUENCE OF CONSTRUCTION, AND
SAFETY PRECAUTIONS INCIDENT THERETO, ARE NOT PART
OF THE ARCHITECT'S RESPONSIBILITY.

4. NEW CONSTRUCTION DIMENSIONS ARE BASED ON
DOCUMENTS PROVIDED BY CLIENT. THE CONTRACTOR
SHALL VERIFY DRAWING DIMENSIONS AGAINST ACTUAL SITE
CONDITIONS AND BOUNDARIES AND SHALL NOTIFY THE
ARCHITECT OF ANY AREAS WHICH WOULD DIFFER FROM THE
INTENT OF THE DRAWINGS, OR THAT SHOW DISCREPANCY
BETWEEN SECTIONS OF THE DRAWINGS AND/OR ACTUAL
SITE CONDITIONS PRIOR TO CONSTRUCTION. IN THE EVENT
OF THE CONTRACTOR'S FAILURE TO GIVE SUCH NOTICE, HE
WILL BE HELD RESPONSIBLE FOR THE RESULTS OF COST
RECTIFYING THE SAME.

5. REFER TO E-101 FOR ELECTRICAL PLAN, E-201 FOR LIGHTING
PLAN, E-301 FOR FIRE ALARM AND E-401 FOR LOW VOLTAGE
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SCALE: 1/8"   =    1'-0"A1 FINISH FLOOR

LEGEND FINISHESSHEET KEYNOTES GENERAL SHEET NOTES:

1. DO NOT SCALE DRAWINGS. NOTED DIMENSIONS TAKE
PRECEDENCE OVER SCALE.

2. ALL GRADES, LINES & BENCH MARKS FOR THE NEW
CONSTRUCTION SHALL BE ESTABLISHED AND MAINTAINED BY
THE CONTRACTOR, WHO SHALL BE RESPONSIBLE FOR THE
SAME.

3. CONTRACTOR'S CHOICE AS TO THE MEANS OF
CONSTRUCTION, THE SEQUENCE OF CONSTRUCTION, AND
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OF THE ARCHITECT'S RESPONSIBILITY.

4. NEW CONSTRUCTION DIMENSIONS ARE BASED ON
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INTENT OF THE DRAWINGS, OR THAT SHOW DISCREPANCY
BETWEEN SECTIONS OF THE DRAWINGS AND/OR ACTUAL
SITE CONDITIONS PRIOR TO CONSTRUCTION. IN THE EVENT
OF THE CONTRACTOR'S FAILURE TO GIVE SUCH NOTICE, HE
WILL BE HELD RESPONSIBLE FOR THE RESULTS OF COST
RECTIFYING THE SAME.

5. REFER TO P-101 FOR PLUMBING PLAN

6. REFER TO FS-2.0 FOR FOOD SERVICE PLUMBING LAYOUT
PLAN

7. REFER TO A-553 FOR WALL BASE DETAILS

1. CARPET TRANSITION PER A6/A-554
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FLUSH WITH F.O. CONCRETE
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ROOF HATCH SAFETY RAILING
PER SPECIFICATIONS
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PLANTING PER
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SIM. OTHER SIDE
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FLUID APPLIED AIR
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R13 INSULATION
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5/8" TYPE  X GYPSUM BOARD
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(E) CONCRETE WALL

WP1 ELASTOMERIC COATING

(E) FOUNDATION

179.75

186.58

189.75 (10'-0" A.F.F.)

181.75 (12'-0" A.F.F.)

187.75 (8'-0" A.F.F.)

N108A

A4
A-523

B4
A-523

B4
A-523

(E) CONCRETE SLAB

SRATCH AND BROWN COATS
WITH REINFORCING MESH

SELF FURRING WELDED WIRE LATH

FLUID APPLIED AIR
AND MOISTURE BARRIER

(E) METAL STUD FRAMING

(E) INSULATION

(E) GYPSUM BOARD
1 LAYER WRB SLIP SHEET

(E) SHEATHING

STUCC1 PRIMER & FINISH STUCCO
COAT FLUSH WITH F.O. CONCRETE

WP1 ELASTOMERIC COATING

JAMB

SECTION AT
FLOOR

SECTION AT
CEILING

SIM.

SIM.

SIM.

EXISTING CONCRETE

CAST IN PLACE CONCRETE

HARDSCAPE PER CIVIL

EARTH

CLEAN SAND PER GEOTECH

BATT INSULATION

RIGID INSULATION

PLYWOOD

GWB

TILE

BACKERBOARD / ROOF DECK

LATH AND PLASTER

STEEL

ASSEMBLIES, WALL SECTIONS SPECS

DIVISION 02 - EXISTING CONDITIONS
02 41 20 SELECTIVE BUILDING DEMOLITION

DIVISION 03 - CONCRETE
03 30 00 CAST-IN-PLACE CONCRETE
03 35 10 CONCRETE FLATWORK FINISHING AND CURING
03 35 40 POLISHED CONCRETE FINISHING
03 54 16 HYDRAULIC CEMENT UNDERLAYMENT

DIVISION 04 - MASONRY
04 21 15 ADHERED VENEER WALL SYSTEM

DIVISION 05 - METALS
05 05 13 SHOP-APPLIED STEEL PRIMER
05 05 23 METAL FASTENINGS
05 12 00 STRUCTURAL STEEL FRAMING
05 40 00 COLD-FORMED METAL FRAMING
05 50 00 METAL FABRICATIONS

DIVISION 06 - WOOD, PLASTICS, AND COMPOSITES
06 10 00 ROUGH CARPENTRY
06 10 53 MISCELLANEOUS ROUGH CARPENTRY
06 16 43 GMF GYPSUM SHEATHING
06 41 00 ARCHITECTURAL WOOD CASEWORK
06 48 00 INTERIOR WOOD DOOR FRAMES

DIVISION 07 - THERMAL AND MOISTURE PROTECTION
07 01 56 MEMBRANE ROOFING MODIFICATIONS
07 18 23 PU PEDESTRIAN TRAFFIC COATINGS
07 21 50 BUILDING ENCLOSURE INSULATION
07 25 13 SHEET WEATHER-RESISTIVE BARRIERS
07 62 00 SHEET METAL FLASHING AND TRIM
07 65 26 SASM FLASHING
07 72 33 ROOF HATCHES
07 84 00 FIRESTOPPING
07 92 00 JOINT SEALANTS
07 92 21 ELECTRICAL BOX PADS
07 95 13 EXPANSION JOINTS

DIVISION 08 - OPENINGS
08 12 13 STANDARD HOLLOW METAL FRAMES
08 13 13 STANDARD HOLLOW METAL DOORS
08 14 19 MDF SOLID PANEL DOORS
08 31 16 ACCESS PANELS
08 34 73 SOUND CONTROL DOOR ASSEMBLIES
08 41 13 ALUMINUM-FRAMED ENTRANCES AND STOREFRONTS
08 71 00 DOOR HARDWARE
08 81 00 GLASS GLAZING

DIVISION 09 - FINISHES
09 05 06 PREPARATION OF CONCRETE SUBSTRATES
 FOR FINISH FLOORING
09 22 16 LIGHTGAGE METAL FRAMING
09 24 16 POLYMER-MODIFIED PORTLAND CEMENT PLASTERING
09 28 15 GMF GYPSUM TILE BACKING BOARD
09 29 00 GYPSUM BOARD
09 30 00 TILING
09 51 12 ACOUSTICAL PANEL CEILINGS
09 65 14 RESILIENT BASE
09 68 13 TILE CARPETING
09 77 33 FRP WALL PANELS
09 81 33 ACOUSTICAL INSULATION, SEALANTS, AND ACCESSORIES
09 91 00 PAINTING & PAINT PRODUCT SCHEDULE
09 96 53 ELASTOMERIC COATINGS
09 97 23 PENETRATING CONCRETE FLOOR SEALER

DIVISION 10 - SPECIALTIES
10 14 13 REGULATORY SIGNAGE
10 21 13 TOILET COMPARTMENTS
10 28 13 COMMERCIAL TOILET ACCESSORIES
10 44 00 FIRE PROTECTION SPECIALTIES

DIVISION 12 - FURNISHINGS
12 24 13 ROLLER WINDOW SHADES
12 36 64 QUARTZ AGGLOMERATE COUNTERTOPS

DIVISION 31 - EARTHWORK
31 20 00 EARTH MOVING
31 22 19 LANDSCAPE GRADING

DIVISION 32 - EXTERIOR IMPROVEMENTS
32 12 16 ASPHALT PAVING
32 13 13 CONCRETE PAVING
32 13 13.02 CONCRETE PAVING (LANDSCAPE)
32 13 23 SITE CONCRETE
32 17 19 PAVEMENT MARKINGS AND WHEEL STOPS
32 84 00 PLANTING IRRIGATION
32 91 13 SOIL PREPARATION
32 93 00 EXTERIOR PLANTS
32 94 00 LANDSCAPE PLANTING ACCESSORIES
32 98 13 LANDSCAPE ESTABLISHMENT PERIOD

DIVISION 33 - UTILITIES
33 41 00 STORM UTILITY DRAINAGE PIPING
33 43 00 LANDSCAPE DRAINAGE

SCALE: 1 1/2"=    1'-0"A1 TYP. INFILL WALL AT EXTERIOR CONC. WALL
SCALE: 1 1/2"=    1'-0"A4 ROOF HATCH

SCALE: 1 1/2"=    1'-0"C1 N108A - EXTERIOR VESTIBULE PLAN
SCALE: 1 1/2"=    1'-0"C3 N108A - EXTERIOR VESTIBULE SECTION

SCALE: 1 1/2"=    1'-0"A2 NEW STUCCO AT EXISTING INFILL WALL
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A-520

B1
A-523
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A-521

A3
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9" 9"

(E) BLDG PARAPET

T.O. STEEL W BEAM

T.O. STEEL HSS

B.O. STUCCO WALL
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HARDSCAPE PER CIVIL
SLOPED TO DRAIN

GRADE BEAM PER
S-101
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MOISTURE BARRIER

SELF FURRING WELDED
WIRE LATH
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1/2" GLASS FACED
GYPSUM SHEATHING
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CONTINUE PLASTER
ASSEMBLY ON UNDERSIDE

1 LAYER WRB SLIP SHEET

STUCC2
PRIMER & FINISH STUCCO COAT

WP1 ELASTOMERIC COATING

(E) CONCRETE WALL

1/2" ELASTOMERIC SEALANT JOINT
WITH ASPHALTIC STRIP PER CIVIL

STRL.
CENTER

LINE

VARIES

193.33 (14'-4")
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SCALE: 3/4"   =    1'-0"A1 TYPICAL COURTYARD WALL SECTION
SCALE: 3/4"   =    1'-0"A2 TYPICAL COURTYARD WALL SECTION AT EXISTING BUILDING
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SELF FURRING METAL LATH

1 LAYERS WRB SLIP SHEET

1/2" GLASS FACED GYPSUM

3 5/8" METAL STUD FRAMING
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BASEPLATE PER S-101

FLUID APPLIED AIR BARRIER
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CENTER

LINE
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A1
A-520
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A-520

E3
A-520

A3
A-523

COURTYARD F.F.E.

T.O. TILE WALL

T.O. STEEL W BEAM

T.O. STEEL HSS

A1
A-502

A1
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B1
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HSS PER S-103

1 1/2" HAT CHANNEL

HIGH TEMPERATURE
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PLASTER WEEP SCREED
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STUD FRAMING
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BASEPLATE PER S-101

HIGH STRENGTH NON-
SHRINK GROUT PER 15/S-010
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GYPSUM SHEATHING
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HSS PER S-101

FLUID APPLIED AIR AND
MOISTURE BARRIER
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3 5/8" METAL STUD FRAMING

FLUID APPLIED AIR BARRIER
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STRL.
CENTER
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TYP.

HSS PER S-102

W BEAM PER S-102 BELOW
(E) CONCRETE WALL

GA. SHEET METAL ROOF OVER
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PLYWOOD SLOPED TO DRAIN
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1/2" PER
FOOT

3/4" PER
FOOT
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GA. SHEET METAL ROOF OVER
HIGH TEMPERATURE SELF ADHERED
SHEET MEMBRANE & PLYWOOD
SLOPED TO DRAIN

HSS PER S-102
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1/2" PER
FOOT

1/2" PER
FOOT

1" PER FOOT

1/2" PER
FOOT

1/2" PER
FOOT

STRL.
CENTER

LINE

FLANGES STRIPPED IN TO

WEATHER BARRIER

8" ELASTOMERIC EXTERIOR
SEISMIC EXPANSION JOINT

FLANGES STRIPPED IN TO

WEATHER BARRIER

EXISTING CONCRETE

CAST IN PLACE CONCRETE

HARDSCAPE PER CIVIL

EARTH

CLEAN SAND PER GEOTECH

BATT INSULATION

RIGID INSULATION

PLYWOOD

GWB

TILE

BACKERBOARD / ROOF DECK

LATH AND PLASTER

STEEL

ASSEMBLIES, WALL SECTIONS SPECS

DIVISION 02 - EXISTING CONDITIONS
02 41 20 SELECTIVE BUILDING DEMOLITION

DIVISION 03 - CONCRETE
03 30 00 CAST-IN-PLACE CONCRETE
03 35 10 CONCRETE FLATWORK FINISHING AND CURING
03 35 40 POLISHED CONCRETE FINISHING
03 54 16 HYDRAULIC CEMENT UNDERLAYMENT

DIVISION 04 - MASONRY
04 21 15 ADHERED VENEER WALL SYSTEM

DIVISION 05 - METALS
05 05 13 SHOP-APPLIED STEEL PRIMER
05 05 23 METAL FASTENINGS
05 12 00 STRUCTURAL STEEL FRAMING
05 40 00 COLD-FORMED METAL FRAMING
05 50 00 METAL FABRICATIONS

DIVISION 06 - WOOD, PLASTICS, AND COMPOSITES
06 10 00 ROUGH CARPENTRY
06 10 53 MISCELLANEOUS ROUGH CARPENTRY
06 16 43 GMF GYPSUM SHEATHING
06 41 00 ARCHITECTURAL WOOD CASEWORK
06 48 00 INTERIOR WOOD DOOR FRAMES

DIVISION 07 - THERMAL AND MOISTURE PROTECTION
07 01 56 MEMBRANE ROOFING MODIFICATIONS
07 18 23 PU PEDESTRIAN TRAFFIC COATINGS
07 21 50 BUILDING ENCLOSURE INSULATION
07 25 13 SHEET WEATHER-RESISTIVE BARRIERS
07 62 00 SHEET METAL FLASHING AND TRIM
07 65 26 SASM FLASHING
07 72 33 ROOF HATCHES
07 84 00 FIRESTOPPING
07 92 00 JOINT SEALANTS
07 92 21 ELECTRICAL BOX PADS
07 95 13 EXPANSION JOINTS

DIVISION 08 - OPENINGS
08 12 13 STANDARD HOLLOW METAL FRAMES
08 13 13 STANDARD HOLLOW METAL DOORS
08 14 19 MDF SOLID PANEL DOORS
08 31 16 ACCESS PANELS
08 34 73 SOUND CONTROL DOOR ASSEMBLIES
08 41 13 ALUMINUM-FRAMED ENTRANCES AND STOREFRONTS
08 71 00 DOOR HARDWARE
08 81 00 GLASS GLAZING

DIVISION 09 - FINISHES
09 05 06 PREPARATION OF CONCRETE SUBSTRATES
 FOR FINISH FLOORING
09 22 16 LIGHTGAGE METAL FRAMING
09 24 16 POLYMER-MODIFIED PORTLAND CEMENT PLASTERING
09 28 15 GMF GYPSUM TILE BACKING BOARD
09 29 00 GYPSUM BOARD
09 30 00 TILING
09 51 12 ACOUSTICAL PANEL CEILINGS
09 65 14 RESILIENT BASE
09 68 13 TILE CARPETING
09 77 33 FRP WALL PANELS
09 81 33 ACOUSTICAL INSULATION, SEALANTS, AND ACCESSORIES
09 91 00 PAINTING & PAINT PRODUCT SCHEDULE
09 96 53 ELASTOMERIC COATINGS
09 97 23 PENETRATING CONCRETE FLOOR SEALER

DIVISION 10 - SPECIALTIES
10 14 13 REGULATORY SIGNAGE
10 21 13 TOILET COMPARTMENTS
10 28 13 COMMERCIAL TOILET ACCESSORIES
10 44 00 FIRE PROTECTION SPECIALTIES

DIVISION 12 - FURNISHINGS
12 24 13 ROLLER WINDOW SHADES
12 36 64 QUARTZ AGGLOMERATE COUNTERTOPS

DIVISION 31 - EARTHWORK
31 20 00 EARTH MOVING
31 22 19 LANDSCAPE GRADING

DIVISION 32 - EXTERIOR IMPROVEMENTS
32 12 16 ASPHALT PAVING
32 13 13 CONCRETE PAVING
32 13 13.02 CONCRETE PAVING (LANDSCAPE)
32 13 23 SITE CONCRETE
32 17 19 PAVEMENT MARKINGS AND WHEEL STOPS
32 84 00 PLANTING IRRIGATION
32 91 13 SOIL PREPARATION
32 93 00 EXTERIOR PLANTS
32 94 00 LANDSCAPE PLANTING ACCESSORIES
32 98 13 LANDSCAPE ESTABLISHMENT PERIOD

DIVISION 33 - UTILITIES
33 41 00 STORM UTILITY DRAINAGE PIPING
33 43 00 LANDSCAPE DRAINAGE

SCALE: 3/4"   =    1'-0"A1 EAST FREESTANDING SUPPORT PLAN
SCALE: 3/4"   =    1'-0"A2 EAST FREESTANDING SUPPORT WALL SECTION

SCALE: 3/4"   =    1'-0"A5 SUPPORT WALL SECTION AT (E) BLDG.
SCALE: 3/4"   =    1'-0"A4 SUPPORT AT (E) BLDG. PLAN

SCALE: 3/4"   =    1'-0"B4 SUPPORT AT (E) BLDG. ROOF PLAN
SCALE: 3/4"   =    1'-0"B1 EAST FREESTANDING SUPPORT ROOF PLAN

SCALE: 3/4"   =    1'-0"D1 EAST FREESTANDING SUPPORT AXO
SCALE: 3/4"   =    1'-0"D4 SUPPORT AT (E) BLDG. AXONOMETRIC
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STUCC2
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MOSAIC TILE MURAL
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MORTAR SCREED BY OTHERS

(3" THICKNESS SHOWN),
RECESSED 1/2" FROM

FACE OF STUCCO
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CENTER
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VARIES
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DIVISION 02 - EXISTING CONDITIONS
02 41 20 SELECTIVE BUILDING DEMOLITION

DIVISION 03 - CONCRETE
03 30 00 CAST-IN-PLACE CONCRETE
03 35 10 CONCRETE FLATWORK FINISHING AND CURING
03 35 40 POLISHED CONCRETE FINISHING
03 54 16 HYDRAULIC CEMENT UNDERLAYMENT

DIVISION 04 - MASONRY
04 21 15 ADHERED VENEER WALL SYSTEM

DIVISION 05 - METALS
05 05 13 SHOP-APPLIED STEEL PRIMER
05 05 23 METAL FASTENINGS
05 12 00 STRUCTURAL STEEL FRAMING
05 40 00 COLD-FORMED METAL FRAMING
05 50 00 METAL FABRICATIONS

DIVISION 06 - WOOD, PLASTICS, AND COMPOSITES
06 10 00 ROUGH CARPENTRY
06 10 53 MISCELLANEOUS ROUGH CARPENTRY
06 16 43 GMF GYPSUM SHEATHING
06 41 00 ARCHITECTURAL WOOD CASEWORK
06 48 00 INTERIOR WOOD DOOR FRAMES

DIVISION 07 - THERMAL AND MOISTURE PROTECTION
07 01 56 MEMBRANE ROOFING MODIFICATIONS
07 18 23 PU PEDESTRIAN TRAFFIC COATINGS
07 21 50 BUILDING ENCLOSURE INSULATION
07 25 13 SHEET WEATHER-RESISTIVE BARRIERS
07 62 00 SHEET METAL FLASHING AND TRIM
07 65 26 SASM FLASHING
07 72 33 ROOF HATCHES
07 84 00 FIRESTOPPING
07 92 00 JOINT SEALANTS
07 92 21 ELECTRICAL BOX PADS
07 95 13 EXPANSION JOINTS

DIVISION 08 - OPENINGS
08 12 13 STANDARD HOLLOW METAL FRAMES
08 13 13 STANDARD HOLLOW METAL DOORS
08 14 19 MDF SOLID PANEL DOORS
08 31 16 ACCESS PANELS
08 34 73 SOUND CONTROL DOOR ASSEMBLIES
08 41 13 ALUMINUM-FRAMED ENTRANCES AND STOREFRONTS
08 71 00 DOOR HARDWARE
08 81 00 GLASS GLAZING

DIVISION 09 - FINISHES
09 05 06 PREPARATION OF CONCRETE SUBSTRATES
 FOR FINISH FLOORING
09 22 16 LIGHTGAGE METAL FRAMING
09 24 16 POLYMER-MODIFIED PORTLAND CEMENT PLASTERING
09 28 15 GMF GYPSUM TILE BACKING BOARD
09 29 00 GYPSUM BOARD
09 30 00 TILING
09 51 12 ACOUSTICAL PANEL CEILINGS
09 65 14 RESILIENT BASE
09 68 13 TILE CARPETING
09 77 33 FRP WALL PANELS
09 81 33 ACOUSTICAL INSULATION, SEALANTS, AND ACCESSORIES
09 91 00 PAINTING & PAINT PRODUCT SCHEDULE
09 96 53 ELASTOMERIC COATINGS
09 97 23 PENETRATING CONCRETE FLOOR SEALER

DIVISION 10 - SPECIALTIES
10 14 13 REGULATORY SIGNAGE
10 21 13 TOILET COMPARTMENTS
10 28 13 COMMERCIAL TOILET ACCESSORIES
10 44 00 FIRE PROTECTION SPECIALTIES

DIVISION 12 - FURNISHINGS
12 24 13 ROLLER WINDOW SHADES
12 36 64 QUARTZ AGGLOMERATE COUNTERTOPS

DIVISION 31 - EARTHWORK
31 20 00 EARTH MOVING
31 22 19 LANDSCAPE GRADING

DIVISION 32 - EXTERIOR IMPROVEMENTS
32 12 16 ASPHALT PAVING
32 13 13 CONCRETE PAVING
32 13 13.02 CONCRETE PAVING (LANDSCAPE)
32 13 23 SITE CONCRETE
32 17 19 PAVEMENT MARKINGS AND WHEEL STOPS
32 84 00 PLANTING IRRIGATION
32 91 13 SOIL PREPARATION
32 93 00 EXTERIOR PLANTS
32 94 00 LANDSCAPE PLANTING ACCESSORIES
32 98 13 LANDSCAPE ESTABLISHMENT PERIOD

DIVISION 33 - UTILITIES
33 41 00 STORM UTILITY DRAINAGE PIPING
33 43 00 LANDSCAPE DRAINAGE
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SCALE: 3/4"   =    1'-0"A4 COURTYARD WALL SECTION THRU MOSAIC

SCALE: 3/4"   =    1'-0"B1 WEST FREESTANDING SUPPORT ROOF

SCALE: 3/4"   =    1'-0"A2 WEST FREESTANDING SUPPORT AT MOSAIC

SCALE: 3/4"   =    1'-0"D1 WEST FREESTANDING SUPPORT AXO

SCALE: 3/4"   =    1'-0"A1 WEST FREESTANDING SUPPORT PLAN
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WSP
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P (213) 362-9470
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SPECIFICATIONS
AWC WEST
24990 GREENSBRIER DRIVE
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ANDREW WILSON, ANDREW@AWCWEST.COM

CODE & ACCESSIBILITY
JENSEN HUGHES
1000 WILSHIRE BOULEVARD, SUITE 250
P (213) 412-1400
JOHNNY KANG, JKANG@JENSENHUGHES.COM

COST ESTIMATING
C.P. O'HALLORAN ASSOCIATES
30423 CANWOOD STREET, SUITE 133
AGOURA HILLS, CA 91301
P (805) 494-3703
CIARAN O'HALLORAN, CPOHALLORAN@CPOHALLORAN.COM

ACOUSTICS
NEWSON BROWN
3617 HAYDEN AVENUE, SUTIE 100
CULVER CITY, CA 90232
P (310) 829-6343
IAN BOORER, IAN@NEWSONACOUSTICS.COM

167 N ATCHISON STREET
ORANGE, CA 92866

HILBERT MUSEUM OF
CALIFORNIA ART
RENOVATIONS

COMMISSIONING
GLUMAC
18200 VON KARMAN AVE, SUITE 100
IRVINE, CA 92612
P (949) 833-8190
AARON SCHNEIDER, ASCHNEIDER@GLUMAC.COM

A1
A-531

A1
A-530

C4
A-521

C3
A-521

C2
A-523

C1
A-523

C1
A-523

7" ELASTOMERIC EXTERIOR
SEISMIC EXPANSION JOINT

(E) CONCRETE WALL

TL1 OVER ADHESIVE MORTAR

BROWN & SCRATCH COAT

SELF FURRING METAL LATH

FLUID APPLIED AIR BARRIER

1/2" GLASS FACED GYPSUM

3 5/8" METAL STUD FRAMING

TL1 TO RETURN
WIDTH OF WALL

EDGE OF OVERHANG ABOVE

STUCC2 7/8" STUCCO OVER
SELF FURRING METAL LATH, 1
LAYER WRB, FLUID APPLIED AIR
BARRIER, 1/2" GLASS FACED
GYPSUM SHEATHING

W COLUMN PER S-101
(W21X93 SHOWN)

W COLUMN PER S-101
(W14X132 SHOWN)

1 LAYER WRB SLIP SHEET

6" ELASTOMERIC EXTERIOR
SEISMIC EXPANSION JOINT

REFER TO OTHER
SIDE FOR ASSMEBLY (SIM.)

FIRE DEPARTMENT
KNOX BOX

CARD READER

ADA DOOR ACTIVATOR

STRL.
CENTER

LINE

N100

S100 SIM.

S100 SIM.

N100

A1
A-520

E2
A-520

E3
A-520

A1
A-521

A3
A-521

C3
A-530

C3
A-531

B3
A-523

T.O. STEEL HSS

T.O. STEEL W BEAM

(E) BLDG PARAPET

T.O. TILE WALL

B.O. SOFFIT

T.O. OPENING

A1
A-504

A1
A-504

C1
A-504

C1
A-504

W BEAM  BEYOND PER S-101
(W14X132 SHOWN)

8" ELASTOMERIC EXTERIOR
SEISMIC EXPANSION JOINT

1 LAYER WRB SLIP SHEET

SELF FURRING METAL LATH

BROWN AND SCRATCH
STUCCO COAT

FLUID APPLIED AIR BARRIER

TL1 TO RETURN WIDTH
OF WALL

TL1 OVER ADHESIVE MORTAR

7/8" STUCCO OVER SELF FURRING
METAL LATH, 1 LAYER WRB, FLUID
APPLIED AIR BARRIER, 1/2" GLASS
FACED GYPSUM SHEATHING

REFER TO PLANS
FOR INTERIOR

HSS PER S-103

1 1/2" HAT CHANNEL

FLUID APPLIED AIR AND
MOISTURE BARRIER

SELF FURRING WELDED
WIRE LATH

1/2" GLASS FACED
GYPSUM SHEATHING

6" METAL
STUD FRAMING

1 LAYER WRB SLIP SHEET

STUCC2
PRIMER & FINISH STUCCO COAT

HIGH TEMPERATURE
SELF ADHERED MEMBRANE

PLASTER WEEP SCREED

METAL FRAMING AS REQ'D

W BEAM PER S-102

1/2" PLYWOOD SLOPED
TO DRAIN

GALVANIZED SHEET METAL
ROOF COVER

1/2" GLASS FACED
GYPSUM SHEATHING

STUCCO SCRATCH &  BROWN COATS
WITH REINFORCING MESH

HARDSCAPE PER CIVIL
SLOPED TO DRAIN

2" HIGH STRENGTH
GROUT PER 5/S-040

BASEPLATE PER S-101

HIGH STRENGTH NON-
SHRINK GROUT PER 15/S-010

STEM WALL
PER STRL.
BEYOND

3 5/8" METAL FRAMING

FIRE DEPARTMENT
KNOX BOX
(OPPOSITE)

HSS BEAMS & OUTRIGGERS PER S-102

STRL.
CENTER

LINE

193.33 (14'-4")

209.33 (30'-4")

VARIES

191.98 (12'-11 3/4")

189.96 (10'-11 1/2")

187.98 (8'-11 1/2")

R

FOOTING PER S-101

N100

S100 SIM.

W COLUMN PER S-102
(W14X132 SHOWN)

W BEAM PER S-102 BELOW
(E) CONCRETE WALL

GA. SHEET METAL ROOF OVER
HIGH TEMPERATURE SELF
ADHERED SHEET MEMBRANE &
PLYWOOD SLOPED TO DRAIN

EDGE OF WALL BELOW

3/4" PER
FOOT

1/2" PER
FOOT

1/2" PER
FOOT

STRL.
CENTER

LINE

EXISTING CONCRETE

CAST IN PLACE CONCRETE

HARDSCAPE PER CIVIL

EARTH

CLEAN SAND PER GEOTECH

BATT INSULATION

RIGID INSULATION

PLYWOOD

GWB

TILE

BACKERBOARD / ROOF DECK

LATH AND PLASTER

STEEL

ASSEMBLIES, WALL SECTIONS SPECS

DIVISION 02 - EXISTING CONDITIONS
02 41 20 SELECTIVE BUILDING DEMOLITION

DIVISION 03 - CONCRETE
03 30 00 CAST-IN-PLACE CONCRETE
03 35 10 CONCRETE FLATWORK FINISHING AND CURING
03 35 40 POLISHED CONCRETE FINISHING
03 54 16 HYDRAULIC CEMENT UNDERLAYMENT

DIVISION 04 - MASONRY
04 21 15 ADHERED VENEER WALL SYSTEM

DIVISION 05 - METALS
05 05 13 SHOP-APPLIED STEEL PRIMER
05 05 23 METAL FASTENINGS
05 12 00 STRUCTURAL STEEL FRAMING
05 40 00 COLD-FORMED METAL FRAMING
05 50 00 METAL FABRICATIONS

DIVISION 06 - WOOD, PLASTICS, AND COMPOSITES
06 10 00 ROUGH CARPENTRY
06 10 53 MISCELLANEOUS ROUGH CARPENTRY
06 16 43 GMF GYPSUM SHEATHING
06 41 00 ARCHITECTURAL WOOD CASEWORK
06 48 00 INTERIOR WOOD DOOR FRAMES

DIVISION 07 - THERMAL AND MOISTURE PROTECTION
07 01 56 MEMBRANE ROOFING MODIFICATIONS
07 18 23 PU PEDESTRIAN TRAFFIC COATINGS
07 21 50 BUILDING ENCLOSURE INSULATION
07 25 13 SHEET WEATHER-RESISTIVE BARRIERS
07 62 00 SHEET METAL FLASHING AND TRIM
07 65 26 SASM FLASHING
07 72 33 ROOF HATCHES
07 84 00 FIRESTOPPING
07 92 00 JOINT SEALANTS
07 92 21 ELECTRICAL BOX PADS
07 95 13 EXPANSION JOINTS

DIVISION 08 - OPENINGS
08 12 13 STANDARD HOLLOW METAL FRAMES
08 13 13 STANDARD HOLLOW METAL DOORS
08 14 19 MDF SOLID PANEL DOORS
08 31 16 ACCESS PANELS
08 34 73 SOUND CONTROL DOOR ASSEMBLIES
08 41 13 ALUMINUM-FRAMED ENTRANCES AND STOREFRONTS
08 71 00 DOOR HARDWARE
08 81 00 GLASS GLAZING

DIVISION 09 - FINISHES
09 05 06 PREPARATION OF CONCRETE SUBSTRATES
 FOR FINISH FLOORING
09 22 16 LIGHTGAGE METAL FRAMING
09 24 16 POLYMER-MODIFIED PORTLAND CEMENT PLASTERING
09 28 15 GMF GYPSUM TILE BACKING BOARD
09 29 00 GYPSUM BOARD
09 30 00 TILING
09 51 12 ACOUSTICAL PANEL CEILINGS
09 65 14 RESILIENT BASE
09 68 13 TILE CARPETING
09 77 33 FRP WALL PANELS
09 81 33 ACOUSTICAL INSULATION, SEALANTS, AND ACCESSORIES
09 91 00 PAINTING & PAINT PRODUCT SCHEDULE
09 96 53 ELASTOMERIC COATINGS
09 97 23 PENETRATING CONCRETE FLOOR SEALER

DIVISION 10 - SPECIALTIES
10 14 13 REGULATORY SIGNAGE
10 21 13 TOILET COMPARTMENTS
10 28 13 COMMERCIAL TOILET ACCESSORIES
10 44 00 FIRE PROTECTION SPECIALTIES

DIVISION 12 - FURNISHINGS
12 24 13 ROLLER WINDOW SHADES
12 36 64 QUARTZ AGGLOMERATE COUNTERTOPS

DIVISION 31 - EARTHWORK
31 20 00 EARTH MOVING
31 22 19 LANDSCAPE GRADING

DIVISION 32 - EXTERIOR IMPROVEMENTS
32 12 16 ASPHALT PAVING
32 13 13 CONCRETE PAVING
32 13 13.02 CONCRETE PAVING (LANDSCAPE)
32 13 23 SITE CONCRETE
32 17 19 PAVEMENT MARKINGS AND WHEEL STOPS
32 84 00 PLANTING IRRIGATION
32 91 13 SOIL PREPARATION
32 93 00 EXTERIOR PLANTS
32 94 00 LANDSCAPE PLANTING ACCESSORIES
32 98 13 LANDSCAPE ESTABLISHMENT PERIOD

DIVISION 33 - UTILITIES
33 41 00 STORM UTILITY DRAINAGE PIPING
33 43 00 LANDSCAPE DRAINAGE

SCALE: 3/4"   =    1'-0"A1 ENTRY FLOOR PLAN
SCALE: 3/4"   =    1'-0"A2 TYPICAL WALL SECTION AT ENTRY

SCALE: 3/4"   =    1'-0"C1 ENTRY ROOF PLAN

NOTES:
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GENERAL SHEET NOTES:
1. DO NOT SCALE DRAWINGS. NOTED DIMENSIONS TAKE

PRECEDENCE OVER SCALE.

2. ALL GRADES, LINES & BENCH MARKS FOR THE NEW
CONSTRUCTION SHALL BE ESTABLISHED AND MAINTAINED BY
THE CONTRACTOR, WHO SHALL BE RESPONSIBLE FOR THE
SAME.

3. CONTRACTOR'S CHOICE AS TO THE MEANS OF
CONSTRUCTION, THE SEQUENCE OF CONSTRUCTION, AND
SAFETY PRECAUTIONS INCIDENT THERETO, ARE NOT PART
OF THE ARCHITECT'S RESPONSIBILITY.
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A1
A-520

A4
A-520

A3
A-523

A2
A-523

B1
A-523

9" 9"

COURTYARD F.F.E.

T.O. STEEL HSS

T.O. STEEL W BEAM

T.O. TILE / B.O. STUCCO WALL

T.O. STEM WALL

T.O. STEM WALL @ PLANTER

C1
A-505

C1
A-505

A1
A-505

A1
A-505

FLUID APPLIED AIR AND
MOISTURE BARRIER

SELF FURRING WELDED
WIRE LATH

1/2" GLASS FACED
GYPSUM SHEATHING

6" METAL
STUD FRAMING

W BEAM PER S-102

METAL FRAMING
AS REQ'D.

HSS PER S-103

1 1/2" HAT CHANNEL

7/8" HAT CHANNEL

STUCC2 TO CONTINUE
ON UNDERSIDE

1 LAYER WRB SLIP SHEET

STUCC2
PRIMER & FINISH STUCCO COAT

HARDSCAPE PER CIVIL,
SLOPED TO DRAIN

T.O. STEMWALL
PER STRL. BEYOND

HSS PER
S-102 BEYOND

HSS PER
S-102

HSS BRACE
WHERE OCCURS

PER S-200

FLUID APPLIED AIR &
MOISTURE BARRIER

SELF FURRING METAL LATH

STUCCO  BASE AND
SCRATCH COATS

1/2" GLASS FACED
GYPSUM SHEATHING

3 5/8" METAL
STUD FRAMING

TL1 OVER
ADHESIVE MORTAR

1 LAYER WRB SLIP SHEET

STUCC2
PRIMER AND STUCCO

FINISH COAT

SRATCH AND BROWN COATS
WITH REINFORCING MESH

FLUID APPLIED AIR &
MOISTURE BARRIER

SELF FURRING METAL LATH

STUCCO  BASE AND
SCRATCH COATS

1/2" GLASS FACED
GYPSUM SHEATHING

3 5/8" METAL
STUD FRAMING

TL1 OVER
ADHESIVE MORTAR

1 LAYER WRB SLIP SHEET

STUCC2
PRIMER AND STUCCO
FINISH COAT

FOOTING DRAIN
PER 8/C-501

FLUID APPLIED
BELOW GRADE
WATERPROOFING

HSS COLUMN PER
S-101

STRL.
CENTER

LINE

VARIES

193.33 (14'-4")

209.33 (30'-4")

191.98 (12'-11 3/4")

181.00

182.50

S115

TYP.

TYP.

TYP.

TYP.

B3
A-523

C2
A-523

A1
A-505

A1
A-505

HSS PER S-101, TYP. W COLUMN PER S-101, TYP.

BASEPLATE PER S-101, TYP.

TL1 OVER ADHESIVE MORTAR

BROWN & SCRATCH COAT

SELF FURRING METAL LATH

FLUID APPLIED AIR BARRIER

1/2" GLASS FACED GYPSUM

3 5/8" METAL STUD FRAMING

1 LAYER WRB SLIP SHEET

STUCC2 PRIMER & FINISH STUCCO COAT

BROWN & SCRATCH COAT

SELF FURRING METAL LATH

FLUID APPLIED AIR BARRIER

1/2" GLASS FACED GYPSUM

3 5/8" METAL STUD FRAMING

1 LAYER WRB SLIP SHEET

EDGE OF CIP PLANTER BELOW
PER CIVIL

REFER TO
LANDSCAPE PLANS

S115
TYP.

TYP.

A6
A-523

A6
A-523

W COLUMN PER S-102

W BEAM BELOW PER S-102

GA. SHEET METAL CAP
OVER HIGH TEMPERATURE
SELF ADHERED SHEET
MEMBRANE, SLOPED TO DRAIN

FLUID APPLIED AIR AND
MOISTURE BARRIER

SELF FURRING WELDED
WIRE LATH

1/2" GLASS FACED
GYPSUM SHEATHING

6" METAL
STUD FRAMING

1 LAYER WRB SLIP SHEET

STUCC2
PRIMER & FINISH STUCCO COAT

SRATCH AND BROWN COATS
WITH REINFORCING MESH

OPEN TO
BELOW

OPEN TO
BELOW

1/2" PER
FOOT

1/2" PER
FOOT

1/2" PER
FOOT

1/2" PER
FOOT

1/2" PER
FOOT

1/2" PER
FOOT

1/2" PER
FOOT

1/2" PER
FOOT

1/2" PER
FOOT

1/2" PER
FOOT

1/2" PER
FOOT

1/2" PER
FOOT

EXISTING CONCRETE

CAST IN PLACE CONCRETE

HARDSCAPE PER CIVIL

EARTH

CLEAN SAND PER GEOTECH

BATT INSULATION

RIGID INSULATION

PLYWOOD

GWB

TILE

BACKERBOARD / ROOF DECK

LATH AND PLASTER

STEEL

ASSEMBLIES, WALL SECTIONS SPECS

DIVISION 02 - EXISTING CONDITIONS
02 41 20 SELECTIVE BUILDING DEMOLITION

DIVISION 03 - CONCRETE
03 30 00 CAST-IN-PLACE CONCRETE
03 35 10 CONCRETE FLATWORK FINISHING AND CURING
03 35 40 POLISHED CONCRETE FINISHING
03 54 16 HYDRAULIC CEMENT UNDERLAYMENT

DIVISION 04 - MASONRY
04 21 15 ADHERED VENEER WALL SYSTEM

DIVISION 05 - METALS
05 05 13 SHOP-APPLIED STEEL PRIMER
05 05 23 METAL FASTENINGS
05 12 00 STRUCTURAL STEEL FRAMING
05 40 00 COLD-FORMED METAL FRAMING
05 50 00 METAL FABRICATIONS

DIVISION 06 - WOOD, PLASTICS, AND COMPOSITES
06 10 00 ROUGH CARPENTRY
06 10 53 MISCELLANEOUS ROUGH CARPENTRY
06 16 43 GMF GYPSUM SHEATHING
06 41 00 ARCHITECTURAL WOOD CASEWORK
06 48 00 INTERIOR WOOD DOOR FRAMES

DIVISION 07 - THERMAL AND MOISTURE PROTECTION
07 01 56 MEMBRANE ROOFING MODIFICATIONS
07 18 23 PU PEDESTRIAN TRAFFIC COATINGS
07 21 50 BUILDING ENCLOSURE INSULATION
07 25 13 SHEET WEATHER-RESISTIVE BARRIERS
07 62 00 SHEET METAL FLASHING AND TRIM
07 65 26 SASM FLASHING
07 72 33 ROOF HATCHES
07 84 00 FIRESTOPPING
07 92 00 JOINT SEALANTS
07 92 21 ELECTRICAL BOX PADS
07 95 13 EXPANSION JOINTS

DIVISION 08 - OPENINGS
08 12 13 STANDARD HOLLOW METAL FRAMES
08 13 13 STANDARD HOLLOW METAL DOORS
08 14 19 MDF SOLID PANEL DOORS
08 31 16 ACCESS PANELS
08 34 73 SOUND CONTROL DOOR ASSEMBLIES
08 41 13 ALUMINUM-FRAMED ENTRANCES AND STOREFRONTS
08 71 00 DOOR HARDWARE
08 81 00 GLASS GLAZING

DIVISION 09 - FINISHES
09 05 06 PREPARATION OF CONCRETE SUBSTRATES
 FOR FINISH FLOORING
09 22 16 LIGHTGAGE METAL FRAMING
09 24 16 POLYMER-MODIFIED PORTLAND CEMENT PLASTERING
09 28 15 GMF GYPSUM TILE BACKING BOARD
09 29 00 GYPSUM BOARD
09 30 00 TILING
09 51 12 ACOUSTICAL PANEL CEILINGS
09 65 14 RESILIENT BASE
09 68 13 TILE CARPETING
09 77 33 FRP WALL PANELS
09 81 33 ACOUSTICAL INSULATION, SEALANTS, AND ACCESSORIES
09 91 00 PAINTING & PAINT PRODUCT SCHEDULE
09 96 53 ELASTOMERIC COATINGS
09 97 23 PENETRATING CONCRETE FLOOR SEALER

DIVISION 10 - SPECIALTIES
10 14 13 REGULATORY SIGNAGE
10 21 13 TOILET COMPARTMENTS
10 28 13 COMMERCIAL TOILET ACCESSORIES
10 44 00 FIRE PROTECTION SPECIALTIES

DIVISION 12 - FURNISHINGS
12 24 13 ROLLER WINDOW SHADES
12 36 64 QUARTZ AGGLOMERATE COUNTERTOPS

DIVISION 31 - EARTHWORK
31 20 00 EARTH MOVING
31 22 19 LANDSCAPE GRADING

DIVISION 32 - EXTERIOR IMPROVEMENTS
32 12 16 ASPHALT PAVING
32 13 13 CONCRETE PAVING
32 13 13.02 CONCRETE PAVING (LANDSCAPE)
32 13 23 SITE CONCRETE
32 17 19 PAVEMENT MARKINGS AND WHEEL STOPS
32 84 00 PLANTING IRRIGATION
32 91 13 SOIL PREPARATION
32 93 00 EXTERIOR PLANTS
32 94 00 LANDSCAPE PLANTING ACCESSORIES
32 98 13 LANDSCAPE ESTABLISHMENT PERIOD

DIVISION 33 - UTILITIES
33 41 00 STORM UTILITY DRAINAGE PIPING
33 43 00 LANDSCAPE DRAINAGE

SHEET METAL SADDLE

FLASHING WITH

FLANGES STRIPPED

INTO WEATHER BARRIER

SCALE: 3/4"   =    1'-0"A3 WALL SECTION THROUGH OPEN AIR STORAGE
SCALE: 3/4"   =    1'-0"A1 OPEN AIR STORAGE PLAN

SCALE: 3/4"   =    1'-0"C1 OPEN AIR STORAGE ROOF PLAN

SCALE: 3/4"   =    1'-0"E5 OPEN AIR STORAGE AXO
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GENERAL SHEET NOTES:
1. DO NOT SCALE DRAWINGS. NOTED DIMENSIONS TAKE

PRECEDENCE OVER SCALE.

2. ALL GRADES, LINES & BENCH MARKS FOR THE NEW
CONSTRUCTION SHALL BE ESTABLISHED AND MAINTAINED BY
THE CONTRACTOR, WHO SHALL BE RESPONSIBLE FOR THE
SAME.

3. CONTRACTOR'S CHOICE AS TO THE MEANS OF
CONSTRUCTION, THE SEQUENCE OF CONSTRUCTION, AND
SAFETY PRECAUTIONS INCIDENT THERETO, ARE NOT PART
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RECTIFYING THE SAME.

IF THE ABOVE DIMENSION DOES NOT MEASURE ONE
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SCALES.

1" ACTUAL
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LOS ANGELES, CA 90017
P (310) 842-8700
SEAN HIRA, SEAN.HIRA@ME-ENGINEERS.COM

BUILDING ENVELOPE
WSP
444 FLOWER STREET #800
LOS ANGELES, CA 90071
P (213) 362-9470
JOSEPH SCHETTINO, JOSEPH.SCHETTINO@WSP.COM

LANDSCAPE ARCHITECT
SWA GROUP
811 W. 7TH STREET, 8TH FLOOR
LOS ANGELES, CA 90017
P (213) 236-9090
GEORGE KUTNAR, GKUTNAR@SWAGROUP.COM

LIGHTING
HORTON LEES BROGDEN
8580 WASHINGTON BOULEVARD
CULVER CITY, CA 90232
P (310) 837-0929  F (310) 837-0902
GUY SMITH, GSMITH@HLBLIGHTING.COM

SPECIFICATIONS
AWC WEST
24990 GREENSBRIER DRIVE
STEVENSON RANCH, CA 91381
P (661) 287-4211
ANDREW WILSON, ANDREW@AWCWEST.COM

CODE & ACCESSIBILITY
JENSEN HUGHES
1000 WILSHIRE BOULEVARD, SUITE 250
P (213) 412-1400
JOHNNY KANG, JKANG@JENSENHUGHES.COM

COST ESTIMATING
C.P. O'HALLORAN ASSOCIATES
30423 CANWOOD STREET, SUITE 133
AGOURA HILLS, CA 91301
P (805) 494-3703
CIARAN O'HALLORAN, CPOHALLORAN@CPOHALLORAN.COM

ACOUSTICS
NEWSON BROWN
3617 HAYDEN AVENUE, SUTIE 100
CULVER CITY, CA 90232
P (310) 829-6343
IAN BOORER, IAN@NEWSONACOUSTICS.COM

167 N ATCHISON STREET
ORANGE, CA 92866

HILBERT MUSEUM OF
CALIFORNIA ART
RENOVATIONS

COMMISSIONING
GLUMAC
18200 VON KARMAN AVE, SUITE 100
IRVINE, CA 92612
P (949) 833-8190
AARON SCHNEIDER, ASCHNEIDER@GLUMAC.COM

A3
A-520

B5
A-523

A1
A-522

C1
A-520

A2
A-523

A2
A-523

C1
A-536

NORTH BUILDING F.F.

T.O. STEEL HSS

T.O. STEEL HSS

T.O. STEEL HSS

B5
A-523

C3
A-520

FLUID APPLIED AIR &
MOISTURE BARRIER

SELF FURRING
WELDED METAL LATH

BROWN & SCRATCH COAT
WITH REINFORCING MESH

1/2" GLASS FACED
GYPSUM SHEATHING

6" METAL
STUD FRAMING

FLUID APPLIED AIR &
MOISTURE BARRIER

SELF FURRING WELDED
METAL LATH

BROWN & SCRATCH COAT WITH
REINFORCING MESH

1/2" GLASS FACED
GYPSUM SHEATHING

6" METAL
STUD FRAMING

(N) 6X12 PER S-102

HARDSCAPE
PER CIVIL, SLOPED
TO DRAIN

GRADE BEAM
PER S-101

(E) FIXED STOREFRONT TO REMAIN
GASKETS & SEALANTS TO BE REPLACED

REFER TO PLANS FOR INTERIOR

(E) FIELD MEMBRANE, PLYWOOD SHEATHING
INSULATION AND ROOF FRAMING TO REMAIN

BOTTOM OF WALL BEYOND

HSS PER S-102 BEYOND

HSS BASE PLATE
PER S-101 BEYOND

HSS PER S-103 BEYOND

HSS PER S-103

HSS PER S-103

FOOTING PER
S-101 BEYOND

BROWN &
SCRATCH COAT
WITH
REINFORCING
MESH

SELF FURRING
METAL LATH

FLUID APPLIED AIR
BARRIER

1/2" GLASS FACED
GYPSUM

6" METAL STUD
FRAMING

1 LAYER WRB SLIP
SHEET

HSS BEYOND
PER S-101

1 LAYER WRB SLIP SHEET

STUCC2
PRIMER & FINISH STUCCO COAT

1 LAYER WRB SLIP SHEET

STUCC2
PRIMER & FINISH STUCCO COAT

T.O. STEMWALL
BEYOND PER STRL.

STEMWALL PER
STRL.

STUCC2
PRIMER AND
FINISH COAT

HSS PER S-102 BEYOND HSS PER S-102

HSS PER S-102

FX4 FIXTURE
190.5 (11'-6")

209.33 (30'-4")

179.75 (0'-9")

197.33 (18'-4")

187.75 (8'-9")

N108C

N110

A3
A-520

C2
A-520

A1
A-522

C1
A-536

FIRST FLOOR F.F. (NORTH / SOUTH)

T.O. STEEL HSS (NORTH /SOUTH)

T.O. STEEL HSS (NORTH /SOUTH)

B5
A-523

C3
A-520

AL
IG

N
AL

IG
N

REFER TO PLANS FOR INTERIOR

(E) FIELD MEMBRANE, PLYWOOD SHEATHING
INSULATION AND ROOF FRAMING TO REMAIN

BOTTOM OF WALL BEYOND

(N) 6X12 PER STRL.
SEE S-103

HSS PER S-103 BEYOND

HSS PER S-103

HSS PER S-103

FLUID APPLIED AIR
& MOISTURE BARRIER

SELF FURRING
WELDED METAL LATH

BROWN & SCRATCH COAT
WITH REINFORCING MESH

1/2" GLASS FACED
GYPSUM SHEATHING

4" METAL
STUD FRAMING

HSS PER S-102 BEYOND

1 LAYER WRB SLIP SHEET

STUCC2
PRIMER & FINISH STUCCO COAT

(N) 6X12 PER STRL.
SEE S-103

FLUID APPLIED AIR &
MOISTURE BARRIER

SELF FURRING WELDED
METAL LATH

BROWN & SCRATCH COAT WITH
REINFORCING MESH

1/2" GLASS FACED
GYPSUM SHEATHING

4" METAL
STUD FRAMING

1 LAYER WRB SLIP SHEET

STUCC2
PRIMER & FINISH STUCCO COAT

HSS PER S-102 BEYOND

179.75 (0'-9") / 180.75 (1'-9")

197.50 (18'-6") / 200.50 (21'-6")

209.33 (30'-4") / 210.83 (31'-10")

TYP.

TYP.

TYP.

N111

S116 SIM.

EXISTING CONCRETE

CAST IN PLACE CONCRETE

HARDSCAPE PER CIVIL

EARTH

CLEAN SAND PER GEOTECH

BATT INSULATION

RIGID INSULATION

PLYWOOD

GWB

TILE

BACKERBOARD / ROOF DECK

LATH AND PLASTER

STEEL

ASSEMBLIES, WALL SECTIONS SPECS

DIVISION 02 - EXISTING CONDITIONS
02 41 20 SELECTIVE BUILDING DEMOLITION

DIVISION 03 - CONCRETE
03 30 00 CAST-IN-PLACE CONCRETE
03 35 10 CONCRETE FLATWORK FINISHING AND CURING
03 35 40 POLISHED CONCRETE FINISHING
03 54 16 HYDRAULIC CEMENT UNDERLAYMENT

DIVISION 04 - MASONRY
04 21 15 ADHERED VENEER WALL SYSTEM

DIVISION 05 - METALS
05 05 13 SHOP-APPLIED STEEL PRIMER
05 05 23 METAL FASTENINGS
05 12 00 STRUCTURAL STEEL FRAMING
05 40 00 COLD-FORMED METAL FRAMING
05 50 00 METAL FABRICATIONS

DIVISION 06 - WOOD, PLASTICS, AND COMPOSITES
06 10 00 ROUGH CARPENTRY
06 10 53 MISCELLANEOUS ROUGH CARPENTRY
06 16 43 GMF GYPSUM SHEATHING
06 41 00 ARCHITECTURAL WOOD CASEWORK
06 48 00 INTERIOR WOOD DOOR FRAMES

DIVISION 07 - THERMAL AND MOISTURE PROTECTION
07 01 56 MEMBRANE ROOFING MODIFICATIONS
07 18 23 PU PEDESTRIAN TRAFFIC COATINGS
07 21 50 BUILDING ENCLOSURE INSULATION
07 25 13 SHEET WEATHER-RESISTIVE BARRIERS
07 62 00 SHEET METAL FLASHING AND TRIM
07 65 26 SASM FLASHING
07 72 33 ROOF HATCHES
07 84 00 FIRESTOPPING
07 92 00 JOINT SEALANTS
07 92 21 ELECTRICAL BOX PADS
07 95 13 EXPANSION JOINTS

DIVISION 08 - OPENINGS
08 12 13 STANDARD HOLLOW METAL FRAMES
08 13 13 STANDARD HOLLOW METAL DOORS
08 14 19 MDF SOLID PANEL DOORS
08 31 16 ACCESS PANELS
08 34 73 SOUND CONTROL DOOR ASSEMBLIES
08 41 13 ALUMINUM-FRAMED ENTRANCES AND STOREFRONTS
08 71 00 DOOR HARDWARE
08 81 00 GLASS GLAZING

DIVISION 09 - FINISHES
09 05 06 PREPARATION OF CONCRETE SUBSTRATES
 FOR FINISH FLOORING
09 22 16 LIGHTGAGE METAL FRAMING
09 24 16 POLYMER-MODIFIED PORTLAND CEMENT PLASTERING
09 28 15 GMF GYPSUM TILE BACKING BOARD
09 29 00 GYPSUM BOARD
09 30 00 TILING
09 51 12 ACOUSTICAL PANEL CEILINGS
09 65 14 RESILIENT BASE
09 68 13 TILE CARPETING
09 77 33 FRP WALL PANELS
09 81 33 ACOUSTICAL INSULATION, SEALANTS, AND ACCESSORIES
09 91 00 PAINTING & PAINT PRODUCT SCHEDULE
09 96 53 ELASTOMERIC COATINGS
09 97 23 PENETRATING CONCRETE FLOOR SEALER

DIVISION 10 - SPECIALTIES
10 14 13 REGULATORY SIGNAGE
10 21 13 TOILET COMPARTMENTS
10 28 13 COMMERCIAL TOILET ACCESSORIES
10 44 00 FIRE PROTECTION SPECIALTIES

DIVISION 12 - FURNISHINGS
12 24 13 ROLLER WINDOW SHADES
12 36 64 QUARTZ AGGLOMERATE COUNTERTOPS

DIVISION 31 - EARTHWORK
31 20 00 EARTH MOVING
31 22 19 LANDSCAPE GRADING

DIVISION 32 - EXTERIOR IMPROVEMENTS
32 12 16 ASPHALT PAVING
32 13 13 CONCRETE PAVING
32 13 13.02 CONCRETE PAVING (LANDSCAPE)
32 13 23 SITE CONCRETE
32 17 19 PAVEMENT MARKINGS AND WHEEL STOPS
32 84 00 PLANTING IRRIGATION
32 91 13 SOIL PREPARATION
32 93 00 EXTERIOR PLANTS
32 94 00 LANDSCAPE PLANTING ACCESSORIES
32 98 13 LANDSCAPE ESTABLISHMENT PERIOD

DIVISION 33 - UTILITIES
33 41 00 STORM UTILITY DRAINAGE PIPING
33 43 00 LANDSCAPE DRAINAGE

SCALE: 3/4"   =    1'-0"A4 TYPICAL WALL SECTION THROUGH NW URBAN MARKER
SCALE: 3/4"   =    1'-0"A1 TYPICAL WALL SECTION THROUGH ROOF MOUNTED E URBAN MARKERS
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GENERAL SHEET NOTES:
1. DO NOT SCALE DRAWINGS. NOTED DIMENSIONS TAKE

PRECEDENCE OVER SCALE.

2. ALL GRADES, LINES & BENCH MARKS FOR THE NEW
CONSTRUCTION SHALL BE ESTABLISHED AND MAINTAINED BY
THE CONTRACTOR, WHO SHALL BE RESPONSIBLE FOR THE
SAME.

3. CONTRACTOR'S CHOICE AS TO THE MEANS OF
CONSTRUCTION, THE SEQUENCE OF CONSTRUCTION, AND
SAFETY PRECAUTIONS INCIDENT THERETO, ARE NOT PART
OF THE ARCHITECT'S RESPONSIBILITY.

4. NEW CONSTRUCTION DIMENSIONS ARE BASED ON
DOCUMENTS PROVIDED BY CLIENT. THE CONTRACTOR
SHALL VERIFY DRAWING DIMENSIONS AGAINST ACTUAL SITE
CONDITIONS AND BOUNDARIES AND SHALL NOTIFY THE
ARCHITECT OF ANY AREAS WHICH WOULD DIFFER FROM THE
INTENT OF THE DRAWINGS, OR THAT SHOW DISCREPANCY
BETWEEN SECTIONS OF THE DRAWINGS AND/OR ACTUAL
SITE CONDITIONS PRIOR TO CONSTRUCTION. IN THE EVENT
OF THE CONTRACTOR'S FAILURE TO GIVE SUCH NOTICE, HE
WILL BE HELD RESPONSIBLE FOR THE RESULTS OF COST
RECTIFYING THE SAME.

IF THE ABOVE DIMENSION DOES NOT MEASURE ONE
INCH (1") EXACTLY, THIS DRAWING WILL HAVE BEEN
ENLARGED OR REDUCED, AFFECTING ALL LABELED
SCALES.

1" ACTUAL

1545 Pontius Avenue
Los Angeles,  California  90025
P  310 442 4886
F  310 442 4896
www.johnstonmarklee.com

JOHNSTONMARKLEE

CIVIL ENGINEER
KPFF
700 SOUTH FLOWER STREET, SUITE 2100
LOS ANGELES, CA 90017
P (213) 418-0201
ISHWAR DHUNGANA, ISHWAR.DHUNGANA@KPFF.COM

STRUCTURAL ENGINEER
NOUS ENGINEERS
600 WILSHIRE BOULEVARD, SUITE 760
LOS ANGELES, CA 90017
P (213) 627-6687
LIZ MAHLOW, LIZ.MAHLOW@NOUSENGINEERING.COM

MEP & FPE
ME ENGINEERS
600 WILSHIRE BOULEVARD, SUITE 1200
LOS ANGELES, CA 90017
P (310) 842-8700
SEAN HIRA, SEAN.HIRA@ME-ENGINEERS.COM

BUILDING ENVELOPE
WSP
444 FLOWER STREET #800
LOS ANGELES, CA 90071
P (213) 362-9470
JOSEPH SCHETTINO, JOSEPH.SCHETTINO@WSP.COM

LANDSCAPE ARCHITECT
SWA GROUP
811 W. 7TH STREET, 8TH FLOOR
LOS ANGELES, CA 90017
P (213) 236-9090
GEORGE KUTNAR, GKUTNAR@SWAGROUP.COM

LIGHTING
HORTON LEES BROGDEN
8580 WASHINGTON BOULEVARD
CULVER CITY, CA 90232
P (310) 837-0929  F (310) 837-0902
GUY SMITH, GSMITH@HLBLIGHTING.COM

SPECIFICATIONS
AWC WEST
24990 GREENSBRIER DRIVE
STEVENSON RANCH, CA 91381
P (661) 287-4211
ANDREW WILSON, ANDREW@AWCWEST.COM

CODE & ACCESSIBILITY
JENSEN HUGHES
1000 WILSHIRE BOULEVARD, SUITE 250
P (213) 412-1400
JOHNNY KANG, JKANG@JENSENHUGHES.COM

COST ESTIMATING
C.P. O'HALLORAN ASSOCIATES
30423 CANWOOD STREET, SUITE 133
AGOURA HILLS, CA 91301
P (805) 494-3703
CIARAN O'HALLORAN, CPOHALLORAN@CPOHALLORAN.COM

ACOUSTICS
NEWSON BROWN
3617 HAYDEN AVENUE, SUTIE 100
CULVER CITY, CA 90232
P (310) 829-6343
IAN BOORER, IAN@NEWSONACOUSTICS.COM

167 N ATCHISON STREET
ORANGE, CA 92866

HILBERT MUSEUM OF
CALIFORNIA ART
RENOVATIONS

COMMISSIONING
GLUMAC
18200 VON KARMAN AVE, SUITE 100
IRVINE, CA 92612
P (949) 833-8190
AARON SCHNEIDER, ASCHNEIDER@GLUMAC.COM

C4
A-523

C3
A-523

C2
A-523

B4
A-523

A1
A-508

A1
A-508

A1
A-510

A1
A-510

A1
A-509

A1
A-509

FLUID APPLIED AIR &
MOISTURE BARRIER

SELF FURRING METAL LATH

STUCCO  BASE AND
SCRATCH COATS

1/2" GLASS FACED
GYPSUM SHEATHING

3 5/8" METAL
STUD FRAMING

TL1 OVER
ADHESIVE MORTAR

1 LAYER WRB SLIP SHEET

HSS PER S-101 HSS PER S-101

(E) HSS 4 X 4 X 1/4 ABOVE

(E) STOREFRONT TO REMAIN
GASKETS AND SEALANTS
TO BE REPLACED

(E) STOREFRONT TO REMAIN
GASKETS AND SEALANTS
TO BE REPLACED

FOUNDATION BELOW PER S-101

EDGE OF STRUCTURE ABOVE

FOUNDATION BELOW PER S-101

(E) CONCRETE WALL TO REMAIN

(E) DOOR TO REMAIN
GASKETS AND SEALANTS
TO BE REPLACED. CLOSER
TO BE ADJUSTED TO MEET
5 LB ADA PULL FORCE

(E) METAL FRAMED EXTERIOR
WALL TO REMAIN

(E) METAL FRAMED EXTERIOR
WALL TO REMAIN

INFILL WALL PER
A-500

PARTITION TYPE
1B PER A-550

TYP.

TYP.

TYP.

B3
A-523

B2
A-523

A1
A-508

A1
A-508

A1
A-510

A1
A-510

A1
A-509

A1
A-509

A6
A-523

A6
A-523

FLUID APPLIED AIR &
MOISTURE BARRIER

SELF FURRING METAL LATH

STUCC2  ASSEMBLY

1/2" GLASS FACED
GYPSUM SHEATHING

4" METAL
STUD FRAMING

1 LAYER WRB SLIP SHEET

(E) HSS 4 X 4 X 1/4

(E) COPING TO REMAIN
EDGE OF EXISTING
WALL BELOW

(E) COPING TO REMAIN

W BEAM PER S-102
BELOW

HSS PER S-102

EDGE OF EXISTING PARAPET
BELOW

W BEAM PER S-102
BELOW

EDGE OF EXISTING
WALL BELOW (E) COPING TO REMAIN

EDGE OF EXISTING PARAPET
BELOW

3 5/8" METAL STUD
FRAMING, SUPPORTED BY
6" STUD FRAMING BEHIND

HSS PER S-102

HSS PER S-102

SIM. OTHER SIDE

1/2" PER
FOOT

1/2" PER
FOOT

1/2" PER
FOOT

1/2" PER
FOOT

1/2" PER
FOOT

1/2" PER
FOOT

1/2" PER
FOOT

1/2" PER
FOOT

1/2" PER
FOOT

1/2" PER
FOOT

OPEN TO
BELOWOPEN TO

BELOW

OPEN TO
BELOW

OPEN TO
BELOW

(E) ROOF
SLOPE

(E) ROOF
SLOPE

TYP.

TYP.

EXISTING CONCRETE

CAST IN PLACE CONCRETE

HARDSCAPE PER CIVIL

EARTH

CLEAN SAND PER GEOTECH

BATT INSULATION

RIGID INSULATION

PLYWOOD

GWB

TILE

BACKERBOARD / ROOF DECK

LATH AND PLASTER

STEEL

ASSEMBLIES, WALL SECTIONS SPECS

DIVISION 02 - EXISTING CONDITIONS
02 41 20 SELECTIVE BUILDING DEMOLITION

DIVISION 03 - CONCRETE
03 30 00 CAST-IN-PLACE CONCRETE
03 35 10 CONCRETE FLATWORK FINISHING AND CURING
03 35 40 POLISHED CONCRETE FINISHING
03 54 16 HYDRAULIC CEMENT UNDERLAYMENT

DIVISION 04 - MASONRY
04 21 15 ADHERED VENEER WALL SYSTEM

DIVISION 05 - METALS
05 05 13 SHOP-APPLIED STEEL PRIMER
05 05 23 METAL FASTENINGS
05 12 00 STRUCTURAL STEEL FRAMING
05 40 00 COLD-FORMED METAL FRAMING
05 50 00 METAL FABRICATIONS

DIVISION 06 - WOOD, PLASTICS, AND COMPOSITES
06 10 00 ROUGH CARPENTRY
06 10 53 MISCELLANEOUS ROUGH CARPENTRY
06 16 43 GMF GYPSUM SHEATHING
06 41 00 ARCHITECTURAL WOOD CASEWORK
06 48 00 INTERIOR WOOD DOOR FRAMES

DIVISION 07 - THERMAL AND MOISTURE PROTECTION
07 01 56 MEMBRANE ROOFING MODIFICATIONS
07 18 23 PU PEDESTRIAN TRAFFIC COATINGS
07 21 50 BUILDING ENCLOSURE INSULATION
07 25 13 SHEET WEATHER-RESISTIVE BARRIERS
07 62 00 SHEET METAL FLASHING AND TRIM
07 65 26 SASM FLASHING
07 72 33 ROOF HATCHES
07 84 00 FIRESTOPPING
07 92 00 JOINT SEALANTS
07 92 21 ELECTRICAL BOX PADS
07 95 13 EXPANSION JOINTS

DIVISION 08 - OPENINGS
08 12 13 STANDARD HOLLOW METAL FRAMES
08 13 13 STANDARD HOLLOW METAL DOORS
08 14 19 MDF SOLID PANEL DOORS
08 31 16 ACCESS PANELS
08 34 73 SOUND CONTROL DOOR ASSEMBLIES
08 41 13 ALUMINUM-FRAMED ENTRANCES AND STOREFRONTS
08 71 00 DOOR HARDWARE
08 81 00 GLASS GLAZING

DIVISION 09 - FINISHES
09 05 06 PREPARATION OF CONCRETE SUBSTRATES
 FOR FINISH FLOORING
09 22 16 LIGHTGAGE METAL FRAMING
09 24 16 POLYMER-MODIFIED PORTLAND CEMENT PLASTERING
09 28 15 GMF GYPSUM TILE BACKING BOARD
09 29 00 GYPSUM BOARD
09 30 00 TILING
09 51 12 ACOUSTICAL PANEL CEILINGS
09 65 14 RESILIENT BASE
09 68 13 TILE CARPETING
09 77 33 FRP WALL PANELS
09 81 33 ACOUSTICAL INSULATION, SEALANTS, AND ACCESSORIES
09 91 00 PAINTING & PAINT PRODUCT SCHEDULE
09 96 53 ELASTOMERIC COATINGS
09 97 23 PENETRATING CONCRETE FLOOR SEALER

DIVISION 10 - SPECIALTIES
10 14 13 REGULATORY SIGNAGE
10 21 13 TOILET COMPARTMENTS
10 28 13 COMMERCIAL TOILET ACCESSORIES
10 44 00 FIRE PROTECTION SPECIALTIES

DIVISION 12 - FURNISHINGS
12 24 13 ROLLER WINDOW SHADES
12 36 64 QUARTZ AGGLOMERATE COUNTERTOPS

DIVISION 31 - EARTHWORK
31 20 00 EARTH MOVING
31 22 19 LANDSCAPE GRADING

DIVISION 32 - EXTERIOR IMPROVEMENTS
32 12 16 ASPHALT PAVING
32 13 13 CONCRETE PAVING
32 13 13.02 CONCRETE PAVING (LANDSCAPE)
32 13 23 SITE CONCRETE
32 17 19 PAVEMENT MARKINGS AND WHEEL STOPS
32 84 00 PLANTING IRRIGATION
32 91 13 SOIL PREPARATION
32 93 00 EXTERIOR PLANTS
32 94 00 LANDSCAPE PLANTING ACCESSORIES
32 98 13 LANDSCAPE ESTABLISHMENT PERIOD

DIVISION 33 - UTILITIES
33 41 00 STORM UTILITY DRAINAGE PIPING
33 43 00 LANDSCAPE DRAINAGE

SCALE: 3/4"   =    1'-0"A1 OPEN AIR COURT - FLOOR PLAN

SCALE: 3/4"   =    1'-0"D1 OPEN AIR COURT - ROOF PLAN
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GENERAL SHEET NOTES:
1. DO NOT SCALE DRAWINGS. NOTED DIMENSIONS TAKE

PRECEDENCE OVER SCALE.

2. ALL GRADES, LINES & BENCH MARKS FOR THE NEW
CONSTRUCTION SHALL BE ESTABLISHED AND MAINTAINED BY
THE CONTRACTOR, WHO SHALL BE RESPONSIBLE FOR THE
SAME.

3. CONTRACTOR'S CHOICE AS TO THE MEANS OF
CONSTRUCTION, THE SEQUENCE OF CONSTRUCTION, AND
SAFETY PRECAUTIONS INCIDENT THERETO, ARE NOT PART
OF THE ARCHITECT'S RESPONSIBILITY.

4. NEW CONSTRUCTION DIMENSIONS ARE BASED ON
DOCUMENTS PROVIDED BY CLIENT. THE CONTRACTOR
SHALL VERIFY DRAWING DIMENSIONS AGAINST ACTUAL SITE
CONDITIONS AND BOUNDARIES AND SHALL NOTIFY THE
ARCHITECT OF ANY AREAS WHICH WOULD DIFFER FROM THE
INTENT OF THE DRAWINGS, OR THAT SHOW DISCREPANCY
BETWEEN SECTIONS OF THE DRAWINGS AND/OR ACTUAL
SITE CONDITIONS PRIOR TO CONSTRUCTION. IN THE EVENT
OF THE CONTRACTOR'S FAILURE TO GIVE SUCH NOTICE, HE
WILL BE HELD RESPONSIBLE FOR THE RESULTS OF COST
RECTIFYING THE SAME.

IF THE ABOVE DIMENSION DOES NOT MEASURE ONE
INCH (1") EXACTLY, THIS DRAWING WILL HAVE BEEN
ENLARGED OR REDUCED, AFFECTING ALL LABELED
SCALES.

1" ACTUAL

1545 Pontius Avenue
Los Angeles,  California  90025
P  310 442 4886
F  310 442 4896
www.johnstonmarklee.com

JOHNSTONMARKLEE

CIVIL ENGINEER
KPFF
700 SOUTH FLOWER STREET, SUITE 2100
LOS ANGELES, CA 90017
P (213) 418-0201
ISHWAR DHUNGANA, ISHWAR.DHUNGANA@KPFF.COM

STRUCTURAL ENGINEER
NOUS ENGINEERS
600 WILSHIRE BOULEVARD, SUITE 760
LOS ANGELES, CA 90017
P (213) 627-6687
LIZ MAHLOW, LIZ.MAHLOW@NOUSENGINEERING.COM

MEP & FPE
ME ENGINEERS
600 WILSHIRE BOULEVARD, SUITE 1200
LOS ANGELES, CA 90017
P (310) 842-8700
SEAN HIRA, SEAN.HIRA@ME-ENGINEERS.COM

BUILDING ENVELOPE
WSP
444 FLOWER STREET #800
LOS ANGELES, CA 90071
P (213) 362-9470
JOSEPH SCHETTINO, JOSEPH.SCHETTINO@WSP.COM

LANDSCAPE ARCHITECT
SWA GROUP
811 W. 7TH STREET, 8TH FLOOR
LOS ANGELES, CA 90017
P (213) 236-9090
GEORGE KUTNAR, GKUTNAR@SWAGROUP.COM

LIGHTING
HORTON LEES BROGDEN
8580 WASHINGTON BOULEVARD
CULVER CITY, CA 90232
P (310) 837-0929  F (310) 837-0902
GUY SMITH, GSMITH@HLBLIGHTING.COM

SPECIFICATIONS
AWC WEST
24990 GREENSBRIER DRIVE
STEVENSON RANCH, CA 91381
P (661) 287-4211
ANDREW WILSON, ANDREW@AWCWEST.COM

CODE & ACCESSIBILITY
JENSEN HUGHES
1000 WILSHIRE BOULEVARD, SUITE 250
P (213) 412-1400
JOHNNY KANG, JKANG@JENSENHUGHES.COM

COST ESTIMATING
C.P. O'HALLORAN ASSOCIATES
30423 CANWOOD STREET, SUITE 133
AGOURA HILLS, CA 91301
P (805) 494-3703
CIARAN O'HALLORAN, CPOHALLORAN@CPOHALLORAN.COM

ACOUSTICS
NEWSON BROWN
3617 HAYDEN AVENUE, SUTIE 100
CULVER CITY, CA 90232
P (310) 829-6343
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SAME.
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OF THE ARCHITECT'S RESPONSIBILITY.
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ARCHITECT OF ANY AREAS WHICH WOULD DIFFER FROM THE
INTENT OF THE DRAWINGS, OR THAT SHOW DISCREPANCY
BETWEEN SECTIONS OF THE DRAWINGS AND/OR ACTUAL
SITE CONDITIONS PRIOR TO CONSTRUCTION. IN THE EVENT
OF THE CONTRACTOR'S FAILURE TO GIVE SUCH NOTICE, HE
WILL BE HELD RESPONSIBLE FOR THE RESULTS OF COST
RECTIFYING THE SAME.
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LATH AND PLASTER

STEEL

ASSEMBLIES, WALL SECTIONS SPECS

DIVISION 02 - EXISTING CONDITIONS
02 41 20 SELECTIVE BUILDING DEMOLITION

DIVISION 03 - CONCRETE
03 30 00 CAST-IN-PLACE CONCRETE
03 35 10 CONCRETE FLATWORK FINISHING AND CURING
03 35 40 POLISHED CONCRETE FINISHING
03 54 16 HYDRAULIC CEMENT UNDERLAYMENT

DIVISION 04 - MASONRY
04 21 15 ADHERED VENEER WALL SYSTEM

DIVISION 05 - METALS
05 05 13 SHOP-APPLIED STEEL PRIMER
05 05 23 METAL FASTENINGS
05 12 00 STRUCTURAL STEEL FRAMING
05 40 00 COLD-FORMED METAL FRAMING
05 50 00 METAL FABRICATIONS

DIVISION 06 - WOOD, PLASTICS, AND COMPOSITES
06 10 00 ROUGH CARPENTRY
06 10 53 MISCELLANEOUS ROUGH CARPENTRY
06 16 43 GMF GYPSUM SHEATHING
06 41 00 ARCHITECTURAL WOOD CASEWORK
06 48 00 INTERIOR WOOD DOOR FRAMES

DIVISION 07 - THERMAL AND MOISTURE PROTECTION
07 01 56 MEMBRANE ROOFING MODIFICATIONS
07 18 23 PU PEDESTRIAN TRAFFIC COATINGS
07 21 50 BUILDING ENCLOSURE INSULATION
07 25 13 SHEET WEATHER-RESISTIVE BARRIERS
07 62 00 SHEET METAL FLASHING AND TRIM
07 65 26 SASM FLASHING
07 72 33 ROOF HATCHES
07 84 00 FIRESTOPPING
07 92 00 JOINT SEALANTS
07 92 21 ELECTRICAL BOX PADS
07 95 13 EXPANSION JOINTS

DIVISION 08 - OPENINGS
08 12 13 STANDARD HOLLOW METAL FRAMES
08 13 13 STANDARD HOLLOW METAL DOORS
08 14 19 MDF SOLID PANEL DOORS
08 31 16 ACCESS PANELS
08 34 73 SOUND CONTROL DOOR ASSEMBLIES
08 41 13 ALUMINUM-FRAMED ENTRANCES AND STOREFRONTS
08 71 00 DOOR HARDWARE
08 81 00 GLASS GLAZING

DIVISION 09 - FINISHES
09 05 06 PREPARATION OF CONCRETE SUBSTRATES
 FOR FINISH FLOORING
09 22 16 LIGHTGAGE METAL FRAMING
09 24 16 POLYMER-MODIFIED PORTLAND CEMENT PLASTERING
09 28 15 GMF GYPSUM TILE BACKING BOARD
09 29 00 GYPSUM BOARD
09 30 00 TILING
09 51 12 ACOUSTICAL PANEL CEILINGS
09 65 14 RESILIENT BASE
09 68 13 TILE CARPETING
09 77 33 FRP WALL PANELS
09 81 33 ACOUSTICAL INSULATION, SEALANTS, AND ACCESSORIES
09 91 00 PAINTING & PAINT PRODUCT SCHEDULE
09 96 53 ELASTOMERIC COATINGS
09 97 23 PENETRATING CONCRETE FLOOR SEALER

DIVISION 10 - SPECIALTIES
10 14 13 REGULATORY SIGNAGE
10 21 13 TOILET COMPARTMENTS
10 28 13 COMMERCIAL TOILET ACCESSORIES
10 44 00 FIRE PROTECTION SPECIALTIES

DIVISION 12 - FURNISHINGS
12 24 13 ROLLER WINDOW SHADES
12 36 64 QUARTZ AGGLOMERATE COUNTERTOPS

DIVISION 31 - EARTHWORK
31 20 00 EARTH MOVING
31 22 19 LANDSCAPE GRADING

DIVISION 32 - EXTERIOR IMPROVEMENTS
32 12 16 ASPHALT PAVING
32 13 13 CONCRETE PAVING
32 13 13.02 CONCRETE PAVING (LANDSCAPE)
32 13 23 SITE CONCRETE
32 17 19 PAVEMENT MARKINGS AND WHEEL STOPS
32 84 00 PLANTING IRRIGATION
32 91 13 SOIL PREPARATION
32 93 00 EXTERIOR PLANTS
32 94 00 LANDSCAPE PLANTING ACCESSORIES
32 98 13 LANDSCAPE ESTABLISHMENT PERIOD

DIVISION 33 - UTILITIES
33 41 00 STORM UTILITY DRAINAGE PIPING
33 43 00 LANDSCAPE DRAINAGE

SCALE: 3/4"   =    1'-0"A1 NORTH / SOUTH WALL SECTION THROUGH WEST URBAN MARKER - FACING WEST

NOTES:

LEGEND

CSI DIVISIONS
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